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ABSTRACT 
Within a closed environment, (e.g. building, car, aircraft) that is thermally and 
hygrically isolated from the exterior climate, one approach that can help reduce the 
energy required for indoor mechanical climate control whilst increasing comfort 
levels for occupants is to use hygrothermal coatings on top of existing materials. 
Hygrothermal coatings can re-introduce both thermal and hygric buffering within the 
isolated envelope. Understanding of the behaviour of these coatings allows them to 
be optimized for different environments.  
The overall aim of the research is to design the functional properties of inorganic, 
nano structured surface coatings i.e. mesoporous silica (MS) to produce desired 
hygrothermal behavioural responses to climatic variables in a controlled 
environment. This can be achieved through correlation of the hygrothermal 
properties of desiccant materials with their microstructural characteristics and 
understanding the hygrothermal behaviour of the materials under representative 
psychrometric conditions. 
Stage 1 was to characterise the hygrothermal properties of the MS and other 
conventional desiccant materials i.e. Silica Gel, Molecular Sieve, Clinoptilolite and 
Bentonite WR SURGXFH D µ7HPSODWH RI IXQFWLRQDO SURSHUWLHV¶ DQG SURYLGH PDWHULDO
input data for the numerical models. These tests included dynamic vapour sorption 
(DVS) techniques for moisture absorption including cyclic adsorption/desorption 
and sorption isotherms, wet-cup tests for vapour permeability, partial immersion 
tests for liquid water absorption, modified transient plane source (MTPS) tests for 
thermal conductivity and differential scanning calorimetry (DSC) for heat capacity.  
Stage 2 utilised techniques to classify the pore geometry of the desiccants, including 
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helium pycnometry for solid density, gravimetric testing for bulk density, N2 
physisorption for specific surface area, mesopore volume and mean pore diameter 
with small angle X-ray scattering and transmission electron microscopy used to 
corroborate the N2 results. Scanning electron microscopy (SEM) was used to confirm 
material composition and purity and to indicate macropore distribution. A correlation 
between the hygrothermal properties from Stage 1 with their microstructural 
characteristics was then sought. 
Stage 3 was a parametric analysis of the candidate materials hygrothermal behaviour 
using the validated 1D numerical simulation software WUFI Pro v5.1. Further 
analysis was carried out to assess how the numerical model could be used to tune the 
functional properties of the MS materials to suit differing psychrometric conditions 
in closed environments. A series of simulations using a representative climate 
(Nottingham) were also run to compare the hygrothermal behaviour of the MS 
materials to the conventional desiccants 
A series of energetic 3D physical and numerical models (WUFI Plus v 2.1) were 
designed to study the resultant relative humidity levels in both occupied and 
unoccupied spaces and under different air exchange rates due to the presence of the 
hygrothermal materials in a closed environment. The 3D model was also used to 
compare the operational energy usage of different retrofitting cases under the same 
representative climate used in Stage 3 with three different heating, cooling 
humidification and dehumidification (HCHD) control scenarios. 
The MS materials displayed significantly higher Moisture Buffer Values (MBV), 
equilibrium moisture contents (EMC) and faster response rates when compared to 
the conventional desiccants. It was shown that WUFI Pro can be used as a design 
tool for material functional properties, with the sorption isotherm, and in particular 
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adjustment of the w50 ± w80 gradient of the absorption branch isotherm being by far 
the most sensitive parameter. In the MS samples, the dynamic vapour sorption 
(DVS) response time has a significant and positive logarithmic relationship with 
both the mesopore diameter and the mesopore volume implying that mesopore 
geometry can be tuned in order to give the desired dynamic vapour sorption/ 
desorption response rate and storage capacity to suit a given set of interior 
psychrometric conditions. It is therefore possible to tune an MS material to suit a 
particular set of psychrometric conditions using WUFI Pro. 
The MS materials displayed outstanding passive buffering performance across a 
range of exterior climate conditions combined with numerous internal moisture and 
ventilation overloading scenarios, providing constant humidity buffering within the 
American Society of Heating, Refrigerating and Air Conditioning Engineers 
(ASHRAE) comfort limits. When compared against a retro-fitted gypsum-lined 
indoor environment there was a potential reduction in humidification/ 
dehumidification energy demand of up to 100% when using an MS material coating. 
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NOMENCLATURE 
A area m2 
Aw liquid water absorption rate kg/m2s0.5 
cp constant pressure specific heat capacity J/(kg K) 
cp
*
 moisture content-dependent specific heat capacity J/(kg K) 
Cv  mass concentration of water vapour kg/m3 
D diffusion coefficient for water vapour in still air m2/s 
d thickness, depth m 
dp penetration depth m 
dV absolute humidity kg/m3 
g total rate of mass transfer kg/s m2 
gg evaporation/moisture generation rate g/h 
gl rate of liquid water transfer kg/s m2 
gv rate of water vapour transfer kg/s m2 
gv,air rate of water vapour diffusion in still air kg/s m2 
G water vapour flow rate kg/s 
H enthalpy J 
h  specific enthalpy J/kg 
L effective length m 
m mass kg 
n bulk porosity m3/m3 
P pressure Pa  
Q heat flow W 
q total heat flux W/m2 
r radius m 
RH relative humidity % 
RHcoat near surface relative humidity of coating % 
RHie indoor environment relative humidity % 
RHoe outdoor environment relative humidity % 
R thermal resistance m2 K/W  
Ro  universal gas constant  J/kg mol K 
Rvap  individual gas constant of water vapour J/kg K 
t time s 
temc time interval to reach equilibrium moisture content  hr 
T thermodynamic temperature K 
V volume m3 
w specific moisture content kg/m3 
wc capillary saturation specific moisture content kg/m3 ZFRDW specific moisture content of coating kg/m3 
wr specific moisture content at hygroscopic limit kg/m3 
ws saturation specific moisture content kg/m3 
W Humidity ratio kg/kg 
W water vapour permeance kg/m2sPa 
x 1-dimensional distance m 
Į thermal diffusivity m2/s 
ȕ thermal effusivity W s1/2/m2 K 
Ga  water vapour permeability of still air kg/m s Pa 
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G  water vapour permeability kg/m s Pa 
H emissivity - 
Ȗ surface tension  N/m 
O wavelength m 
O dry state thermal conductivity W/(m K) 
O* moisture-dependent thermal conductivity W/(m K) 
P water vapour diffusion resistance factor - 
[ moisture storage function kg/kg  
[a moisture capacity during absorption (from wetting curve) kg/kg 
[d moisture capacity during desorption (from drying curve kg/kg 
U density kg/m3 
I angle of friction ° 
M relative humidity (decimal) - 
< capillary potential Pa 
 
Subscripts 
ie indoor environment 
oe outdoor environment 
db dry bulb 
wb wet bulb 
sat saturation 
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1 CHAPTER 1: Introduction 
1.1 Introduction 
The current stock of UK housing (§ 25 million) consists of approximately 8.1 
PLOOLRQ  µVROLG-ZDOO¶ W\SH GZHOOLQJV With poor envelope materials and 
construction techniques there are large energy losses due to increased heat and mass 
transfer through the envelope and air infiltration and can result in space heating 
dominating domestic energy usage in temperate climates (Hong et al., 2006, Yoshino 
et al., 2006). As a consequence of this, these domestic buildings account for 
approximately 50% of total UK domestic sector CO2 emissions (CALEBRE, 2010).  
To improve occupant comfort and counteract operational losses, reducing energy 
consumption and CO2 emissions there has been a Government-led push in recent 
years to increase the insulative performance of these buildings (DCLG, 2007). The 
nature of UK domestic housing stock however, dictates that, in the majority of cases 
this insulation coupled with vapour barriers can only be placed on the internal 
surfaces of the building envelope, requiring high performance insulation 
technologies that are also thin to minimise interior space losses. Cases where this is 
applicable are: 
x Listed historic buildings where the outside appearance of the structure is 
protected and cannot be altered, for example by external insulation cladding 
systems 
x Buildings where local planning permission is unlikely to be accepted due to 
changes in the external appearance, e.g. housing estates 
x Terraced buildings where fitting external insulating to one building in 
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isolation would not be acceptable. 
Installation of insulation and vapour barriers to the interior of these buildings (i.e. 
retrofitting) can effectively create an internal closed environment. An internal closed 
environment can be classified as any internal space isolated from its external 
environment i.e. an isolated system (Brewster 2009), and can include domestic 
buildings, containers (storage & transportation), vehicles (air, motor, shipping), 
museums, heritage sensitive structures and archives. In the context of this research 
domestic buildings will be the focus. 
1.2 Hygrothermal Behaviour 
As building envelopes are subject to hygrothermal loads, the HCHD load of a 
buildings internal environment is sensitive to both the external and internal 
environmental loads experienced by the envelope. These include: 
x Heat transfer to and from the material arising from short and long wave 
radiation and sensible/latent heat gains 
x Heat storage within the material  
x Liquid and vapour moisture transfer to and from the material 
x Moisture storage within the material 
Internal hygrothermal loads can include sensible/latent heat gains and moisture 
vapour from occupants, heat-emitting devices or moisture generating devices whilst 
external loads include solar radiation, ground water, wind driven rain and moisture 
generation. Each of these hygrothermal loads does not act independently or in 1-
dimension (1D), but simultaneously as illustrated in Figure 1. The hygrothermal 
EHKDYLRXU RI D PDWHULDO FDQ EH GHILQHG DV WKH FKDQJH LQ D PDWHULDO¶V SK\VLFDO
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properties as a result of the simultaneous absorption, storage and release of liquid 
and vapour in the form of heat and moisture (Künzel, 1995). This behaviour is 
determined by the materials hygrothermal properties (BSi, 2007a) and can be 
FRQVLGHUHGDVDµWHPSODWHRIIXQFWLRQDOSURSHUWLHV¶: 
x Dry-VWDWH WKHUPDOFRQGXFWLYLW\Ȝ LQ:P.DQG LWVPRLVWXUH-dependency,  
Ȝ f(w) 
x Specific heat capacity, cp in J/(kg K) and its moisture-dependency, cp* = f(w) 
x Bulk density, ȡd in kg/m3 
x Apparent porosity, n in m3/m3 
x Sorption isotherm(s) for water vapour and capillary water, where w = f(ĳ) in 
kg/m3 
x Water vapour permeability, W in kg/(m2 s Pa) 
x Liquid water absorption, Aw in kg/m2s0.5 
 
Figure 1 - Hygrothermal fluxes and their alternating directions across a building 
envelope. Adapted from: (ASHRAE, 2009a) 
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In a building specific internal closed environment the hygroscopic fabrics that were 
previously exposed (e.g. brick, masonry, gypsum, plaster or timber surfaces) are now 
thermally and hygrically isolated from the internal hygrothermal loads due to the 
retrofitting of the insulation/ vapour barriers. This can give rise to amplified maxima 
and minima in air temperature and relative humidity (RH) variations, negatively 
affecting occupant health and comfort (CIBSE, 2006, Hall, 2010, Jayamaha, 2006). 
3RRURFFXSDQWKHDOWKFDQPDQLIHVW DV³VLFNEXLOGLQJV\QGURPH´FDXVHGE\ UHGXFHG
levels of RH, whilst elevated RH levels can lead to irritation of the upper respiratory 
tract. Energy penalties can also be incurred due to the additional interior climate 
control required from mechanical systems such as Heating Ventilation and Air 
Conditioning (HVAC) (Kalamees et al., 2009, Liddament and Orme, 1998, Orme, 
2001). 
It has been shown that hygrothermal materials can be used to reduce the HCHD load 
by reducing temperature and relative humidity variations i.e. creating a passive 
buffering effect (Allinson and Hall, 2010, Cerolini et al., 2009, Hameury, 2005, 
Künzel et al., 2004, Osanyintola and Simonson, 2006, Ramos et al., 2010). 
Conventional humidity buffering materials (i.e. timber, natural fibres and clay) can 
require large material depths to effectively eliminate any significant variation in 
relative humidity as a function of time i.e. passive humidity buffering, incurring 
interior space losses. Many desiccants (i.e. natural and synthetic zeolites, molecular 
sieves and silica gels) have high specific surface area (SSA) and high porosity and 
exhibit good moisture vapour absorption however, predefined microstructural 
characteristics result in set levels of moisture uptake and storage (Gao et al., 2006, 
Ng et al., 2001). 
Hall and Allinson (2009a) concluded that it is not the moisture storage capacity of 
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hygrothermal materials, but the rate at which they respond to fluctuations in 
humidity variations that is key to providing humidity buffering. The performance of 
hygrothermal materials in this regard is related to optimising their response rate 
through manipulation of the pore structure to match any anticipated humidity 
fluctuations. It would therefore be advantageous to have a material that exhibits high 
specific surface area and high porosity to provide elevated moisture vapour storage 
levels, but where the pore geometry could be precision engineered to alter its 
hygrothermal behaviour and response rate, providing humidity buffering to suit 
different climates i.e. fluctuations of RH. With regard to health and safety in a 
domestic context, a material that is inorganic, non-combustible and inert would also 
be advantageous. 
Mesoporous Silica (MS) materials are inorganic and exhibit very high porosities 
(typically > 90%) coupled with large specific surface areas (from 750 ± 1500 m2/g). 
More importantly, they can also be synthesized using the surfactant method (see: 
Section 3.1.1) with a finely controlled, pre-determined pore geometry i.e. shape, 
diameter (Jana et al., 2004). 
1.3 Overall Aim 
The aim for this research is to characterise the functional properties of inorganic, 
nano-structured surface coatings and correlate these with mesopore geometry to 
produce desired hygrothermal behavioural response and buffering of changes in 
climatic variables within a closed environment.  
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1.4 Hypothesis 
The hypothesis as set out for this research is threefold;  
1. Pore geometry of mesoporous silica materials can be correlated with their 
hygrothermal behaviour.  
2. 1D hygrothermal numerical software (WUFI Pro v 5.1) can be used as a 
PDWHULDOVHOHFWLRQWRROE\µWXQLQJµPDWHULDOSURSHUWLHV 
3. Mesoporous silica materials can provide occupant comfort in closed spaces 
by maintaining relative humidity levels within ASHRAE comfort limits.  
1.5 Research Objectives 
To achieve this aim, the following research objectives have been set out; 
1. To identify (specific) candidate desiccant materials and appropriate 
experimental characterisation techniques, a state of the art literature review 
on the current use of hygrothermal materials, behaviour, modelling, theory 
and research in the field will be undertaken. 
2. To correlate pore geometry with hygrothermal behaviour by producing a 
µWHPSODWHRIIXQFWLRQDOSURSHUWLHV¶using experimental characterisation of the 
hygrothermal functional properties and pore networks of the materials as set 
out in Section 1.3. 
3. To determine the materials hygrothermal behaviour in terms of moisture 
uptake and response rate and tune behavioural response to climatic variables 
through parametric analysis, using the 1D hygrothermal numerical modelling 
package WUFI Pro v 5.1 (IBP, 2012b) validated using 1D physical 
modelling. 
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4. To determine RH buffering potential when using hygrothermal materials in a 
notional domestic building environment under different occupancies and 
ventilation scenarios with both parametrically varied and representative 
external climates using the 3D energetic numerical modelling package WUFI 
Plus v2.1.1.73 (IBP, 2012a) validated using 3D physical models.  
5. To determine occupant comfort conditions and any potential HCHD energy 
savings when using hygrothermal materials compared to standard retrofitting 
cases using the validated WUFI Plus v2.1.1.73 model. 
1.6 Limitations of the study 
Due to the time scale of the research, limitations will be set for this study. This 
research project is primarily focussed on gaining fundamental understanding of the 
structure-property relationships of desiccants so that response rate of interior 
hygrothermal material coatings can be tuned to suit varying climatic conditions. In 
this regard, this study does not focus on research into the manufacturing methods, 
including R&D, which may be used to produce a useable product for various 
markets. Areas such as product appearance (colour, texture etc.) and costs are also 
excluded, allowing the research to focus primarily on the functionality of the 
desiccants. 
For the numerical modelling used in this research it is assumed a thin powder 
coating of hygrothermal material will be used that will be attached to the EXLOGLQJ¶V 
interior envelope wall. There are several manufacturing methods that could be used 
to apply this coating:  
x bonding to a supportive substrate surface using glue 
x sintering of the particles to form a rigid lattice 
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x containment of the powder particles within a permeable enclosure 
Manufacturing methods and product development including investigation of 
mechanical and structural properties of the coatings (i.e. stiffness, compressive 
strength etc.) however, does not form part of this research.  
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2 CHAPTER 2: Scientific Background 
2.1 Introduction  
This chapter provides a background to the research including a state of the art 
literature review on the current use of hygrothermal materials, behaviour, modelling, 
theory and research in the field, whilst also setting out the impetus for the use of MS 
materials over more traditional materials supported by relevant fundamental theory. 
2.2 Psychrometrics 
The air that occupies any environment is composed of many individual gases 
including nitrogen, oxygen, carbon dioxide and water vapour. There are also other 
constituents including other gases, air borne contaminants and pollutants (i.e. 
particulate matter and dust mites etc.). The field of psychrometrics is the study of the 
thermodynamic properties of air containing water vapour i.e. moist air. 
There are many terms associated with the study of moist air, with definitions often 
being misused. As there is extensive use of these terms in this thesis clarification is 
provided here: 
x Dry Air is atmospheric air without any water vapour or contaminants present. 
x Moist air can be defined as a binary mixture of dry air and water vapour. The 
amount of water vapour present can vary from zero (no water vapour) to a 
maximum level (saturated) that is dependent on temperature and pressure 
(ASHRAE, 2009a).  
x Humidity Ratio (W). Can be referred to as the mixing ratio or moisture content 
and is defined as the ratio of the mass of water vapour, mv to the mass of µdry¶ 
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air, ma in the mixture: 
 
 ൌ  ?௩ ?௔ Eq 2.1  
x Absolute Humidity (dV) or vapour concentration is the mass of water vapour, mv 
SHUXQLWYROXPHRIµPRLVW¶DLUVa and is given by: 
 
 ?௏ ൌ  ?௩ ?௔  Eq 2.2  
x Atmospheric Pressure (P0) is the pressure exerted by the air surrounding us and 
can vary with temperature, altitude, localised geographical position and weather 
conditions. At sea level (altitude = 0 m) and T = 15qC P0 = 101.325 kPa (Kaye 
and Laby, 2012).  
x Saturation Vapour Pressure (psat) can be defined as the upper limit for a given 
temperature at which an equilibrium exists between the condensed and vapour 
water phases (Trechsel, 1994). For T > 0qC, psat can be obtained from moist air 
property tables or calculated using Eq. 2.3 (ASHRAE, 2009a): 
  ?௦௔௧ ൌ  ?ଵȀ ? ൅  ?ଶ ൅  ?ଷ ? ൅  ?ସ ?ଶ ൅  ?ହ ?ଷ ൅  ?଺ ? Eq 2.3  
Where T is absolute temperature (qC + 273), C1 = -5.80Â103, C2 = 1.392, C3 = -
4.86Â10-2, C4 = 4.18Â10-5, C5 = -1.45Â10-8 and C6 = 6.546. 
x Partial Vapour Pressure (pv) is defined as the partial pressure of the water 
vapour portion of the moist air mixture. For any given T, pv cannot exceed psat. 
When pv = psat the moist air is described as saturated air. 
x Partial Air Pressure (pa) is the partial pressure of the dry air portion of the 
moist air mixture such that the total pressure of the mixture is the sum of the two 
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partial pressures, i.e. pa + pv.  
x Relative humidity (RH) can be defined as the ratio of partial vapour pressure to 
saturation vapour pressure within a finite volume at a given temperature. RH is 
commonly expressed as a percentage and it follows that at its highest level (RH = 
100%), the air is saturated. RH can be calculated using: 
 ? ?ൌ  ?௩ ?௦௔௧  ? ? ? ? Eq 2.4  
x Dry Bulb Temperature (Tdb) is a measure of the heat content (i.e. internal 
energies of the gas and vapour) of ambient air. It can have units of Celsius (qC) 
or Fahrenheit (qF) with SI units of Kelvin (K = qC + 273.15). 
x Wet Bulb Temperature (Twb) is the temperature of adiabatic saturation. If a 
bulb thermometer is wrapped in a saturated wick (continuous water supply), 
evaporation will occur at constant T and RH from the wick until an equilibrium is 
reached with the surrounding air. When placed alongside a bare bulb 
thermometer, a depression in measured Twb will be evident in the wet-bulb due to 
evaporative cooling at the bulb surface. The p'T from Tdb to Twb corresponds to 
relative humidity (%RH). For example, if Twb = Tdb then RH = 100% with no 
evaporation possible as the air is already at saturation. 
x Dew-Point (Dp) is the temperature at which the partial vapour pressure is equal 
to the saturation vapour pressure. It is the temperature at which condensation 
begins to occur under normal conditions when the moist air is cooled at constant 
pressure (BSi, 1981). At RH = 100% then Dp = Tdb. 
The psychrometric chart LVXVHGDVDWRROWRµPDS¶FKDQJHVLQWKHFRQGLWLRQVRIPRLVW
air.  It is a plot of the relationship between Tdb, Twb and RH and can be used to 
determine any of the other psychrometric conditions. On the simplified chart (see 
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Figure 2), if the two parameters Tdb = 27qC and RH = 30% are chosen, the values for 
Twb and W can be estimated at §7.5qC and §0.0065 kg/kg respectively. This 
compares well with calculated values of 7.99qC and 0.0066 kg/kg. The chart can also 
be utilised to display extended periods of data for occurrence of Tdb and RH. 
 
Figure 2 - A simplified psychrometric chart. 
2.3 Occupant Comfort 
Occupant/ thermal comfort is a SHUVRQ¶VSHUFHLYHGFRPIRUWOHYHOLQUHODWLRQWRWKHLU
environment. According to the standard BS EN ISO 7730:2005 (BSi, 2005a) comfort 
can be defined as the condition of mind which expresses satisfaction with the 
thermal environment. In the context of this research the environment is a closed 
space (see: Section 1.1). Comfort is not determined from temperature only (Parsons, 
2003), but from the interaction of other parameters including: 
1. air temperature 
2. mean radiant temperature 
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3. relative humidity 
4. air velocity 
5. metabolic heat generation  
6. clothing  
The human body is constantly subjected to the influences of the environmental 
factors (1, 2, 3 and 4) with utilisation of the personal factors (5 and 6) to achieve 
comfort. In an attempt to regulate itself at a constant temperature, the body uses 
biological thermoregulation processes to act against these influences; evaporation of 
sweat, respiratory evaporation, conduction, convection via the blood, radiation and 
metabolic storage. The thermoregulation process may be represented by the heat 
balance equation (ASHRAE, 2009a). 
  ? െ  ? ൌ  ?௦௞ ൅  ?௥௘௦ ൅  ? Eq 2.5  
Where M is the total metabolic heat production rate, W is the rate of mechanical 
work accomplished, qsk and qres are the rates of heat loss from the skin and 
respiration respectively and S is the heat stored (all units are W/m2). Whilst it is 
possible to easily measure and monitor the environmental and personal factors 
contributing towards thermal comfort, it is less simple to measure the physiological 
phenomena as comfort is a subjective measure. There are two measures for comfort 
analysis:  
1. Personal and environmental -  how the person feels (hot/cold)  
2. Acceptance and/or tolerance of the thermal environment.  
The Predicted Mean Vote (PMV) and Percentage of People Dissatisfied (PPD) are 
XVHGWRJLYHDTXDOLWDWLYHLQGLFDWLRQRIWKHSHUVRQ¶VUHVSRQVH309DQG33'FDQEH
calculated using the standard BS EN ISO 7730 (BSi, 2005a), whilst subjective 
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judgement scales can be found in BS EN ISO 10551 (BSi, 2001a). 
In addition to thermal comfort, there is also an expectation that an acceptable level of 
indoor air quality (IAQ), with respect to pollution, be provided for occupants. The 
causes of pollution will generally stem from one of (or a combination of) poorly 
maintained environments, poor ventilation, biological contamination, internal 
pollutant generation and external pollution ingress (Maroni et al., 1995). Typical 
pollutants found in the indoor environment can be seen in Table 1. The affect of poor 
IAQ can be manifested as poor health, with symptoms including dryness of the eyes, 
nasal cavity, mucous membranes and skin i.e. ³VLFNEXLOGLQJV\QGURPH´FDXVHGE\
reduced levels of RH, whilst elevated RH levels can lead to irritation of the upper 
respiratory including nasal congestion, sneezing, runny or itchy nose and throat 
irritation, as well as coughing, wheezing and asthma. Other health effects such as 
tiredness and headaches are also common. 
Type Pollutant Source 
Organic Volatile Organic Compounds (VOCs) Cleaning agents, Cosmetics, 
Furnishings, Tobacco 
 Pesticides Agricultural spraying 
 Formaldehyde Tobacco, Lacquers,  Varnish 
Inorganic Carbon Dioxide (CO2) Breathing, Combustion 
 Carbon Monoxide (CO) Combustion, Tobacco 
 Nitrogen Dioxide (NO2) Combustion, Tobacco 
Physical Particulate Matter (PM) Combustion, Biological, 
Tobacco, Aerosols 
 Man Made Mineral Fibre (MMMF) Furnishings, Insulation 
Biological Dust Mites Bedding, Furnishings 
 Allergens Pets, Vermin, Pollen 
 Bacteria HVAC, Humans, Animals, 
Dust Aerosols 
 Fungi/Mould Damp Organic Matter 
Table 1 - Types and sources of indoor pollutants (Spengler et al., 2001). 
As discussed in Section 1.1, an occupied closed environment can result in increased 
fluctuations of T and RH. Combining these can lead to moisture accumulation within 
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the indoor space due to decreased air exchange with the exterior environment, 
reducing IAQ. The relative impact of various pollutants, their associated biological 
problems and sources across the RH range can be seen in Figure 3. For this research 
the ASHRAE comfort zone is described as the acceptable range of RH at T §23qC 
that will provide occupant comfort whilst minimising pollution and improve IAQ. It 
should be noted that whilst the ASHRAE standard (55-2004) recommends an upper 
limit RH = 70% at 23qC, it does not specify a lower RH limit but recommends a 
minimum dew-point temperature of 2qC. Many studies have suggested various RH 
µFRPIRUW EDQGV¶ VXFK DV  WR  DW  WR 24°C (Crump et al., 2002), 40% to 
60% (Hines et al., 1993) and 40% to 70% (Tsutsumi et al., 2007). The lower limit of 
RH = 40%, as suggested by Tsutsumi has been adopted here for a UK climate. 
 
Figure 3 - Factors influencing health and hygiene showing comfort range for RHie 
(40% to 70%). Adapted from: (Simonson et al., 2001).  
 
Guidelines for IAQ measurement can be found in the international standard BS ISO 
16814:2008 (BSi, 2008). With IAQ expressed either in terms of the health risk to the 
occupants or in terms of the acceptability, based on the occupants Perception of Air 
Quality (PAQ). The PAQ method of expressing IAQ uses subjective scales derived 
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from questionnaires similar to those used for PPD. 
2.4 Hygric Theory 
As discussed in Section 1.2, there are functional properties that influence the hygric 
behaviour of a material. These include bulk density, ȡbulk apparent porosity, n 
sorption isotherm(s) for water vapour and capillary water, water vapour 
permeability, į and the liquid water absorption, Aw. The following sections present 
theory relevant to these properties. 
2.4.1 Porosity 
A material that is described as hygroscopic (i.e. porous and permeable) will allow 
moisture to be transported into and within it. In order to accurately determine the 
moisture content of any specific material, it is necessary to understand the pore 
structure of that material. Considering a finite volume of porous material as a 
system, the soil model (Barnes, 2000) can be adapted from soil mechanics principles 
to show the relationship between mass, volume and constituents (see: Figure 4). 
Moisture enterinJWKHV\VWHPFDQEHFODVVLILHGDVµDEVRUEHG¶ZKLOVWPRLVWXUHOHDYLQJ
WKHV\VWHPLVFODVVLILHGDVµGHVRUEHG¶  
A material will have a total volume, Vt made up of solids, Vs and void spaces, Vv. 
When a liquid (i.e. water) enters the system it can displace any gas (i.e. air) present, 
Vg with an equivalent amount of liquid.  Likewise the material has masses equivalent 
to the volumes with the exception that the mass of air is assumed to be zero, ma = 0 
where the total mass, mt as the sum of the solid mass, ms and liquid mass, ml only. 
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Figure 4 - A three phase model for porous materials adapted from: (Barnes, 2000). 
There are many types of pores that are common in materials and a description of 
these are shown in Figure 5 and classified in Table 2. 
 
Figure 5 - Cross section of a porous solid showing typical pore types. 
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Pore Type Designation in Figure 5 
Open b, c, d, e, f 
Closed a 
Blind / Saccate b, f 
Through c, d 
Cylindrical c, f 
Funnel d 
Ink-bottle b 
Table 2 - Range of pore types and shapes (IUPAC, 1994) 
Porosity can be defined as the ratio of the total pore volume to the apparent volume 
of the particle or powder (IUPAC, 1994). It is important to note that this excludes 
inter-particle voids. In this research it is the open porosity that will be stated at all 
times (i.e. the volume of pores that are accessible to moisture vapour) as it is the 
open porosity that determines the maximum water content at saturation, wc of a 
material. Open porosity, n can be calculated if the solid density, ȡs and bulk density, 
ȡbulk are known. Solid density will be measured using gas pycnometry (see: Section 
3.2.1.1) and bulk density will be measured using gravimetric testing (see: Section 
3.2.1.2). Equation 2.6 is used to calculate n (%): 
 
 ? ൌ  ? െ ൬ ?௦ ?௕௨௟௞൰  ? ? ? ? Eq 2.6  
According to the International Union of Pure and Applied Chemistry (IUPAC) 
(McNaught and Wilkinson, 1997, Lal and Shukla, 2004) pores can be characterised 
as shown in Table 3.  
Pore Description Pore Size 
Ultra-micropore  0.7nm  
Micropore  2nm 
Mesopore  2nm,  50nm 
Macropore   50nm 
Table 3 ± Range and classification of pore sizes.  
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2.4.2 Moisture Storage 
Moisture can be stored in a material as vapour, liquid or solid (ice) or a mixture of all 
three states. Depending on the environmental conditions, the moisture can undergo 
phase transitions between these states. As the relative humidity of air surrounding a 
hygroscopic, capillary active material increases, the moisture content, w of the 
material will also increase due to vapour and liquid transfer (i.e. absorption) to the 
material and storage within the pore network. The classification of this moisture 
within the porous material is governed by internal void geometry and electrostatic 
surface charge for a given temperature and partial vapour pressure (Hall and 
Allinson, 2009a). A material will absorb and store moisture in three domains;  
1. Hygroscopic domain - Moisture vapour absorption  
2. Capillary domain ± Liquid water absorption  
3. Gravitational (Super Saturated) domain ± Liquid water absorption under an 
external pressure gradient. 
 
Figure 6 - A typical moisture vapour isotherm showing pore filling stages and 
transport mechanisms 
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Moisture vapour absorption data can be represented with a sorption isotherm (See: 
Figure 6) which defines the relationship between the external psychrometric 
conditions (i.e. RH and T) and moisture uptake. The absorption process occurs 
through monolayer adsorption to the pore walls (A), followed by multi-molecular 
formation (B) as pv increases followed by pore filling (C) occurring due to capillary 
(Kelvin) condensation. There are a number of different isotherm types which are 
characteristic of the porous nature of the materials being tested (see: Figure 7).  
A Type I isotherm typically has a concave curve, is usually reversible i.e. no 
hysteresis, and has a defined limiting value as p/p0 ĺ 1. Type I isotherms are 
representative of microporous solids with relatively small external surfaces where 
the limiting uptake value is determined by the accessible micropore volume rather 
than by the internal surface area. Type II isotherms display unrestricted monolayer-
multilayer adsorption as evidenced by the increasing adsorption as p/p0 ĺ 1 and are 
representative of a non-porous or macroporous adsorbent. Point B on the isotherm 
indicates the stage at which monolayer adsorption is complete and multilayer 
adsorption begins. Type III isotherms with convex curves over the entire range do 
not exhibit a Point B and are not common.  
Typically, for solids with pores in the mesoporous range and a tightly controlled 
mean pore diameter, a type IV isotherm would be expected. Type IV isotherms 
usually have characteristic hysteresis loops, which are associated with capillary 
condensation taking place in mesopores, and have a limiting uptake as p/p0 ĺ 1. 
Type V isotherms display characteristics common to Type III and Type IV with 
weak adsorbent/adsorbate interaction but strong capillary condensation and 
associated hysteresis. Type VI isotherms are characteristic of stepwise multilayer 
adsorption on a uniform non-porous surface and are not common. Classification of 
CHAPTER 2: Scientific Background 
S Casey  21 
 
the full range of isotherms can be found in British and international standards (BSi, 
1996, IUPAC, 2004). 
 
Figure 7 ± Adsorption isotherm classification. Adapted from: (Sing et al., 1985) 
As discussed, some isotherms display hysteresis loops between the adsorption and 
desorption branches of the isotherm. This hysteresis is usually associated with 
capillary condensation in the mesoporous solids however it can also occur due to 
adsorption of the moisture vapour on the pore walls having a high enthalpy of 
vaporisation, requiring greater energy to desorb from the pore volume when ǻp/p0 is 
negative. As with isotherm shape, hysteresis can be indicative of many pore types. 
H1 hysteresis loops (see: Figure 8) typically seen in mesoporous solids are indicative 
of agglomerates (i.e. rigidly bound clusters of particles) and have near vertical and 
parallel isotherm branches due to their narrow pore size distribution. H2 loops have 
traditionally been associated with the difference between the condensation and 
HYDSRUDWLRQPHFKDQLVPVRFFXUULQJZLWKLQµLQN-ERWWOH¶W\SHSRUHVVHH6HFWLRQ2.4.1) 
and are difficult to interpret correctly. Type H3 hysteresis loops are associated with 
Type III isotherm whilst H4 loops are associated with Type I isotherms. These loops 
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are often indicative of aggregates of plate-like particles which give rise to slit-shaped 
pores within the material. Many microporous solids display non reversible low 
pressure hysteresis as p/p0 ĺ 0 as indicated by the dashed line in Figure 8. This can 
be due to the adsorption of molecules through pore entrances of about the same 
width as that of the adsorbate molecule or in some cases irreversible chemisorption 
of the molecules with the pore wall. Regeneration of these solids to a dry state is 
only possible by outgassing at high temperatures. 
 
Figure 8 - Isotherm hysteresis loop classification. Adapted from: (Sing et al., 1985) 
In the hygroscopic region of the adsorption isotherm, below the residual moisture 
content, (w < wr) (see: Figure 6) moisture is adsorbed as vapour through inter-
molecular adhesion to the pore wall surfaces (i.e. adsorbent ± adsorbate) and 
cohesion to other molecules (i.e. adsorbate ± adsorbate). This is due to both 
dispersion and dipole-dipole forces (known as Van der Waals forces and including 
hydrogen bonding). Where the adsorbent ± adsorbate forces are greater than the 
intermolecular forces of the water molecules, adsorbent or surface wetting occurs. 
The saturation vapour pressure, psat above a flat surface of liquid water is dependent 
upon the pressure applied by the air surrounding it (at r = ) and at a given 'Pa the 
psat can be calculated using Eq. 2.7 (Atkins and de Paula, 2006): 
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  ?௦௔௧ ൌ  ?௦௔௧ ? ?௏ ?  ?௉Ȁோ ?்  Eq 2.7  
Equation 2.7 FDQEHH[SDQGHG WRJLYH.HOYLQ¶VHTXDWLRQ VHH: Eq. 2.8) where, in a 
pore of radius r, the water will form a meniscus and be curved, also to a known 
radius, r. The condition  ?௦௔௧ <   ?௦௔௧ ?  now exists where the saturation vapour pressure 
of liquid water inside the pore is less than that for a flat surface.  
  ?௦௔௧ ൌ  ?௦௔௧ ? ?ିଶ ?௏ ?  ?௉Ȁ௥ோ ?்  Eq 2.8  
The Kelvin equation can be rearranged to determine either the critical radius of a 
void (rcrit) for a given RH (pv/psat Â 100) or the RH for a given rcrit at which 
condensation occurs in the pores (see Eq. 2.9). $FFRUGLQJ WR .HOYLQ¶V ODZ YDSRXU
entering a porous solid will begin to condense and pore filling occurs when the pore 
radius r is less than the critical pore radius (r <  rcrit). 
  ? ? ? ൌ  ? ?ɀ  ? ?௩௔௣ ?௪ ? ?  ?  ? ? Eq 2.9  
If the RH surrounding the solid increases with a corresponding increase of moisture 
vapour within the pore volume then it follows that rcrit also increases leading to 
greater pore condensation (filling) and therefore increased w. There is an equilibrium 
moisture content (EMC) reached for any given value of RH (0 to 100%) at a constant 
T for a particular material. EMC can be plotted against increasing (adsorption) and 
decreasing (desorption) levels of RH to give a material¶s sorption isotherm. The 
moisture storage function ȟu, is calculated from the slope of the linear portion of the 
sorption isotherm below w = w80 as, when RH passes 80% capillary condensation 
increasing more rapidly.  
In the capillary region (wr < w < wc), as the vapour pressure increases above the 
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hygroscopic range, where RH ĺ 100%, capillarity becomes dominant increasing 
moisture storage. Moisture content within the pores increases due to capillary action 
where the water rises in the pore to achieve pressure equilibrium with the pore air 
(see: Section 2.4.3.3). In the gravitational region (wc < w < ws), where capillary 
potential approaches zero, < ĺ 0 the material is at capillary saturation. As no more 
moisture can enter the volume through capillarity, any further moisture storage can 
only occur with increased external pressure or by gravity (Hall and Allinson, 2009a).  
2.4.3 Moisture Transport 
As a fluid is absorbed, the nature of the porous network (geometry, radius, surface 
charge and temperature) determines its fluid phase and its associated transport 
mechanism. Similarly to moisture storage, there are different forms of mass transport 
mechanisms, vapour, capillary and solid transport. In the context of this research 
vapour and capillary transport will be considered. For any transport mechanism to 
occur there must be a driving potential. Table 4 contains the principle driving 
potentials for mass transport. 
Transport Mechanism Fluid State Driving Potential 
Vapour diffusion Vapour Vapour Pressure (ǻRH) 
Surface diffusion Adsorbate Concentration 
Capillary flow Liquid Capillary potential, Ȍ 
Gravitational flow Liquid Height (pressure) 
Table 4 - Principle moisture mechanisms, states and driving potentials. Adapted 
from: (Trechsel, 1994) 
2.4.3.1 Vapour Transport 
Due to the complex pore structures found in most materials, vapour transport may 
occur by any one, or a combination of: 
x Fickian diffusion 
CHAPTER 2: Scientific Background 
S Casey  25 
 
x Knudsen diffusion 
x Surface diffusion 
In general, Fickian diffusion occurs in larger pore sizes (macropores) that are air 
filled, with Knudsen diffusion occurring in very small pores. Surface diffusion 
occurs along the surfaces of the pore walls. 
The pore classification mentioned in the Section 2.4.1 is derived from the adsorption 
performance of a pore. In micropores the overlapping surface forces are dominant, 
whereas the surface force and capillary forces pervade in the mesoporous range 
(Roque-Malherbe, 2007). In the macroporous range the pore geometry contributes 
little to the adsorption due to the reduced specific surface area and greater pore size.  
 
Figure 9 - Moisture vapour molecular diffusion mechanisms in porous solids. 
Figure 9 shows that in larger pores (A) transport is by Fickian diffusion as the pore 
radius is larger than the mean molecular free path (MMFP) which is the average 
distance it travels before colliding with another molecule (Bird  et al., 2001). Here 
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collisions between molecules are more frequent than collisions with the pore walls. 
As the pore size decreases (B) Knudsen diffusion becomes dominant where the 
MMFP increases and collisions with the pore walls becomes more frequent. 
Monolayer and multilayer adsorption can be seen in C and D with surface diffusion 
occurring as the molecules migrate along the pore walls. The molecules can also fill 
the pore (E) due to capillary condensation. 
Fickian or molecular diffusion is the redistribution of a gas from a high 
concentration to a low concentration (ǻpv) through pores or void spaces in or above 
the macropore range. Fick¶s law of diffusion is given as: 
  ?௩ǡ௔௜௥ ൌ െ ? ? ?௩ ? ? Eq 2.10  
Where  ?௩ǡ௔௜௥ is the mass flux,  ? is the coefficient of diffusion and  ?௩ is the mass 
concentration of water vapour in air. In ideal gas behaviour  ?௩ can be expressed in 
terms of pressure;  ?௩ ൌ  ?௩ ?௪Ȁ ?௢ ?. Substituting this into Eq. 2.10 gives: 
  ?௩ǡ௔௜௥ ൌ െ ? ?௪ ?௢ ? ? ?௩ ? ? Eq 2.11  
Where Mw is the molar mass of water.  The water vapour permeability of still air, įa 
is given as  ?  ?  ?௪Ȁ ?௢ ?. This allows )LFN¶V law to be rewritten for water vapour 
flow in quiescent air as: 
  ?௩ǡ௔௜௥ ൌ െ ?௔  ? ?௩ ? ? Eq 2.12  
The vapour permeability of a specific material, į is the moisture transport that occurs 
within the material via Fickian diffusion. The vapour flow is given by:  
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  ?௩ ൌ െ ? ? ?௩ ? ? Eq 2.13  
In practice the product of the materials water vapour permeance, W and its thickness, 
d (see: Eq. 2.15) is used to calculate į. The water vapour permeance is defined as the 
water vapour flow rate, G (i.e. ǻm/t) through the material divided by the product of 
the water vapour pressure difference, ǻpv between its two exposed surfaces and the 
exposed surface area, A: 
 
 ? ൌ  ?௩ ?  ?  ? ?௩ Eq 2.14 
  ? ൌ  ?  ?  ? Eq 2.15 
The water vapour diffusion resistance factor, ȝ is also used to indicate DPDWHULDO¶V
permeability to moisture vapour. It can be defined as the ratio of water vapour 
permeability of air, įair to that of the material, į (See: Eq. 2.17). The resistance factor 
LQGLFDWHVWKHUDWLRRIDPDWHULDO¶VYDSRXUUHVLVWDQFHWRWKDWof an equally thick layer 
of quiescent air under identical conditions. Calculation of ȝ is necessary as it is used 
as a primary material property input in the WUFI numerical models used later. Use 
of ȝrequires the calculation of įair using Eq. 2.16 and Eq. 2.17 (Trechsel, 1994).  
  ? ൌ ?௔௜௥ ? Eq 2.16  
  ?௔௜௥ ൌ  ?Ǥ ? ? ? ? ? ? ? ?  ?  ?଴ ?௩  ?  ?  ?  ?൬  ? ? ? ?Ǥ ? ?൰ଵǤ଼ଵ Eq 2.17  
2.4.3.2 Transition from Vapour to Capillary Transfer 
As discussed previously, when the RH and thus w increases, a transition from the 
vapour diffusion to capillary flow occurs (see: Figure 10). Considering a typical 
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winter scenario, it can be seen from the figure that, even when interior RH levels 
(RHint) are lower than the exterior (RHext), Fickian diffusion will occur from interior 
to exterior due to the higher T and thus pv in the interior (Künzel, 1995). As w 
increases in the pore (w ĺ wr), monolayer and multilayer adsorption occurs with 
surface diffusion occurring in the opposite direction to the vapour diffusion as the 
molecules migrate along the pore walls from the thicker sorbate film on the exterior 
side (higher RH) to the thinner interior film. With the onset of capillary flow as w 
increases (wr < w < wc) moisture flow is completely reversed from vapour diffusion. 
 
Figure 10 - Graphical representation showing the reversal of moisture transfer during 
the transition from vapour diffusion to capillary flow in a pore. Adapted from: 
(Künzel, 1995). 
2.4.3.3 Capillary Transfer 
Capillary flow or capillarity (sometimes referred to as suction) is the process of 
water rising in a capillary or pore in order to equilibrate the pressure differential 
caused by psat at the curved surface of water inside the pore being less than that of 
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the surrounding air. In a pore or capillary tube, the adhesion forces at the surface of 
the pore wall are greater than the intermolecular cohesion forces within the liquid. 
7KLV JLYHV ULVH WR WKH FKDUDFWHULVWLF µXSZDUG¶ FXUYH VHH: Figure 11). Increased 
surface tension alongside an increased ratio of adhesion to cohesion will result in 
increased capillarity. 
 
Figure 11 - Capillary rise in a pore showing meniscus formation. 
The height of a water column in a pore can be calculated using Eq. 2.18 (Hall and 
Hoff, 2002) assuming pressure equilibrium has been reached ( ?௪ ൌ  ?௔): 
  ? ൌ  ? ? ? ?௪ ? Eq 2.18  
Liquid water absorption or water absorption coefficient, Aw by capillary action, is the 
ability of a homogenous permeable material to absorb and transfer liquid water. It 
can be defined as the mass of water absorbed by a sample per exposed surface area 
and per square root of time (kg/m2s0.5).  
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2.5 Thermal Theory 
As outlined in Section 1.2 the dry-VWDWH WKHUPDO FRQGXFWLYLW\ Ȝ DQG VSHFLILF KHDW
capacity, cp (including their moisture-GHSHQGHQFLHV Ȝ DQG cp* respectively) are 
functional properties of a material that contribute to its hygrothermal behaviour. 
Theory relevant to these properties is presented in the following sections. 
2.5.1 Heat Transfer  
Although heat transfer occurs through many mechanisms within the context of this 
research it is transfer by conduction that is of interest. Heat transfer via convection 
and thermal radiation are considered during the numerical modelling however, it was 
not necessary to investigate these properties experimentally. Heat transfer by 
conduction, Q is the transfer of energy between neighbouring molecules due to a 
temperature gradient (Baehr and Stephan, 2006). Thermal conductivity, O is the 
ability of a material to conduct energy in the form of heat. It can be defined as the 
quantity of heat transmitted, due to unit temperature gradient, in unit time under 
steady conditions in a direction normal to a surface of unit area, when the heat 
transfer is dependent only on the temperature gradient  (Kaye and Laby, 1995). It is 
GHULYHGIURP)RXULHU¶V law (see: Figure 12) and can be expressed by Eq. 2.19: 
 O ൌ  ?௫ ? ? ? Eq 2.19  
Where qx is the heat flow, x is the depth and ǻT is the temperature difference.  
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Figure 12 - Figure illustrating Fourier's law of steady state heat conduction. Adapted 
from: (Incropera et al., 2007). 
From the definition it can be seen that O is dependent on the surrounding 
psychrometric conditions. In a hygroscopic, permeable material an increase in RH 
results in an increase in w (see: Section 2.4.2). Increasing w, results in gradual 
capillary filling of the void spaces with formation of inter-particle menisci (Hall and 
Allinson, 2009b). Due to the higher thermal conductivity of liquid moisture over that 
of air, and the increased inter-particle contact from menisci bridging, there is an 
increase in the heat flow, qx of the moist sample (see: Figure 13).  
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A greater increase in heat flow, qx can also occur due to convective heat transfer in 
the vapour phase within pore networks. As discussed in Hall M, 2010 when a 
temperature differential (ǻT = T2 ± T1) is placed across a material, moisture vapour 
on the higher temperature side (T2) will vaporise and migrate towards the cooler side 
(T1) via diffusion (see: Section 2.4.3.2). This combination of sensible transport via 
conduction in the material, convection in the vapour and latent transport when the 
vapour condenses at T1 significantly increases qx. This can be further increased as ǻT 
increases where liquid water can accumulate at T1 resulting in increased capillary 
potential, Ȍ and liquid transfer back to T2. These mechanisms can become cyclic 
resulting in significantly higher qx over that of a dry or inter particle wetted material. 
The thermal diffusivity, D is the rate at which heat diffuses through the material via 
conduction. Materials with high diffusivity will reach equilibrium with their 
surrounding environment more quickly. The diffusivity is a function of thermal 
conductivity, bulk density (for hygroscopic materials) and specific heat capacity: 
 
 ? ൌ  ? ?௕௨௟௞ ?௣ Eq 2.20  
The thermal effusivity, E is the magnitude of heat transferred on contact i.e. when 
touching a piece of steel and a piece of plastic, at equal temperatures, the steel will 
feel colder as there is a greater magnitude of heat transfer on contact due to its higher 
effusivity over that of the plastic. It can be calculated using Eq. 2.21: 
  ? ൌට ? ?௕௨௟௞ ?௣ Eq 2.21  
2.5.2 Heat Storage 
Specific heat capacity (at constant pressure), cp is the ability of a material of selected 
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mass to store energy in the form of heat. It can be defined as the quantity of heat 
necessary to raise the temperature of a unit mass of material by 1 K at constant 
pressure. It can be expressed by Eq. 2.22;  
  ?௣ ൌ  ? ൬ ? ? ? ?൰ Eq 2.22  
Whilst it is the sensible heat storage of materials that is of interest here, a brief 
description of the theory surrounding latent heat storage is also presented. Sensible 
heat storage, Qs is the amount of heat stored due to heat transfer to a substance 
resulting in a temperature increase, as in (A), Figure 14. If there is an increase from 
an initial temperature, Ti to a final temperature, Tf molecules within a material will 
possess higher kinetic energy in the form of heat. Sensible heat is a function of the 
specific heat and mass of a substance. Most common building materials can be used 
as sensible heat stores providing cp is sufficiently high. The formula for Qs is given 
as: 
 
 ?௦ ൌ  ? ?௣ ? ?௙ െ  ?௜ ? Eq 2.23  
Latent heat is the internal energy change associated with a change of phase of a 
material due to a temperature change. This phase change can occur as solid-liquid, 
liquid-gas or solid-solid. At the molecular level the internal energy is associated with 
the intermolecular forces between molecules. These forces are progressively weaker 
from solid ± liquid ± gas. Phase change will occur at an onset temperature, To when 
sufficient energy is added to a solid (or liquid) to break these intermolecular forces 
causing the substance to change to a gas. The portion of added energy is stored in the 
substance in the gaseous state and is termed the latent heat. It is difficult to achieve 
an isothermal phase change in experimental conditions where there is usually a small 
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'T due to thermal gradients (see: B, Figure 14). Materials that undergo phase change 
(PCMs) can be used to either store energy (heat) with little 'T, or to control 'T. The 
latent heat is a function of the sensible and latent phase and is given by: 
  ?௟ ൌ  ?ൣ ?௦ ? ?௠ െ  ?௜ ?൅  ?௠ȟ ?௠ ൅  ?௟൫ ?௙ െ  ?௠൯൧ Eq 2.24  
Where  ?௠ is the fraction of the material melted and ȟ ?௠ is the change in enthalpy 
associated with the phase change. 
 
Figure 14 - Figure showing sensible and latent heat storage. 
2.6 Hygric Materials 
Figure 15 contains a summary of many construction materials categorized by 
K\JURWKHUPDO IXQFWLRQ%RWK WKH µK\JURWKHUPDO¶DQG µWKHUPDO¶ VHWVRIPDWHULDOVDUH
routinely evidenced as building envelope materials (both internally and externally in 
certain cases) however, it is not common to discover those materials classed as 
µK\JULF¶ZLWKLQWKHFRQWH[WRIEXLOGLQJSK\VLFV  
As stated in Section 2.4.1 only solids that have a porous network which is available 
for the adsorption of moisture vapour from its external environment (i.e. 
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hygroscopic) will be considered as candidate materials for this research. The 
following sections provide a review of the materials that fit this criterion. 
 
Figure 15 - Categorisation of Hygrothermal materials by hygrothermal function. 
2.6.1 Conventional Building Materials 
Many conventional or traditional building materials perform both hygric and thermal 
functions. These materials can be classified as hygrothermal as they provide some 
level of enthalpy buffering i.e. the buffering of sensible and latent heat energy 
simultaneously with moisture (Hall, 2010). They include gypsum plaster, timber, 
concrete, clay/brick and other earthen materials.  
2.6.1.1 Timber 
Timber is a natural fibrous material consisting of lignin, ash-forming minerals and 
extractives formed in a cellular structure (USDA, 1989) occurring in many different 
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varieties which can be manufactured into various types of solid boards, composites 
and other products. Some of the hygrothermal properties of hardwoods, softwoods 
and boards are shown in Table 5. 
 Ubulk cp O P 
Hardwoods     
Oak 685 1500 0.13 140 
Beech 650 1500 0.13 200 
Softwoods     
Red Cedar 350 1880 0.084 1963 
Spruce 455 1500 0.09 130 
White Pine 460 1880 0.093 4427 
Manmade Boards     
Chipboard 600 1500 0.11 70 
MDF 508 1700 0.12 15 
Plywood 500 1500 0.1 700 
All properties will vary depending on age, moisture level etc. 
Table 5 - Properties of woods & man-made timber products (IBP, 2012b). 
 
Figure 16 - SEM images of softwood cellular structure. Adapted from: (Koch., 1972, 
UoT, 2012)  
Generally hardwoods exhibit much higher density due to their slow growing nature 
and tightly packed cellular structure, whilst softwoods are faster growing resulting in 
a more open cellular structure, lower density and also a lower thermal conductivity 
than the hardwoods. It is the cellular structure within softwood that allows the 
transport of moisture to and from the material whilst according to Hall, 2010 in 
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hardwoods moisture transport occurs within large purpose grown vessels. Within the 
cellular structure, timber has torus (see: A, Figure 16) between the cells which act as 
valves for moisture transport. 
Timber and wood based materials have been shown to have good 'RH amplitude 
buffering in numerous studies (Künzel et al., 2004, Padfield, 1998, Simonson et al., 
2002, Svennberg et al., 2007, Hameury, 2005).  Künzel et al., 2004 demonstrated 
that untreated Scandinavian spruce and pine wall linings can provide an RH 
reduction of >50% when compared to gypsum plaster in a room with moisture 
generation and an air exchange rate of 0.5ACH (air changes per hour). Wood fibre-
board GLVSOD\HG EHWWHU µVKRUW-WHUP¶ UHGXFWLRQV, however these would require an 
additional surface finish in practice, reducing the hygric performance. The numerical 
investigations carried out by Simonson et al., 2002 showed a reduction in ǻRH from 
45% to 10% in an occupied bedroom (with ACH = 0.5) constructed from wooden 
materials when the surface finish (paint) permeability was increased allowing the 
moisture vapour to transfer to the hygroscopic timber. It is noted however that the 
study has no experimental validation of the results. Svennberg et al., 2007 present a 
review of experimental studies carried out on wooden materials in Sweden and 
Germany which concur with Simonson that, any potential ǻRH buffering effect can 
be negated when high vapour resistant finishes are used. Wood fibre-board and 
plywood have also been found to improve the ǻRH buffering considerably in other 
studies (Woloszyn et al., 2009, Osanyintola and Simonson, 2006). 
2.6.1.2 Earth 
Rammed Earth (RE) materials have been traditionally used to create stable, warm 
and low-impact structures. It is said that up to a half of the total world population 
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live or work in RE buildings (Rael, 2008). RE can constitute many different 
materials including sand, gravel and clay, mixed as earth (Hall and Allinson, 2009a). 
Recently, stabilizing agents have been introduced (typically Portland cement) to act 
as a binder and to produce stabilized Rammed Earth (SRE). SRE materials act as 
thermal mass (ǻT buffering) by absorbing heat during high temperature periods and 
releasing heat stored when the temperature drops. SRE is also hygroscopic, due to 
the presence of clay in the earth (see: Section 2.6.1.3) and therefore can also act as 
hygric mass providing ǻRH buffering.  
An investigation carried out by the Hall and Allinson (Allinson and Hall, 2010) 
using the numerical hygrothermal simulation software WUFI Plus (IBP, 2012a) 
validated in field tests, demonstrated that SRE has very good potential for passive 
indoor climate control by significantly reducing the amplitude of RH fluctuations, 
when compared to standard building materials (i.e. unpainted and painted plaster 
board). In Hall and Allinson, 2009a the authors demonstrate that there is no 
significant variation of moisture capacity (EMC) across three different SRE mix 
designs however, the response rate (temc) to changes in RH vary significantly 
highlighting the importance of response rate in relation to pore geometry when 
considering 'RH buffering applications. They propose that by fully understanding 
the hygrothermal behaviour of SRE (and other materials) through precise 
characterisation of the hygrothermal functional properties, the response rate of 
materials to ǻRH and ǻT fluctuations can be optimised (Hall and Allinson, 2009a). 
2.6.1.3 Clay 
Clays are defined as a naturally occurring material composed primarily of fine-
grained minerals, which is generally plastic at appropriate water contents and will 
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harden when dried or fired (Guggenheim and Martin, 1995). Clay constitutes 
phyllosilicates formed of layers of silicate and aluminate minerals to form lamellar 
structures, although it can also contain other materials that may aid plasticity. The 
lamellar structure will either be of the ratio RUDQGLWLVWKHµVWDFNLQJ¶RIWKHVH
that dictate the final clay type. 
Clays are strong desiccants due to their high specific surface area (SSA), high net 
surface potential and corresponding formation of a double diffuse water layer (Hall 
et al., 2012b). The hygrothermal properties of individual clay types can vary 
significantly however. For example Kaolinite has little moisture sorption capacity 
due to its strong hydrogen bonds where as Smectite (Montmorillonite) will absorb 
large volumes of water due to weak layer bonding and high SSA (see: Figure 17).  
 
Figure 17 - Formation of clays showing Kaolinite and Smectite 
Mesoporous clay materials were prepared by hydrothermally treating composites of 
metakaolin, quartz and slaked lime using different forming pressures (Maeda and 
Ishida, 2009b, Maeda and Ishida, 2009a) with the authors suggesting that 
introducing a pore size range of 3.2nm to 7.4nm to the clay structure could control 
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RH in the 40% to 70% range. These clays were found to have good humidity 
buffering performance with a ǻRH reduction from §42% to 18% in a 6L airtight 
container with an exposed sample surface area of 1.8Â10-3m2. Whilst this initially 
appears impressive, the moisture vapour sorption isotherms for the materials show 
very little EMC based on %mass without any initial mass stated suggesting the 
results may be questionable. There is also a large degree of hysteresis present which 
would suggest that whilst ǻRH UHGXFWLRQPD\EHVLJQLILFDQWLQWKHµVKRUW-WHUP¶LWLV
not sustainable over extended periods.  
In an investigation of sepiolite (Caturla et al., 1999) which is a fibrous clay mineral 
with fine microporous channels running parallel to the fibres, the authors report the 
good humidity buffering potential of the material, particularly in environments with 
high RH levels (>95%). The minimal EMC levels, slow response rates and hysteresis 
of the materials shed doubt on the conclusions however. 
Other clays of the smectite group have been used in applications such as 
montmorillonite for water retention agents for soil hydration and bentonite as a seal 
in various guises from radioactive waste repositories (Villar and Rivas, 1994), to 
boreholes, shafts, mine drifts, and tunnels (Akgün, 2009). Bentonite exhibits a high 
swelling potential during water absorption, which will effectively seal the clay by 
forming an impermeable barrier (Dueck et al., 2008). Sodium Carbonate has been 
used to treat bentonite to improve its adsorption isotherm capacity (D'Orazio and 
Quagliarini, 2009), WR LQFUHDVH WKH EXIIHULQJ FDSDFLW\ LQ DQ µLQWHU-VSDFH¶ FDYLW\
between wooden beams and a masonry wall. The authors use a volumetric (m3/m3) 
measure for adsorption which is not commonly used and prevents like for like 
comparison with other materials as Ubulk for the materials was not quoted. The treated 
bentonites showed an elevated isotherm when compared to brick and spruce which 
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does suggest increased buffering potential against these materials. No desorption or 
hysteresis data was presented for the EHQWRQLWHV DQG WKHUHIRUH DQ\ µORQJ WHUP¶
buffering potential, as suggested using numerical modelling is in doubt.  
Montmorillonite clay has also been treated with water-glass and sulphuric acid, 
which coats the clay with silica. This was WKHQ IRUPHG LQWR SHOOHWV FDOOHG µ.DNHQ
*HO¶ RU µ1LNND 3HOOHWV¶ (Toishi, 1959). These pellets show rapid absorption and 
desorption with hysteresis, however they respond poorly to temperature fluctuations. 
Pulverising the pellets and combining them with tissue paper using a hygrophillic 
binder such as Polyvinyl Alcohol, however, partly overcame this problem (Kenjo, 
1982). 
2.6.2 Zeolites (Natural & Synthetic) 
Natural zeolites are microporous crystalline aluminosilicates comprising a three-
dimensional structure composed of Si±O and Al±O tetrahedroids. Interconnected 
micropores of different size dependent on classification (a3 to 10 Å) result in large 
specific surface areas. They are formed when tetrahedra link together to construct a 
framework, as in the case of the silicate tetrahedra illustrated in Figure 18. This 
framework structure can contain linked cages, cavities or channels, which serve to 
limit the passage of certain molecules through the structure. There are approximately 
forty natural zeolites that are commercially mined including analcime, chabazite, 
clinoptilolite, erionite, ferrierite, heulandite, laumontite, mordenite and phillipsite 
(Hall et al., 2012b) and have exhibited good moisture storage capacity when used as 
an admixture for aerated concrete (Feng and Peng, 2005). The zeolite (mordenite) 
was calcined at 300qC for 1 h before adding to the cement paste. The authors claim 
that the addition of the zeolite results in a reduction of ǻRHie from §70% to §20% 
CHAPTER 2: Scientific Background 
S Casey  42 
 
over a period t = 84h. No experimental parameters or design is presented to support 
the results, which leads to some doubt in the conclusions. 
 
Figure 18 - Framework of natural zeolite showing silicon tetrahedra (BZA, 2006). 
Zeolites have also been used as a humidity buffering agent in ceiling paint (Zalba et 
al., 2009) where after being activated at 350°C for four hours, §ZW RI
clinoptilolite was added to the paint providing a slight increase (§1%wt) in moisture 
adsorption at RH = 79.5%. The chemical analysis of the clinoptilolite is given in 
Table 6, with a more comprehensive list for other zeolites available in Wang and 
Peng, 2010. As zeolites have a high cation exchange capacity (CEC) they are also 
used in the field of water purification to filter out various organic and inorganic 
pollutants (Wang and Peng, 2010) where the H+ in the water molecule is attracted to 
the ି in the zeolite. With a high SSA and thus high surface potential, there is a 
corresponding higher attraction. 
Clinoptilolite - (Na2,K2)O·Al2O3·10SiO2·8H2O 
SiO2 Al2O3 Na2O K2O CaO MgO Fe2O3 
63.22 12.64 3.37 1.45 2.51 1.03 1.21 
Table 6 - Chemical analysis of Clinoptilolite (Zalba et al., 2009) 
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Synthetic zeolites or molecular sieves are crystalline alumina-silicates, similar to 
natural zeolites, but are manufactured using thermal processes. The frameworks of 
molecular sieves are negatively charged, which is counter-balanced by positive 
cations. It is the exchange of these cations during thermal processing that controls 
pore size. A 4A molecular sieve (Sodium form of zeolite 4A) has a SRUHGLDPHWHU§ 
Å (4Â10-10m). Exchanging the Sodium ion with a Potassium ion, (see: Table 7) will 
UHVXOW LQDSRUHGLDPHWHURI§ Å giving a 3A molecular sieve. In a 5A molecular 
sieve, one calcium ion replaces WZRVRGLXPLRQVJLYLQJDGLDPHWHURI§ Å.  
 Pore Size Chemical Formula 
Mol Sieve 3Å 3 x 10-10 0.4K2O·0.6Na2O·Al2O3·2SiO2·4.5H2O 
Mol Sieve 4Å 4 x 10-10 Na2O·Al2O3·2.0SiO2·4.5H2O 
Mol Sieve 5Å 5 x 10-10 0.7CaO·0.3Na2O·Al2O3·2SiO2·4.5H2O 
Mol Sieve 10Å 1 x 10-9 Na2O·Al2O3·2.45SiO2·6.OH2O 
Table 7 - Pore size and formulae for molecular sieves (Haixin, 2010). 
An advantage of molecular sieves is that they can be fabricated from industrial 
wastes (Gao et al., 2005, Gao et al., 2006). Zeolite/carbon molecular sieve 
composites were synthesised using a combined process of calcination of coal fly ash 
and sawdust at 600±850 °C for t = 1 h under N2 gas followed by a hydrothermal 
treatment in 2M NaOH aqueous solution at 120 °C for t = 24 h. All samples 
GLVSOD\HG µ7\SH ,9¶ LVRWKHUPV IRU12 and moisture adsorption (see: Section 2.4.2) 
however in the range where 30% < RH > 80% there is limited adsorption evident 
ZKLFKFDQEH LQGLFDWLYHD µ7\SH ,¶ LVRWKHUm (i.e. rapid adsorption in the micropore 
range with little or no uptake in the mesopore range). The composites displayed a 
slight increase in moisture uptake of 18Â10-3 g/cm3 over a step in RH from 60 ± 65% 
when compared to commercial zeolites which the authors claim provides excellent 
humidity buffering capabilities. However, the RH step change is minimal and not 
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indicative of realistic conditions. Based on the adsorption isotherm presented it is 
evident that the EMC at RH = 60% is only about 10wt% and shows pronounced 
hysteresis suggesting that over repeated cycling of RH the sieves would prove 
ineffective. Molecular sieves have also found applications in the nuclear industry to 
remove fission ions from eutectic molten salt (Garcia and Bulbulian, 1991, Harjula 
and Lehto, 1986) and widely in adsorption refrigeration (Dieng and Wang, 2001). 
2.6.3 Silica Gel 
Silica Gels are manufactured by the process of condensing soluble silicates from 
solutions of water or other solvents and have the chemical composition SiO2·nH2O. 
An example of the range of silica gel performance can be seen in the ASHRAE 
handbook where the sorption isotherms and porous characteristics of three variants 
of silica gel were tested. Each of the gels presented had a different internal structure, 
but similar surface adsorption characteristics. It can be seen that there is a trade off 
between pore volume and surface area in that Gel 1 has large pores i.e. large volume 
but small specific surface area. In Figure 19, Gel 1 displays large EMC at RH >80%, 
but very poor uptake in the hygroscopic range. This is indicative of the larger pore 
size (see: Section 2.4.2) and lower SSA as presented in Table 8. Gel 8, on the other 
hand, has much smaller pore size and volume, but much larger surface area than Gel 
1 and displays much better sorption capacity across the full range of RH, but with 
little capillary uptake. 






Gel # 1 21 315 1700 
Gel # 5 3.8 575 490 
Gel # 8 2.2 540 250 
Table 8 - Physical properties of experimental silica gels (ASHRAE, 2009a). 
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Figure 19 - Sorption isotherms for experimental silica gels (ASHRAE, 2009a). 
 
Figure 20 - Figure showing regeneration temperatures and desorption for three silica 
gels(Ng et al., 2001). 
Two of the major problems with using commercially available silica gels as 
humidity buffering materials are that they have comparatively poor sorption capacity 
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in the hygroscopic range when compared to other sorbents and display large 
hysteresis requiring regeneration at elevated temperatures necessitating an 
independent heat source. Figure 20 shows the regeneration temperatures and amount 
desorbed for three silica gels (Ng et al., 2001) where, to achieve desorption levels of 
§95% requires T § 90 qC. In an effort to overcome this, silica gel composite 
materials have been developed that somewhat overcome the limited sorption 
capacity of silica gel, whilst reducing the regeneration temperature, but only under 
high airflow rates (Daou et al., 2006, La et al., 2010). 
2.6.4 Mesoporous Silica 
Mesoporous silica (MS) materials are highly porous silica solids with tightly 
controlled pore size distributions in the mesopore range (see: Section 2.4.2). Ordered 
MS materials were first developed during the 1990s with the well researched variants 
MCM-41 (Beck et al., 1992) and SBA-15 (Zhao et al., 1998) developed as larger 
pore size variants of molecular sieves. Mesoporous silica (MS) materials typically 
display very high porosity (>90%) and SSA (typically 750±1500 m2/g) and have the 
significant advantage of being synthesized with a controllable pore geometry (shape, 
diameter) (Jana et al., 2004).  
MS materials exhibit high moisture vapour EMC levels across the hygroscopic 
regions of their adsorption isotherms, but with pronounced hysteresis on desorption 
in the first isotherm cycle. This reduces in subsequent cycles due to the highly 
ordered narrow pore size distributions and irreversible initial adsorption (Inagaki et 
al., 1996, Inagaki and Fukushima, 1998). This can be indicative of a slight decrease 
of pore size due to chemisorption of the water molecules over the initial sorption 
cycles. They also show rapid temc response to amplitude variations of RH. 
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Figure 21 - SEM and TEM images of mesoporous silica MCM-41 (Yang et al., 
2008). 
Virtually all early research for MS application is focused in the biomedical field of 
drug delivery with reviews by Tang et al., 2012 and Li et al., 2012 presenting 
detailed discussions. A study by Ohashi et al., 1999 discussed MS sythesized using 
fumed silica as the base material for humidity control applications. The authors 
present a rigorous experimental analysis of pore geometry and moisture sorption 
characteristics. Two of the four MS materials that were investigated are shown in 








Mesostructured Silica-10 965 0.54 2.14 
Mesostructured Silica-12 1233 0.62 2.36 
Mesostructured Silica-14 1137 0.65 2.70 
Mesostructured Silica-16 1344 1.10 3.20 
Table 9 - Characteristic data for microstructured silica (Ohashi et al., 1999). 
The moisture vapour sorption analysis showed very high EMC for all materials with 
microstructured silica-16 peaking at >80% at RH § 95%. The response within the 
hygroscopic range is excellent for all materials however, as reported by Inagaki 
previously there is a decline in EMC over repeated cycling. As before, hysteresis is 
also reduced after the initial cycle (see: Figure 22). Ohashi et al., 1999 suggests that 
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the material be used for humidity control in buildings, however no further studies 
regarding this could be found. (Ohashi et al., 1999, Tang et al., 2012, Li et al., 2012) 
 
Figure 22 - Water vapour sorption isotherms for microstructured silica. Adapted 
from: (Ohashi et al., 1999).  
2.7 Materials for Thermal Regulation 
As this thesis is not primarily concerned with the insulative properties of the 
environmental envelope, the thermal class of materials is disregarded here however, 
a brief review is provided to form some context for the discussion in Chapter 6. 
The range of thermal materials is split into two distinct areas in building physics i.e. 
those that reduce the conduction of heat through an envelope (Insulative) and those 
that allow conduction coupled with high heat capacity in order to cyclically store and 
release KHDW XVLQJ WKH µWKHUPDO PDVV¶ FRQFHSW VHH (Kalogirou et al., 2002, Ogoli, 
2003, Paksoy, 2007). Insulative materials are designed to minimise heat transfer 
through the building envelope. There is a large range of insulations available 
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commercially with a comprehensive review of types and utilisation presented in Hall 
2010. In general, insulation materials have low O and į with a large operational 
temperature range whilst complying with building codes and regulations.  
 
Figure 23 - Photograph of a vacuum insulation panel (Tenpierik and Cauberg, 2006).  
Vacuum insulation panels (VIPs) DUH XVHG DV µVXSHU-LQVXODWRUV¶ in the numerical 
modelling section (see: Section 3.5) of this thesis. Under ideal conditions VIPs can 
demonstrate very low O values at reduced material depths (typically 10-40 mm) 
when compared to other insulation products. A typical VIP panel (see: Figure 23) is 
constructed from highly porous internal boards, e.g. fumed silica contained within an 
impermeable foil barrier that has been vacuum evacuated. Penetration of the panels 
foil layer results in a dramatic reduction in thermal performance and thus VIPs 
require specialist installation, handling and maintenance (Tenpierik and Cauberg, 
2006, Baetens et al., 2009). VIPs are also prone to thermal bridging between the 
panels (Wang et al., 2007, Fricke et al., 2008) although this can be reduced using 
multi-layer metallised polymer films as a barrier (Simmler and Brunner, 2005). 
2.8 Hygrothermal Investigations 
On an increasing scale, hygrothermal research can generally be classified into one of 
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four categories: 
1. Investigations at the material level (i.e. characterisation of the hygrothermal 
properties and pore geometry) 
2. Experimental investigations using scaled physical models (i.e. laboratory 
UHSUHVHQWDWLRQVRIµLGHDO¶FRQGLWLRQV 
3. Full scale field testing (i.e. monitoring of psychrometric conditions and 
material behaviour in situ) 
4. Numerical investigations using transient heat and moisture (HAM) models. 
A complete research approach is ideally based across the full scale of material 
behaviour however, due to time, financial and access limitations this is not always 
possible. As concluded in Roels et al., 2010 if numerical modelling is to be used to 
predict future performance, then this must be backed up with a minimum of proper 
material level investigation to ensure accurate input parameters and to achieve a 
good level of validation for the numerical model. Without this minimum, there can 
be little confidence in the numerical results.(Pavlík and Cerný, 2008) 
2.8.1 Material Level 
A range of experimental investigations in the field at a material level have already 
been presented in Section 2.6. Hall and Allinson presented a thorough analysis of the 
hygrothermal functional properties and moisture-content-dependent parameters of 
SRE materials (Hall and Allinson, 2009a, Hall and Allinson, 2009b, Hall and 
Allinson, 2008). Investigations of the pore geometry (SSA, pore volume and pore 
size distribution) of materials were presented including sepiolite (Caturla et al., 
1999), bentonite (D'Orazio and Quagliarini, 2009), kaolinite (Maeda and Ishida, 
2009a), zeolites (Gao et al., 2006, Zalba et al., 2009), silica gel (Ng et al., 2001) and 
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mesoporous silica (Beck et al., 1992, Inagaki et al., 1996, Jana et al., 2004, Zhao et 
al., 1998). A study of montmorillonite-quartz mixtures (Villar and Rivas, 1994) used 
the same techniques as those above to characterise pore geometry: 
x N2 or benzene physisorption to characterise micro and mesopore geometry 
with: 
o BET theory applied to determine SSA 
o BJH theory applied to determine pore size distribution 
o Pore volume calculated at p/po ĺ 1.0 
x Small angle x-ray scattering (SAXRS) and transmission electron microscopy 
(TEM) to corroborate mesopore size  
Moisture vapour dynamic properties have been investigated by many of the same 
authors listed above (among others) using techniques including: 
x Determination of the sorption/ desorption isotherms and ǻRH cycling using: 
o Sealed desiccator jars containing various saturated salt solutions to 
control partial vapour pressure (i.e. RH). (Caturla et al., 1999, 
D'Orazio and Quagliarini, 2009, Hall and Allinson, 2009a, Ramos et 
al., 2010, Roels et al., 2010)  
o Specialised dynamic vapour sorption (DVS) equipment (Gao et al., 
2005, Inagaki et al., 1996, Ng et al., 2001, Ohashi et al., 1999) 
o Climatic chambers (Cerolini et al., 2009, Delgado et al., 2006, 
Kalamees and Vinha, 2003, Peuhkuri et al., 2008, Ramos et al., 
2010)  
x Determination of material vapour permeability using wet/ dry cup tests 
(Collet et al., 2011, Desta et al., 2011, Roels et al., 2010, Hall and Allinson, 
2009a) 
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x Determination of material water absorption using partial immersion tests 
(Hall and Allinson, 2009a, Ramos et al., 2010, Koronthalyova, 2011) 
From the review of the literature of material level characterisation methods and the 
theory presented, characterisation techniques were selected for this research with 
details of the experimental design provided in Sections 3.2 and 3.3.  
2.8.2 Physical Models 
As reported by Pavlik and Cerny, 2008 semi-scale experiments or physical models 
can be a logical bridge between full-scale hygrothermal (field) tests and material 
level experimentation. The same rigorous nature employed at material level in the 
laboratory is applied to the model which would not be present in a full scale test. 
Physical models employed for hygrothermal testing can be used to determine the 
resultant psychrometric conditions observed when utilising hygrothermal materials 
in a controlled environment (under defined boundary conditions) and are usually 
XQGHUWDNHQ RQ D FRPSDUDWLYH EDVLV DJDLQVW RWKHU PDWHULDOV RU DQ µHPSW\¶ VFHQDULR
Psychrometric data gathered can then be analysed or used for validation of numerical 
simulations under the same conditions, allowing predictive modelling to be 
undertaken. Physical models can vary significantly depending on the nature of the 
research (i.e. material type, parameters to be measured etc.) and consequently require 
individual case by case experimental design. 
In a study of the hygrothermal performance of insulation systems (Pavlík and Cerný, 
2008), the authors used a two part climate chamber with the sample wall (450 mm 
brick/argillite and 70-80 mm mineral wool insulation) being tested placed between 
the two chambers to simulate exterior and interior conditions. As this study was 
concerned with changes to material properties, moisture content, relative humidity, 
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temperature and heat flux within the sample wall were measured. In a similar study 
(Van Belleghem et al., 2011), the authors constructed a custom built room-sized 
chamber consisting of inner and outer chambers with an air handling unit 
Measurement of T and RH was carried out at various depths within the sample to 
provide validation data for a 1D numerical heat and moisture (HAM) model. T and 
RH OHYHOV LQ WKH LQQHU FKDPEHU ZHUH PRQLWRUHG ZKHQ H[WUD K\JURWKHUPDO ¶SODWHV¶
were introduced to provide a validation data set for a 3D (CFD based) numerical 
model. 
Kalamees and Vinha, 2003 presented a study of heat and moisture transfer within 
three wall types using a large chamber contained within a freezer unit to simulate 
Nordic conditions (i.e. warm interior and cold exterior). As in the previous 
investigations, the data for interior T and RH from the physical model was used for 
validation of numerical HAM models (1D-HAM, MATCH, and WUFI 2D).  
A range of investigations using physical models have been undertaken to assess the 
moisture diffusivity, Dw Moisture Buffer Value (MBV) and Effective Moisture 
Penetration Depth (EMPD) of many hygrothermal materials. A small climate 
chamber was used by Ramos et al, 2010 to analyse the MBV of gypsum with four 
different finish coatings (acrylic and vinyl). Moisture uptake for the sample boards 
was monitored using a balance over a stepped RH cycle. The MBV of lightweight 
timber materials was determined using a custom built 8 m3 climate chamber 
balanced on load cells to measure moisture levels by (Meissner et al., 2010). Whilst 
there is data presented for the MBV of the samples, it is not clear what materials the 
timber samples were, allowing no comparison to be undertaken.  
A custom built physical model has been presented to test the MBV of spruce 
plywood similar to the previous study (Osanyintola and Simonson, 2006, 
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Osanyintola et al., 2006). The authors used desiccator jars and a transient moisture 
transfer model to investigate the differences in data for MBV obtained with both 
natural and forced air convection. The data was then used to validate a numerical 
model to facilitate further investigations of the effect of initial conditions, boundary 
conditions and sample thickness on the MBV. 
Based on this review of physical modelling methods and the theory presented, a 
physical model was designed for this research with details of the experimental design 
provided in Section 3.4.  
2.8.3 Full Scale Testing  
Whilst physical models can range from small scale MBV tests (Rode and Grau, 
2008) up to large scale single-room tests (Yoshino et al., 2009, Künzel et al., 2004) 
and full house tests  (Plathner and Woloszyn, 2002, Salonvaara et al., 2004), it is 
usually not possible to recreate a complete set of climate conditions or random 
interaction of occupants and other unknown variables with the model. $ORQJVLGHµin 
situ¶ PDWHULDO LQYHVWLJDWLRQV IXOO VFDOH RU ILHOG WHVWV FDQ DOVR EH XVHG WR DQDO\VH
occupant acceptance of their environment in terms of comfort and air quality (see: 
Section 2.3). The majority of the past research into thermal comfort and Indoor air 
quality (IAQ) in buildings has been undertaken with a view to air conditioning 
technologies (i.e. HVAC) however, the impact of using hygrothermal materials to 
provide thermal comfort by controlling temperature and humidity has gained ground 
in recent years.  
An investigation of 46 newly built houses with differing wall materials was 
conducted to determine the effect of both permeable and hygroscopic lightweight 
structures on thermal comfort in a cold climates (Kurnitski et al., 2007). The results 
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presented show that the use of hygroscopic materials significantly reduced peak 
indoor RH levels (up to 12%) and thus improved perceived thermal comfort. Similar 
studies were performed on 25 office buildings in A Coruna, Spain (Orosa and 
Baaliña, 2009, Orosa and Oliveira, 2009). The use of hygrothermal and permeable 
materials on the interior side of the wall reduced the percentage of people 
dissatisfied (PPD) with the thermal environment (reduction in PPD of 15%), 
significantly in the first few hours, but less so during the trailing hours of 
occupation. 
A long term study was carried out on 170 detached houses to determine the real 
moisture buffering levels of varying surface finishes used in building envelopes 
(Kalamees et al., 2009). The authors propose that in cold climates, low outdoor 
humidity levels, when combined with overheating inside the house, reduce RH and 
IAQ to levels leading to numerous health symptoms. The authors conclude that air 
infiltration had a greater effect on RH levels and IAQ than hygroscopic materials in 
the envelope and that the current material and physical model methods may not 
reflect realistic scenarios.  
Other research looking into the possibility of improving thermal comfort by utilising 
hygrothermal materials also consequently research improvement of IAQ. Some of 
these have already been discussed, such as Simonson et al., 2002 who showed that 
the PPD with IAQ in all climates can be reduced by 25% in the morning when 
permeable and hygroscopic structures are applied to the indoor environment. 
Kurnitski et al., 2007 also found that permeable and hygroscopic structures improved 
PAQ in the summer season, to an extent where the ventilation rate for a non-
hygroscopic environment of 6 l/s/person could be reduced to 4 l/s/person in a 
hygroscopic environment. Again, Orosa and Baaliña, 2009 and Orosa and Oliveira, 
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2009 also studied the PAQ alongside the thermal comfort in office buildings and 
found that there was a comparable improvement in PAQ through the use of 
hygrothermal materials. Whilst it would be advantageous to use the full range of 
physical investigation techniques, due to monetary and time limitations, full scale 
investigations were excluded from this research whilst material level investigations 
and physical models were included.  
2.8.4 Numerical Investigations 
Ingress of moisture into the building envelope can affect thermal comfort, IAQ, 
structural preservation and operational energy efficiency and therefore full 
understanding and prediction of the behaviour of this moisture can lead to 
improvements in occupants comfort, energy savings and reduced aging/deterioration 
of the building fabric. This can be accurately informed by the use of hygrothermal 
numerical models. A hygrothermal model will take account of heat and moisture 
storage, latent heat effects, and liquid and convective transport under transient 
boundary and initial conditions. 
The development and significance of building physics modelling has been growing 
for many years, however, until recently was considered only from the perspective of 
heat transfer ± ignoring any simultaneous mass transfer within the envelope. Two 
widely accepted models are the µGlaser model¶ (BSi, 2002a) and the µcyclic-response 
admittance mHWKRG¶ (BSi, 2007b), although numerous other models also exist 
including the Heat Balance Method (ASHRAE, 2009a) and other computer based 
models e.g. EnergyPlus (USDE, 2007), TAS (EDSL, 2010) among others (Hall et 
al., 2012a). Over the past few years there has been a push towards transient heat and 
moisture (HAM) models. Some of those that have been developed can be seen in 
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Table 10. 
Model Developer Published use 
1D HAM Chalmers University, Sweden & 
MIT, Cambridge, United States 
(Kalamees and Vinha, 2003) 
BSim Building Research Institute, Denmark (Rode et al., 2004) 
Clim2000 EDF, France (Woloszyn et al., 2009) 
DELPHIN Bauklimatik, Dresden University (Nofal et al., 2001) 
HAM-BE Concordia University, Canada (Li et al., 2009) 
HAM-FitPlus British Columbia IT, Canada (Yoshino et al., 2009) 
HAM-Tools IBPT, Sweden & Denmark (Woloszyn et al., 2009) 
IDA-ICE EQUA, Sweden (Woloszyn et al., 2009) 
LATENITE-
VTT 
VTT, Finland (Simonson et al., 2002) 
(Salonvaara et al., 2004) 
MATCH Technical University of Denmark (Kalamees and Vinha, 2003) 
MATLAB Mathworks Inc., United States (van Schijndel, 2008) 
MOISTURE-
EXPERT 





University of Wisconsin, United States (Woloszyn et al., 2009) 
WUFI Group 
(Plus, Pro & 
2D) 
IBP Fraunhofer, Germany (Allinson and Hall, 2010) 
(Charoenvai et al., 2005) 
(Hall and Allinson, 2010) 
(Holm and Künzel, 2002) 
(Kalamees and Vinha, 2003) 
(Künzel and Kiessl, 1996) 
(Künzel et al., 2005) 
  
SIMULINK Mathworks Inc., United States (van Schijndel, 2008) 
Table 10 - Source and application of existing hygrothermal numerical models in 
published literature (Hall et al., 2012a). 
All transient HAM RUµK\JURWKHUPDO¶QXPHULFDOPRGHOVPXVW LQFOXGHWUDQVSRUWDQG
storage phenomena as set out in BS EN 15026: 2007 (BSi, 2007a): 
x heat storage in dry building materials and any absorbed water 
x heat transport by moisture-dependent thermal conduction 
x latent heat transfer by vapour diffusion 
x moisture storage by vapour sorption and capillary forces 
x moisture transport by vapour diffusion 
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x moisture transport by liquid transport (surface diffusion and capillary flow) 
Numerical models also require inputs such as exterior climate, envelope 
construction, orientation and initial conditions (see: Figure 24). The WUFI group of 
hygrothermal models require material properties as outlined in Section 1.2 and use 
the following differential equations for heat and moisture balances: 
 
 ? ? ? ? ? ? ? ? ?ൌ  ?  ?  ? ?௪ ? ?൅  ?௣ ? ? ?  ?  ?௦௔௧ ? ? Eq 2.25  
 
 ? ? ? ? ? ? ? ? ?ൌ  ?  ?? ? ? ? ?൅  ?௩ ?  ?  ? ?௣ ? ?  ?  ?௦௔௧ ? ? Eq 2.26  
The left hand side of each equation denotes the storage with enthalpy, H in Eq. 2.26 
combining the heat capacity of both the dry material and enthalpy of any absorbed 
moisture, whilst in Eq. 2.25 the moisture storage is represented by w. The right hand 
sides of the equations represent the transport functions. In Eq. 2.25, liquid 
conductivity, Dw is governed by the relative humidity, ĳ with vapour flow (strongly 
temperature dependent) governed by the vapour pressure (ĳÂPsat) (see: Section 
2.4.3.1). In Eq. 2.26 sensible heat flow is governed by the thermal conductivity, O 
whilst latent heat is governed by the vapour enthalpy flow, hv from the absorption 
and release of latent heat due to moisture vapour evaporation/condensation.  
When the model has been executed and convergence reached, the outputs may be 
categorized into temperature field and heat flux distributions and moisture fields, RH 
levels and moisture flux distributions with their evolution over the calculation 
period. WUFI provides output results as numerical data which allows for further 
input/analysis with the use of statistical or data analysis software, or data can be 
displayed graphically using the inbuilt analysis tools as a time-dependent simulation 
of the fluxes and distribution through a building envelope cross section over time 
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(Hall et al., 2012a). Whilst WUFI Pro v5 performs DQDO\VLVRID'µVOLFH¶RIDZDOO
envelope whereas WUFI Plus v2.1.1.73 combines the analysis of all walls, floors, 
ceilings and other envelope components to perform 3D whole building analysis, both 
use the same governing equations for transient HAM transport and storage. WUFI 
Plus also provides data on occupant comfort, operational energy in addition to 
predictive data on the hygrothermal performance of each envelope assembly. 
 
Figure 24 - Flowchart of inputs, calculation technique and outputs for the WUFI 
group of programs. Adapted from: (Künzel, 1995). 
The WUFI group of hygrothermal models have been validated against experimental 
data and field work in many studies. The 1D version of the software, WUFI Pro has 
been used for validation of SRE material behaviour by Hall & Allinson, 2010, drying 
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of an Autoclaved Aerated Concrete (AAC) roof by Holm and Künzel, 2002 and 
natural stone facades by Künzel and Kiessl, 1996. WUFI 2-D was validated against 
experimental results for performances of three different wall fabrics with different 
insulation and vapour barriers by Kalamees and Vinha, 2003. The predicted indoor 
RH and T simulated by WUFI Plus (3D version) were validated at the Fraunhofer 
Institute (IBP) using two identical rooms, one lined with aluminium and the other 
with lime-gypsum plaster with internal moisture loads (Künzel et al., 2003). WUFI 
Plus has been validated against field results for an unoccupied SRE test room that 
was monitored for 10 months by Allinson and Hall, 2010. Künzel et al., 2005 
validated the model against the humidity buffering performance of wood lined 
rooms. Testing was performed in custom built-test rooms at the IBP Fraunhofer 
facility in Germany.  
Based on the availability, simple graphical user interface and extensive, peer 
reviewed validation record both WUFI Pro v5 and WUFI Plus v2.1.1.73 were 
selected to fulfill objectives 3 and 4 and 5 for this research (see: Section 1.4). 
2.9 Summary 
This chapter has outlined the underlying theory associated with heat and moisture 
transfer and storage in the context of building physics. Psychrometrics and occupant 
comfort have been described to provide background knowledge to the research. A 
range of materials have been reviewed that display favourable hygrothermal 
properties for humidity buffering applications. Based on the moisture transfer and 
storage theory outlined in Section 2.4, Mesoporous Silica was selected as the prime 
candidate material for this research due to the ability to synthesise the material with 
fine-tuned pore size distribution, allowing for investigation of the links between 
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behaviour and pore geometry. Four MS samples with different pore diameters were 
synthesised by colleagues at the University of Oxford as part of a collaboration with 
four other desiccants selected for comparative analysis: 
x MS 3.3 nm 
x MS 4.7 nm 
x MMS 4.8 nm 
x MS 8.3 nm 
x Clinoptilolite (Natural zeolite) 
x Molecular Sieves (Synthetic Zeolite) 10c 
x 6LOLFD*HO 
x Bentonite (Clay) 
From the review of the literature, experimental techniques were selected to 
accurately characterise the hygrothermal properties and pore networks of the 
candidate materials (see: Chapter 3). Physical models to determine the hygrothermal 
behaviour and resultant interior psychrometric conditions within closed 
environments and validate the numerical models were designed. The numerical 
models WUFI Pro and WUFI Plus were selected to analyse the predictive 
hygrothermal behaviour, energetic analysis and resultant internal psychrometric 
conditions using the candidate materials. 
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3 CHAPTER 3: Methodology 
3.1 Introduction 
This chapter introduces the experimental and numerical techniques that were 
selected based on the literature review to meet the objectives outlined in Chapter 1. 
Detailed explanations of the relevant fundamental theory supporting each technique 
are referenced. A process flow chart (see: Figure 25) shows a summary of the 
research methodology adopted to meet the objectives as set out in Section 1.4. 
The research methodology consisted of three distinct stages; 
Stage 1. Material characterisation ± The hygrothermal functional properties 
and the pore network of the materials were characterised and links between 
material behaviour and pore structure investigated. 
Stage 2. 1D Modelling ± Physical and validated numerical models were 
designed to parametrically analyse material behaviour based on the 
hygrothermal properties from Stage 1. A range of 'RHie amplitudes were 
simulated to provide sensitivity analysis of material behaviour and a 
comparative study of the desiccant material performance to traditional 
materials under representative climate conditions and building envelopes. 
Analysis was carried out to determine the applicability of using the numerical 
PRGHODVDPDWHULDOVHOHFWLRQWRROE\µWXQLQJ¶PDWHULDOSURSHUWLHVDQGOLQNLQJ
with the porous characteristics from Stage 1.  
Stage 3. 3D Modelling - Physical and validated numerical models were 
designed to parametrically analyse changes to internal climate conditions and 
occupant comfort resulting from the presence of the hygrothermal materials 
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under representative moisture generation schedules. The analysis was 
expanded by altering envelope assemblies, materials, occupancy levels and 
air infiltration to the interior environment. Energetic modelling was also 
conducted to determine potential energy savings. 
 
Figure 25 ± Process flow chart outlining the research approach. 
3.1.1 Mesoporous Silica Synthesis 
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diameters were synthesised by Prof. Edman Tsang at the Wolfson Catalysis Centre, 
Department of Chemistry, University of Oxford as part of a collaboration. The 
description of MS synthesis provided here is taken from Hall et al., 2012b. All 
chemicals used for MS synthesis were as supplied: 
1. tetraethyl orthosilicate (TEOS) 98.0% supplied by Sigma±Aldrich-Fluka,  
2. hexadecyltrimethylammonium bromide (CTAB) supplied by Sigma±Aldrich 
3. trimethyl benzene (TMB) 99.0% supplied by Sigma±Aldrich 
4. sodium hydroxide (NaOH) 99.0% supplied by BDH/ Analar 
5. methanol (CH3OH) 99.0% supplied by Fisher Scientific 
Changing the length of the surface directing agents and introducing organic auxiliary 
chemicals are both effective techniques in controlling the pore diameter of MS 
during synthesis. For MS synthesis in this research alkyltrimethylammonium 
(CnH2n+1(CH3)3N+, n = 16 and (CnH2n+1(C2H5)3N+, n = 12, 16) with a large head 
group surfactant was used to tune the pore size. If a surfactant with a larger head 
group and greater number of carbon chains was used, it was observed that this 
produced an MS material with a greater pore diameter. In solution, cationic 
surfactants arrange themselves such that the cationic heads point outwards and the 
anionic hydrophobic chains point inwards to minimize their water contact and 
maximize the inter-organic chemical interactions. This results in micelles and 
predominantly coulombic interactions between the charged head groups. The final 
product is then determined by the micellar shape or packing of the surfactant (i.e. 
surfactant control).  
Generally, MS with a worm-like pore network was produced by firstly mixing the 
quaternary ammonium surfactant in water with NaOH, resulting in a clear solution. 
After a period (t = 30 min) of stirring, 0.03 g TEOS was added producing a white 
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solution, indicating hydrolysis of the TEOS. Next, 0.0218 g of CTAB was dissolved 
in a mixture of 35 ml of water and 0.02 g of NaOH in a round bottom flask with 
constant stirring at 700 rpm at T = 30 qC, whilst maintaining the pH of the resulting 
solution between 9 and 12. The mixture was then continually stirred at T = 23 qC for 
a period t = 4 h to allow the sol±gel reaction to continue to completion, followed by 
vacuum exposure at T = 65 qC to remove the ethanol formed during hydrolysis. 
Gelation was accomplished by keeping the flask open at T = 60 qC for t = 48 h.  
After gelation was complete, the solid product was recovered and dried at T = 23 qC 
before being calcined at T = 550 qC for t = 6 h. Silica with larger pore diameters was 
obtained by introducing 0.0483g of TMB, which is hydrophobic and enters the 
micelle, causing expansion and increased pore size of the resulting MS material. In 
the case of mono-dispersed MMS, 0.88 g of CTAB and 2.28 ml of 1M NaOH was 
dissolved in a 400g mixture of methanol/water (50:50) with constant stirring at T = 
25 qC. After t = 30 min, 1.231 g of TEOS was added turning the solution white. The 
reaction was allowed to continue for t = 6 h and then aged overnight. The product 
obtained (§ 1 g) was then filtered, washed with distilled water and dried at T = 50 qC 
for t = 24 h, followed by heating at T = 550 qC to remove the surfactant. 
3.2 Characterisation of the Pore Network and Microstructure  
Table 11 contains a summary of the techniques used to characterise the candidate 
materials microstructure and pore network. Due to the small quantities (< 1 g for 
some materials) and powder form, some of the standardised test methods were 
modified. All the techniques are explained in detail in the following sections starting 
with characterisation of the bulk properties followed by the macro and meso scale 
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properties.  
Property Characterisation Technique 
Bulk density, Ubulk Gravimetric Method 
Solid density, Us Gas Pycnometry 
Mesopore volume, Vm N2 Physisorption  
Mean pore diameter, Øm N2 Physisorption (BJH), SAXRS, TEM 
Specific surface area, SSA N2 Physisorption (BET model) 
Table 11 - Summary of the pore network characterisation techniques. 
3.2.1 Porosity and Density 
3.2.1.1 Gas Pycnometry 
Gas pycnometry is a gas displacement technique used to calculate the solid volume 
Vs of a porous material. If the mass of the sample is known, then calculation of the 
solid density ȡs is possible. It must be noted that the ȡs DFFRXQWV IRU RQO\ µRSHQ¶
pores WKDWDUHDFFHVVLEOHWRWKHJDVµFORVHG¶SRUHVDUHQRWDFFRXQWHGIRU 
Samples were first prepared by vacuum desiccation for a period t > 24 h to ensure all 
moisture and volatiles were removed from the pores i.e. w = w0. A Micrometrics 
Accupyc 1330 gas pycnometer with helium as the inert gas was used to determine ȡs 
in accordance with BS ISO 21687 (BSi, 2007c). Five test runs were carried out for 
each of the eight candidate materials allowing a mean value of ȡs to be calculated. In 
addition, both granular and powder forms of each material were tested. 
A sample of known mass (i.e. ms § 1 g), but unknown solid volume, Vs was placed 
into a sample cell of known volume, Vc which was then sealed (see: Figure 26). The 
pressure of the sample cell was recorded as Ps. The reference cell of known volume 
Vr was pressurised and recorded as Pr. An isolating valve was then opened, allowing 
the two cells to equilibrate at a pressure, Pq. The sample volume, Vx was then 
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calculated using Eq. 3.1: 
  ?௦ ൌ ൫ ?௤  ?  ?௖ ൅  ?௤  ?  ?௥ െ  ?௦  ?  ?௦ െ  ?௥  ?  ?௥൯ ?௤ െ  ?௦  Eq 3.1  
Solid density was then calculated using Eq. 3.2; 
 
U௦ ൌ  ?௦ ?௦  Eq 3.2  
 
Figure 26 - Schematic diagram of Gas Pycnometry technique. 
3.2.1.2 Gravimetric Testing  
Bulk density ȡbulk can be considered as the mass per unit volume of a solid, including 
DOOYRLGVSDFHVLQDµEXON¶VDPSOHRIDPDWHULDO7KLVKDVEHHQLOOXVWUDWHGLQ)LJXUH
27. Uncompacted bulk density ȡbulk was determined using the gravimetric 
measurement method in accordance with BS 1097-3 (BSi, 1998). 
Measurement of ȡbulk was carried out using an identical graduated cylinder to the 
experimental setup used for liquid water absorption (see: Figure 39). The cylinder 
was tared on the balance and the loose powder sample carefully emptied into it. Care 
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was taken to leave the cylinder undisturbed as any disturbance would cause the 
VDPSOHWRFRPSDFWSURGXFLQJDµWDSSHG¶GHQVLW\PHDVXUHPHQW7KHYROXPHVbulk and 
mass m were recorded and ȡbulk calculated. Each test was repeated 3 times for each 
candidate material allowing the mean value of ȡbulk to be calculated. Due to the 
minimal quantities of sample available (ms § 1 g), accuracy in both volume and mass 
measurements were essential. To achieve this, an air-shielded VIBRA HT Series 
tuning fork analytical balance (VIBRA, 2011), accurate to ± 0.1 mg was used for 
mass measurement. 
 
Figure 27 - Classification of density types for porous particles. Adapted from: 
(Webb, 2001) 
3.2.2 The Macropore Network 
Scanning electron microscopy (SEM) was used to characterise the materials surface 
morphology, confirm the silica elemental composition and also to indicate 
macropore distribution. 
CHAPTER 3: Methodology 
S Casey  69 
 
3.2.2.1 Scanning Electron Microscopy 
SEM is a technique that allows high resolution, high depth-of-field magnified 
images of objects. Figure 28 provides a schematic diagram of a typical SEM. The 
microscope consists of an electron column (1), which uses an electron gun (2) at the 
top to create a stable electron beam (3). The diverged beam is accelerated down the 
column, through a series of magnetic lenses, apertures and deflector coils to focus it 
(4, 5, 6). The beam then interacts with the prepared sample surface (7) in the sample 
chamber (8). Different detectors can be used to monitor the beam-sample interaction 
phenomena, such as generation of secondary electrons (SE) (9) and back-scattered 
electrons (BS) (10). All detection is usually conducted under high vacuum (11) 
conditions to remove contaminating air borne particles. The signal detected is then 
output as a digital image to a connected computer (12). 
7KHUH LV D µinterDFWLRQ YROXPH¶ ZKHUH WKH EHDP HOHFWURQV LQWHUDFW ZLWK WKH VDPSOH
(see: Figure 29).  When the primary beam enters the sample and interacts with 
another electron it can chaQJHLWVWUDMHFWRU\RUµVFDWWHU¶6HFRQGDU\HOHFWURQVKDYLQJ
low energy 50 eV, are generated within the near surface of the reaction volume 
through collisions with the sample electrons. Topographical contrast is achieved due 
to many interrelated factors including: 
x Local absorption 
x The number and trajectories of back scattered BS versus the number of SE 
electrons 
x The angle of incidence between the beam and the sample surface (i.e. larger 
reaction volume surface area) 
x The inclination of the specimen 
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x The placement and type of detector used 
 
Figure 28 - Schematic diagram of a scanning electron microscope where (1) electron 
column, (2) electron gun, (3) electron beam, (4) lenses, (5) apertures, (6) deflector 
coils, (7) sample, (8) sample chamber, (9, 10) SE and BSE detectors, (11) vacuum 
unit and (12) computer. 
SE micrographs are primarily used to study sample topography where peaks appear 
bright and valleys dark. SE micrographs provide very close similarity to that of a 
visual image. Back scatter electrons (BSE) are the original beam electrons that 
escape back out of the sample and thus have greater energy, typically from 50 eV up 
to the accelerating voltage. They interact with a slightly greater volume of the 
sample which reduces image resolution (see: Figure 29). Image contrast is formed by 
the point to point differences in the locally averaged atomic number of the sample 
with higher atomic number nuclei scattering greater numbers of electrons back in the 
direction of incident electrons i.e. a brighter image. BSE images are primarily used 
to investigate composition of samples, displaying the different relative atomic 
densities of the sample as lighter or darker regions in the micrograph. 
Energy dispersive characteristic X-Rays are emitted when the primary beam 
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dislodges a photoelectron from specific orbits of an atom in the specimen. An 
electron from an outer orbiting shell moves into this core vacancy, and emits energy 
in the form of an X-ray photon. As the X-rays generated have a wavelength and 
energy characteristic of the elemental atom (atomic number) from which they 
originate, elemental information can be obtained about the sample. The relationship 
between atomic number and energy for a given X-UD\ LV JLYHQ E\ 0RVHOH\µV /DZ
(Khare and Swarup, 2010): 
  ? ?ൌ  ?ଵ ? ? െ  ?ଶ ? Eq 3.3  
Where E is the energy of the emission line for a given X-ray series (e.g. .Į.ȕ/Į
0Įetc.), Z is the atomic number and C1, C2 are constants. 
 
Figure 29 - Schematic representation of the sample/ beam interaction for an SEM. 
SEM analysis was conducted using a Philips XL30 Environmental scanning electron 
microscope with a field emission gun equipped with an Oxford Instruments Inca 
model spectrometer for energy dispersive X-ray (EDS) analysis. Elemental mapping 
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was performed using EDX spectral analysis, which can achieve 133 eV resolution of 
the Mn KĮ peak at full width half maximum (see: Figure 30). Samples were prepared 
by vacuum desiccation for t = 24 h to remove any residual moisture and volatiles 
from the pores. Approximately 5 mg of dried powder was deposited onto an adhesive 
carbon tab fastened to an aluminium stub. Any surplus material was removed using a 
compressed air jet. A Pt sputter coating was then applied to the powder at a rate of 
~7 nm/min for a period t = 90 s. SEM micrographs were recorded using an Everhart±
Thornley type secondary electron detector and a backscattered electron detector 
(supplied by K.E. Developments). SEM was conducted on the four MS materials 
only. 
 
Figure 30 - Graphical representation of 'full width half maximum' for EDS. 
3.2.3 The Mesopore Network 
Linking the pore geometry and the hygrothermal behaviour of materials is part of the 
aim for this research therefore, it was important that the pore geometry be 
characterised as accurately as possible. To achieve this, the approach was to use 
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multiple techniques to characterise the pore geometry of the materials using 
primarily N2 physisorption to determine specific surface area, mean pore diameter 
and pore volume, with Small Angle X-ray Scattering (SAXRS) and Transmission 
Electron Microscopy (TEM) to corroborate the physisorption results. 
3.2.3.1 N2 Physisorption 
Physisorption is the interaction of incompletely bound atoms on the surface of a 
solid with gas, vapour and liquids due to van der Wall¶s forces. Analysis was 
performed on the MS materials by the Prof. Edman Tsang at the Wolfson Catalysis 
Centre, Department of Chemistry, University of Oxford using a Sorptomatic 1990 
with CE Instruments analytical software with analysis of the four conventional 
materials (i.e. Silica Gel, Mol Siv, Bentonite and Clinoptilolite) conducted at 
Nottingham using a Quantachrome Autosorb instrument in accordance with BS 
4359-1. A schematic of the process can be seen in Figure 31  
 
Figure 31 - Schematic of N2 physisorption process where (1) sample, (2) Dewar 
vessel containing liquid Nitrogen, (3) vacuum generation pump, (4) calibrated 
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volume and (5) manometer. Adapted from: (BSi, 1996) 
Samples of mass m § 0.25 g were initially vacuum desiccated for a period t = 24 h to 
achieve the condition w = w0. They were then placed in a sample vial on the test rig 
and prepared by outgassing under elevated temperature T  120 qC and vacuum 
conditions for a period of time t = 6 h to ensure the pores were adequately evacuated 
of moisture and volatiles prior to testing. The sample vial was then transferred to the 
testing station and immersed in liquid nitrogen at T = -196 qC. Using the volumetric 
measurement method, a dose of adsorptive gas (N2) was admitted to the degassed 
solid under controlled temperature conditions at set increments of relative pressure 
(p/p0) and allowed to equilibrate for a period t = 2 mins before the next dose was 
added automatically. A minimum of 25 increments each was used for the adsorption 
branch of the isotherm and the same procedure repeated with decreasing p/p0 
providing the desorption branch of the isotherm. The pressure at each increment was 
recorded and the amount of gas adsorbed calculated. When plotted, the resulting 
pressure against mass absorbed provided an N2 sorption/ desorption isotherm (see:  
Section 2.4.2).  
As discussed in Section 2.4.2, for materials with pores in the mesoporous range with 
a tightly controlled mean pore diameter, a type IV isotherm would be expected. 
Specific surface area, mesopore volume and pore size distribution can be calculated 
using different models applied to the isotherm generated. These are outlined in the 
following sections. Testing was conducted on all eight candidate materials with three 
test runs performed for each sample to ensure repeatability of the results. 
3.2.3.1.1 Specific Surface Area 
Specific Surface Area (SSA) is calculated volumetrically from the formation of a 
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single monolayer of adsorptive. It is derived using the Brunauer, Emmett and Teller 
(BET) model applied to the adsorption isotherm, in the pressure range p/p0 § 0.05 ĺ 
0.3 as indicated by (A) in Figure 6. The SSA (m2/g) can be calculated from: 
  ? ? ?ൌ  ?௠  ?  ?௠  ?  ?஺ Eq 3.4  
Where nm is the specific monolayer capacity of adsorbate, am is the molecular cross-
sectional area occupied by an adsorbed molecule in a complete monolayer (0.162 
nm2 for N2 @ 77.2 K) and LA is the Avogadro constant (6,022 × 1023 mol-1). 
3.2.3.1.2 Mesopore Volume and Mean Pore Diameter 
As the relative pressure increases and monolayer formation completes (p/p0 > 0.3) as 
indicated by (B) in Figure 6, multilayer formation and capillary condensation begin. 
Condensation occurs in the smallest diameter pores first and continues until 
saturation of all pores is reached where the isotherm flattens out i.e. no more gas can 
be adsorbed. The adsorptive gas pressure is then reduced in increments allowing 
evaporation of adsorbate from the pores to occur. Typically, there will be hysteresis 
evident between the adsorption and desorption branches of the isotherm as discussed 
in Section 2.4.2.  
The Barrett Joyner Halenda (BJH) model was used to calculate mesopore size 
distribution and mean pore diameter Øm. The BJH model (see: Eq. 3.5) is a modified 
Kelvin equation and is typically applied to the multi-molecular region of the 
desorption branch of the N2 isotherm in the pressure rage p/p0 § 0.2 ĺ 0.99.  
 
 ? ൌ  ?  ?  ?  ?  ?௅ ?  ?  ?  ?? ? ? ?଴ ?൅  ? ? Eq 3.5  
Where Ȗ is the surface tension, and VL is the molar liquid volume. Certain 
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assumptions are used for the BJH model including: 
x Pore shape is cylindrical 
x Pores do not intersect each other 
x Menisci are hemispherical with zero contact angle 
Mesopore volume was calculated from the volume of adsorbate at saturation 
pressure p/p0 § 0.99, which assumes complete saturation of the sample. 
3.2.3.2 Small Angle X-Ray Scattering 
X-ray diffraction (XRD) is a technique where the spatial distribution and intensity of 
x-rays scattered from shell electrons provide information on the arrangement of 
atoms within a sample. The X-rays used in XRD are a form of energetic 
electromagnetic radiation of comparable size to the spacing of atoms within a solid 
(wavelength § 10Ѹ10 ĺ 10Ѹ11 m). Depending on the Bravais lattice of the crystal in 
the solid and the X-ray wavelength, constructive interference (i.e. in phase) of the 
scattered wavelets occurs in set directions. The positions of the resultant maxima in 
scattering intensity can then be used to determine the plane spacings within the 
crystal structure of the solid (Koughia et al., 2006). The Bragg equation (Eq. 3.6) is 
used to describe the scattering angles corresponding to these maxima: 
  ?O ൌ  ? ? ? Eq 3.6  
Where d is the plane VSDFLQJ Ȝ LV WKH ;-ray wavelength and ș is the angle of 
diffraction (see: Figure 32). 
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Figure 32 - Graphical representation of Bragg diffraction. Adapted from (Koughia et 
al., 2006). 
In an amorphous powder such as the MS materials used in this research there is no 
crystalline structure and thus no d-spacings. Lower 2ș ranges (typically 0.5q ĺ 5q) 
where the incidence angle of the x-ray beam is close to the critical angle of total 
external reflection of a thin film, can be utilised to measure pores in the mesopore 
range by using the constructive interference from the pore walls through scattering as 
opposed to diffraction. This technique is called small-angle X-ray scattering 
(SAXRS). 
SAXRS was carried out by Prof. Edman Tsang at the Wolfson Catalysis Centre, 
Department of Chemistry, University of Oxford as part of a collaboration. Patterns 
for each of the four MS samples were measured on a Phillips PW1729 
diffractometer, operating in Bragg±Brentano focusing geometry and using Cu KD 
radiation (O = 1.5418 Å) from a generator operating at 40 kV and 30 mA. The 
diffractograms were recorded in a 2ș range from 0.6q to 5q, with a 2 ș step size of 
0.01 and a step time t = 1 s. Due to availability limitations, a single run of tests could 
only be conducted on the four MS materials. 
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3.2.3.3 Transmission Electron Microscopy 
Transmission electron microscopy (TEM) was utilised to help corroborate the N2 
physisorption and SAXRS results for mesopore size and distribution. TEM is a 
technique similar in basic principles to SEM, however images are formed from the 
transmission and/or diffraction of electrons through the sample, rather than near 
surface interaction and scattering. Samples are required to be very thin (typically 
100 nm) to be electron transparent. Figure 33 provides a schematic diagram of a 
typical TEM. Like SEM an electron beam (1) is generated using an electron gun (2) 
at the top of the beam column (3). A series of condensing, objective and projection 
electromagnetic lenses (4) and apertures (5) are used to focus the beam.  
Unlike SEM, the beam passes through the sample within the beam column. 
Depending on the density of the material present, a portion of the electrons in the 
beam are scattered at the sample stage (6) and others transmitted through the sample. 
Transmitted electrons collide at the bottom of the microscope with a fluorescent 
screen (7), and provide a shadow image of the sample.  In bright field imaging, areas 
of the sample are displayed in varied darkness according to their density. The region 
VXUURXQGLQJ WKH HOHFWURQ JXQ  LV XVXDOO\ XQGHU KLJK YDFXXP §-9 mbar) (8) 
conditions to remove contaminating air borne particles whilst less vacuum can be 
WROHUDWHGIXUWKHUGRZQWKHFROXPQ§-2 mbar). TEM images are then output as a 
photographic image to connected printer (9).  
Images in TEM can be formed using directly transmitted or scattered electrons. 
Images formed using the transmitted beam are called bright field (BF) images whilst 
dark field (DF) images are formed by aligning a diffracted beam down the optic axis 
of the microscope. There are three modes of contrast formation (Almeida, 2010): 
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1. In amorphous samples, thicker regions of the sample and areas with a higher 
atomic number appear dark, due to mass-thickness contrast.  
2. Low index crystalline orientations of crystalline samples that satisfy Bragg 
diffraction also appear dark, termed diffraction contrast.  
3. If the objective aperture is removed, images with contrast arising from 
constructive and destructive interference of the electron waves, termed phase 
contrast, can reveal lattice with atomic resolution, known as HRTEM.  
 
Figure 33 - Schematic diagram of a transmission electron microscope where (1) 
electron beam, (2) electron gun, (3) beam column, (4) condensing, objective and 
projection electromagnetic lenses (5) apertures, (6) sample stage, (7) fluorescent 
screen, (8) vacuum unit and (9) printer. 
TEM analysis was conducted by the Prof. Edman Tsang at the Wolfson Catalysis 
Centre, Department of Chemistry, University of Oxford using a Jeol 2000FX 
transmission electron microscope operating at a 200 kV accelerating voltage. 
Samples were prepared by vacuum desiccation for t = 24 h to remove any residual 
moisture and volatiles from the pores. The powder was then dispersed as slurry using 
ethanol in a glass vial and sonicated for t = 10 min. The slurry was then deposited on 
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a perforated carbon film on a Cu grid and the ethanol allowed evaporate before 
testing commenced. Analysis was conducted on the four MS samples only. 
3.3 Characterisation of Hygrothermal Functional Properties 
As discussed in Section 1.2, it is the hygrothermal functional properties of a material 
that determine its hygrothermal behaviour. To establish a link between material 
behaviour under set psychrometric conditions and the material¶s pore network 
geometry, characterisation of the properties was necessary. The functional properties 
also form part of the input for hygrothermal numerical modelling (see: Section 
2.8.4). The range of techniques that were used for characterisation is detailed in the 
following sections and a summary is shown in Table 12. 
Property Characterisation Technique 
Thermal conductivity, Ȝ Modified Transient Plane Source (MTPS) 
Specific heat capacity, cp Differential Scanning Calorimetry (DSC) 
Moisture storage function, ȟ Dynamic Vapour Sorption (DVS) 
Vapour permeability, W  Wet Cup Method 
Liquid absorption, Aw Partial Immersion Method 
Table 12 - Summary of material properties and characterisation techniques. 
3.3.1 Dynamic Vapour Sorption 
Dynamic vapour sorption (DVS) was used as a technique to provide information on 
the moisture storage capacity i.e. equilibrium moisture content (EMC) and the rate of 
moisture uptake of the material i.e. the time taken to reach EMC (temc). For this 
research, two methods of measuring the moisture vapour isotherms were used. 
3.3.1.1 Desiccators 
A simple and cost effective method to determine the sorption isotherm of a material 
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was to use the desiccator jar method.  Desiccator analysis was performed using a 
series of eleven µ.LOQHU¶MDUV with compression sealed, airtight lids (see: Figure 34) in 
accordance with BS ISO 12571 (BSi, 2000b). Ten jars were used for sample testing 
whilst one control jar contained a Tinytag Ultra 2 sensor (Tinytag, 2012) which was 
used to monitor internal RH. Temperature and RH data were recorded at intervals t = 
30s and downloaded upon completion of the test using the SWCD-0040 Tinytag 
Explorer software. Low voltage, slow rotation circulation fans were attached to the 
underside of each lid to prevent stagnation of the air above the sample being tested.  
 
Figure 34 - Schematic of experimental setup using a desiccator jar for sorption/ 
desorption moisture vapour isotherm tests. 
Samples were first dried in an oven at T = 105 qC in accordance BS EN ISO 12570 
(BSi, 2000a) for a period t = 24 h to achieve the condition w = w0. The dry samples 
were then placed in glass petri dishes of known mass, the sample mass recorded 
using the air-shielded VIBRA HT analytical balance and the dish with sample placed 
on a perforated aluminium stand above a saturated salt solution. Sample mass was 
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recorded at periodic time intervals of 
t1 = 0 h, t2 = 2 h, t2 = 6 h, t3 = 24 h, t4 = 48 h, t5 = 72 h, etc. 
To perform the periodic mass recordings, it was necessary to remove the sample dish 
from the desiccator. Every effort was taken to minimise the time taken for mass 
recording, to ensure minimal disturbance to both sample mass and internal RH. To 
monitor RH, the control jar was opened for a similar period. EMC for a set internal 
RH was achieved when change in mass uptake was below 0.5% for a period t = 24 h 
i.e. ǻm < ±0.5%. (BSi, 2000a)  
Testing was repeated using four saturated salt solutions (see: Table 13) to achieve a 
range of relative humidities at 23qC (33% < RH > 94%) and with deionised water to 
achieve the condition where RH ĺ 100% RH. EMCs for each material at each set 
point of RH were then collated and plotted as an adsorption isotherm. 
 
Saturated Salt Solution RH (%) at 23°C 
Magnesium chloride  32.90 ± 0.17 
Sodium bromide  58.20 ± 0.42 
Sodium chloride  75.36 ± 0.13 
Potassium nitrate 94.00 ± 0.60 
Table 13 - Relative humidity above saturated salt solutions prepared in accordance 
with BS ISO 12571. 
 
Desiccator tests were performed on the MS 3.3, MS 4.7, molecular sieve 10A, silica 
gel, bentonite and clinoptilolite materials. There were a range of disadvantages to 
using desiccator jars:  
x Necessary human interaction in the experimental procedure 
x Uncontrolled external environment (T & RH) 
x Limited dynamic data collected i.e. rate of moisture uptake over the range of 
RH. 
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This undoubtedly led to inaccuracy in the resulting isotherms for the samples. To 
overcome this it was decided to use a climate chamber to repeat the isotherm 
experiments (see: Section 3.3.1.2). 
3.3.1.2 Climate Chamber 
Use of a climate chamber to determine a materials sorption isotherm would eliminate 
the need to intervene during the experiment and allow for complete control of the 
internal environment, with the balance placed within the chamber and dynamic mass 
data logged to a connected computer.  
 
Figure 35 - Schematic of experimental setup using the climate chamber for sorption/ 
desorption moisture vapour isotherm tests. 
The sorption isotherms were again determined in accordance with BS EN ISO 
12571. A Series 3 LTCL ± 600 Climatic Chamber (TAS, 2008) manufactured by 
Temperature Applied Sciences Ltd., West Sussex, UK  was used to independently 
control Tdb and RH to an accuracy of ± 1 K and ± 3%, respectively (see: Figure 35). 
Climatic data from the chamber was logged using a Silver Series Plus HMI and the 
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data converted using the Easy - Converter software package.  
The samples were first vacuum desiccated for a period t > 24 h prior to achieve w = 
w0. The dry samples were then placed in a glass Petri dish on the balance. The depth 
of sample in the dish was d § 2 mm. The climatic chamber was programmed to 
increase RH in steps from 20% ĺ ĺ ĺ successively. Mass change, 
ǻm of the samples was recorded using the VIBRA HT balance via an RS232 
connection to a PC using Eltima RS232 data logging software at intervals of t = 30 s. 
Isotherms for all eight candidate materials were generated with each test repeated to 
ensure integrity. 
 
Figure 36 - Characteristic dynamic moisture uptake result graph showing change in 
mass against time. 
As in the desiccator test, EMC was deemed to be reached when change in mass was 
below 0.5% for a period t = 24 h i.e. ǻm < ±0.5%. EMC data for RH ĺ 100% was 
reused from the previous desiccator tests. Data from the climate chamber DVS tests 
was used to provide sorption isotherms for the samples. Dynamic data for the rate of 
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moisture uptake (temc) was also obtained due to the continuous recording of mass 
change during the test (see: Figure 36). 
3.3.2 Vapour Permeability 
Vapour permeability, į is the moisture transport that occurs within a material via 
Fickian diffusion due to a pressure gradient across the material (see: Section 2.4.3.1) 
and can be determined using either the wet cup or dry cup test. In a dry cup test (at 
constant T) the interior environment of the cup is maintained at RH = 0 + 3% using a 
desiccant (i.e. silica gel) and the exterior maintained at RH = 50 ± 3% using the 
climate chamber, inducing a flow from exterior to interior. Dry cup tests provide 
information about material performance in the lower humidity range, where moisture 
transfer is dominated by vapour diffusion. 
In a wet cup test (at constant T) the interior environment of the cup is maintained at 
RH = 94 ± 0.6% using a saturated salt solution of potassium nitrate, KNO3 (see: 
Table 13) and the exterior maintained at RH = 50 ± 3%, inducing a flow from 
interior to exterior. Wet cup tests provide information about material performance in 
the higher humidity range, where moisture transfer by vapour diffusion can be 
reduced due to increased capillary transport resulting from filling of the materials 
pores. 
 Vapour permeability for all samples was determined using a modified wet cup test 
(see: Figure 37) in accordance with BS EN ISO 12572 (BSi, 2001b). Samples of ~1 
g were prepared by packing into an aluminium sealed sample holder with PTFE tape 
applied to the bottom of the tube to retain the sample. The samples were 
preconditioned at RH = 50% for t = 24 h to achieve the condition w = w50. After 
conditioning, the holder was fitted into an aluminium lined modified wet cup 
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assembly with a silicone sealant applied to ensure vapour tightness. The entire cup 
assembly was then placed on the VIBRA HT balance in the climate chamber at T = 
23 qC and RH = 50 ± 3%. Change in mass, ǻm (of the entire assembly) was assumed 
to be due to vapour diffusion through the sample, and was logged at intervals of t = 
30 s using the same setup described in Section 3.3.1.2. All eight candidate materials 
were tested twice with the mean value for į calculated. The water vapour flow rate, 
G was calculated as the slope of the linear portion of ǻm against t, assuming a steady 
state of mass loss had been achieved. W, į and ȝ were then calculated as described in 
Section 2.4.3.1. 
 
Figure 37 - Schematic of experimental setup for vapour permeability tests. 
3.3.3 Liquid Water Absorption 
Liquid water absorption, Aw can be defined as the mass of water absorbed by a 
sample per exposed surface area and per square root of time (kg/m2s0.5). The partial 
immersion test for Aw LV XVHG WR LQGLFDWH D PDWHULDO¶V ZDWHU DEVRUSWLRQ GXH WR
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exposure to constant wetting (i.e. driving rain or partial immersion of a sample in 
water). To calculate Aw it is necessary to plot the change in mass per exposed surface 
area, ǻmt against the square root of time¥t. The resulting plot will show either a 
Type 1 or Type 2 curve as illustrated in Figure 38. 
 
Figure 38 - Figure showing Type 1 and Type 2 water absorption plots. 
For the Type 1 curve, Aw can be calculated from the slope of the entire test data, 
whilst the Type 2 curve, where surface wetting has occurred, should be calculated 
from only the linear portion of the data. Eq. 3.7 can be used to calculate Aw: 
  ?௪ ൌ  ? ?௧௙ െ  ? ?଴ ? ?  Eq 3.7  
where ǻmt is calculated as the difference in mass per exposed surface area as: 
  ? ?௧ ൌ  ? ? ? Eq 3.8  
The absorption coefficient for all samples was determined using a modified partial 
immersion test (see: Figure 39) in accordance with BS EN ISO 15148 (BSi, 2002b). 
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Samples of ~1 g were prepared by loose filling a Perspex graduated cylinder (Øint = 
5mm) with PTFE film applied to the bottom of the cylinder to retain the sample. The 
samples were preconditioned at RH = 50% for t = 24 h in the climate chamber to 
achieve the condition w = w50. After conditioning, the cylinder was placed onto the 
cylinder supports in the deionised water filled aluminium dish, submerging ~5mm of 
the cylinder. Change in sample mass, ǻm was recorded by removing the cylinder 
from the dish, blotting excess water from the bottom of the PTFE film using filter 
paper and weighing using the VIBRA HT balance. Recordings of ǻm were taken at 
periodic time intervals as shown in Table 14. All eight candidate materials were 
tested twice with the mean value for Aw calculated. 
 
Figure 39 - Schematic of experimental setup for water absorption tests. 
 
Period t1 t2 t3 t4 t5 t6 t7 t8 t9 t10 t11 t12 
Time, s 0 10 30 90 210 330 450 570 690 990 1590 2190 
Table 14 - Time periods for ǻm recording of for water absorption testing. 
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The test was terminated when either condition A or B was achieved: 
A. Water was observed on the top surface of the sample, indicating capillary 
saturation (i.e. Ȍ  
B. Changes in mass, ǻm was less than or equal to 0.5% for a period t = 600 s 
(i.e. ǻm < ± 0.5% with Ȍĺ) 
3.3.4 Specific Heat Capacity 
For this research the differential scanning calorimetry (DSC) method for determining 
cp was used (see: Figure 40). Testing was carried out in accordance with BS EN ISO 
11357-4 (BSi, 2005b) using a TA Instruments Q10 differential scanning calorimeter 
(TA, 2012). The DSC uses two aluminium pans (2), one containing the sample 
material (1). The pans are placed in an insulated crucible (3) with a removable 
insulated lid (4). The pans are located on elements that can apply a structured heating 
load to the pans. An RCS90 refrigeration system with a cooling head is fitted around 
the crucible to provide a cooling load (not shown). One element is used for the 
sample (5) and the other as a baseline reference (6). To raise the temperature of the 
elements, an electrical signal to the elements is controlled using the TA Instruments 
Operating Software via a connection (7) to a computer (8).  
The DSC operates on the principle that, using the same increasing temperature 
profile, the rate of flow of heat, F (i.e. ǻQ/ǻT) into the pan containing the sample 
will differ from the rate into the reference (empty) pan. The difference in flow can be 
attributed to the heat capacity of the sample, providing all other conditions are 
identical. For a continuous scanning test, three runs, using the same temperature 
profile are carried out to determine cp (see: Figure 41):  
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1. A baseline run of two empty pans 
2. A calibration run using one empty reference pan and one pan with a sample 
of known cp i.e. sapphire 
3. A sample run again using one empty reference pan and one pan with a 
sample of unknown cp 
The cp of the sample can be calculated using the heat flow rates form the baseline 
(Fbase), sample (Fsp), and reference (Fref) runs along with the mass of the sample 
(msp) and reference (mref) using Eq. 3.9: 
  ?௣ǡ௦௣ ൌ  ?௣ǡ௥௘௙  ? ?௥௘௙൫ ?௦௣ െ  ?௕௔௦௘൯ ?௦௣൫ ?௥௘௙ െ  ?௕௔௦௘൯ Eq 3.9  
 
 
Figure 40 - Schematic diagram of a differential scanning calorimeter where (1) 
sample, (2) empty pan, (3) crucible, (4) lid, (5 & 6) heating elements (7) connecting 
cables and (8) computer. 
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Figure 41 - Example heat flow curves and temperature profile from a DSC test. 
Samples were first vacuum desiccated for a period t = 24 h prior to achieve w = w0. 
Testing was carried out by initially recording a baseline using the two empty 
aluminium pans. A calibration run was then recorded using certified sapphire as a 
calibration standard. Finally a mass, ~5 mg of material was used for the sample run. 
The baseline, calibration and sample scans were carried out over a temperature range 
of 258 < T > 333 K at a ramp rate of 5 K min-1. Samples were held isothermal at the 
lower and upper temperatures limits for a period t =10 min at the beginning and end 
of each test run. Three test runs for each of the eight candidate materials were 
performed and the mean value of cp calculated. 
3.3.5 Thermal Conductivity 
Whilst there are many methods for determining thermal conductivity, O, (i.e. Heat 
Flow Meter, Hot Wire etc.) the minimal quantities of sample available and their 
powder form necessitated use of a new technique  - Modified Transient Plane Source 
(MTPS). Testing was carried out in accordance with BS EN ISO 22007-2 (BSi, 
CHAPTER 3: Methodology 
S Casey  92 
 
2012) using a Setaram TCi MTPS device (Setaram, 2012). In the MTPS technique a 
sample of powder (1) is placed within the locating ring (2) on the top of a one-sided, 
interfacial, heat reflectance sensor of negligible heat capacity (3) (see: Figure 42). A 
compacting mass (4) is placed on the sample to ensure good contact with the sensor. 
The sensor is connected to a computer (5) through the systems control unit (6). 
During testing the control unit applies a known, momentary current WR WKHVHQVRU¶V
heating element resulting in a constant heat source at the sample/ sensor interface of 
ǻT § 2 K and generating a dynamic temperature field within the sample. This 
induces a change in the voltage drop of the sensor element.  
 
Figure 42 - Schematic diagram of a modified transient plane source test kit where (1) 
powder sample, (2) locating ring, (3) sensor, (4) compacting mass, (5) computer and 
(6) control unit. 
By measuring the rate of increase in the sensor voltage it is possible to determine the 
thermo-physical properties (i.e. thermal conductivity and thermal effusivity) of the 
sample, at constant temperature and pressure when cp and ȡbulk are also known. The 
thermo-physical properties of the sample material are inversely proportional to the 
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rate of increase in the sensor voltage.  
As discussed in Section 2.5.1 moisture dependent thermal conductivity, O* is an 
important property in thermal transfer of building envelopes due to the increased O 
corresponding to increased w however, as the expected thickness of interior material 
coatings is minimal (2 mm) coupled with already significant insulation levels (see: 
Section 3.5), this effect can be somewhat neglected. In practice RH levels rarely drop 
to low levels with some level of moisture present in the coating at all times. To 
account for absorbed moisture a total of five tests runs were carried out at RH = 50% 
to achieve the condition w = w50 for each candidate material and the average values 
for O* calculated. 
3.4 Physical Modelling 
In addition to the hygrothermal functional properties as detailed previously, it is 
necessary to understand the interaction of the materials and their surrounding 
environmental conditions. The behaviour of the materials under varying 
psychrometric conditions allows for understanding of how the materials can alter 
those conditions whilst also providing data sets for validation of the numerical 
modelling in the next section. To provide experimental measures of moisture uptake 
in the candidate materials, a series of 1D physical models were designed whilst a 
series of 3D physical models were used to measure resultant RHie levels in a 
controlled volume with and without the presence of hygrothermal materials. Details 
of these models are contained in the following sections. 
3.4.1 1D Physical Modelling 
The physical models outlined in the following sections were designed to study the 
CHAPTER 3: Methodology 
S Casey  94 
 
response of the sample materials to changes in the surrounding psychrometric 
conditions. 1D moisture transfer to and from the materials was controlled by 
exposing a single surface area to the test environment. Two tests were carried out; 
1. An ASHRAE comfort range step test to study the moisture kinetics of the 
materials solely within the ASHRAE comfort range (i.e. 40%  RHie  70% 
and Tie = 23qC). 
2. A sinusoidal cyclic response test to study the materials moisture 
sorption/desorption over a range of RHie amplitudes and to provide a 
validation data set for the 1D numerical model. 
3.4.1.1 ASHRAE Comfort Range Step Test 
Knowledge of the moisture kinetics of a sorption/ desorption isotherm is vital for 
buffering applications since, due to domestic occupancy time scales, a buffering 
material rarely reaches saturation; however, it is required to respond as rapidly as 
possible to RHie changes. A series of dynamic vapour sorption tests were carried out 
to determine 1D sample mass uptake response to step changes in RHie amplitude 
between 40 and 70%. This test was designed to analyse the moisture kinetics of the 
materials in the ASHRAE comfort range (ASHRAE, 2009a).  
To determine an appropriate time period, t40-70-40 for each step, the change in mass 
between 40% and 70% ('m40±70) and the corresponding time to reach EMC (temc) 
was determined from the vapour sorption isotherms (see: Section 3.3.1.2). As hygric 
materials rarely reach full equilibrium in humidity buffering applications, an 
arbitrary EMC interval, m75% was chosen which represented 75% of the EMC, but 
gave an equal or greater reduction of temc. A corresponding time interval, t75% was 
then interpolated from m75%, as illustrated in Figure 43. The step time period, t40-70-40 
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was then calculated as 2t75%.  
 
Figure 43 - Methodology for determining t75% for thermal comfort range step testing 
(Hall et al., 2012b). 
Testing was carried out using the same experimental setup as that outlined for 
determination of the materials sorption isotherms (see: Section 3.3.1.2). Samples 
were vacuum desiccated for a period t = 24 h prior to testing to achieve the condition 
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w = w0. The dry sample mass was recorded and the sample was then conditioned in 
the climate chamber at RHie = 40% for t = 24h prior to testing to achieve the 
condition w = w40. RHie was stepped from 40 to 70% (i.e. ǻRHie = 30%) for a period 
t40-70-40 = 2t75% and repeated for six cycles (see: Figure 44). Testing was performed 
on all eight candidate materials and repeated once to ensure integrity of the results. 
 
Figure 44 ± Step variation of RHie for thermal comfort range step testing. 
3.4.1.2 Sinusoidal Cyclic Response Test 
A series of sinusoidal tests were required to determine the materials 1D mass uptake 
response to sinusoidal amplitude changes in RHie. Data acquired from these tests was 
used as the validation data set for the 1D numerical models (i.e. WUFI Pro). Testing 
was carried out using the same experimental setup as that outlined for determination 
of the materials sorption isotherms (see: Section 3.3.1.2).  
All samples were vacuum desiccated for a period t = 24 h prior to testing to achieve 
the condition wcoat = w0. The dry sample mass was recorded and the sample was then 
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conditioned in the climate chamber at RHie = 50% for t = 24 h prior to testing to 
achieve the condition wcoat = w50. During the experiment, RHie was sinusoidally 
fluctuated about a median (RHie = 50%) for a single peak to peak cycle period tt = 
24h using two different amplitudes;  
x RHie 35% ĺ 65% ĺ 35% giving a 'RHie =  30% and  
x RHie 15% ĺ 85% ĺ 15% giving a 'RHie =  70%. 
The RHie sine waves for each of the two amplitudes, ǻRHie were generated for each 
time period (t = 0.1 h) using Eq. 3.10: 
  ? ?ൌ  ? ? ? ?  ?  ? 㼇?  ?  ??൅  ? ? Eq 3.10  
Where cf is the cyclic frequency (radians/s) and is given by: 
  㼇? ൌ  ? ? ? ?௧ Eq 3.11  
The cycle was repeated twice to complete the test (see: Figure 45). Mass change, ǻm 
(%) was recorded at intervals, t = 30 s throughout the test and wcoat was calculated 
from mass change using Eq. 3.12. Testing was performed on the MS 3.3, MS 4.7 and 
MS 8.3 samples only and repeated once to ensure data integrity. 
  ?௖௢௔௧ ൌ  ?  ?  ?௕௨௟௞ ? ? ?  Eq 3.12  
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Figure 45 - Sinusoidal variation of RHie for cyclic response testing (Casey et al., 
2012). 
3.4.1.3 Moisture Buffer Value 
To compare the candidate materials in terms of potential application to other 
published traditional building envelope materials, the Effective Moisture Penetration 
Depth (EMPD) and Moisture Buffer Value (MBV) were determined. The EMPD is 
defined as the distance between the surface and the point in the material where the 
DPSOLWXGHRIWKHYDSRXUYDULDWLRQHTXDOVRIWKHYDULDWLRQDWWKHPDWHULDOV¶VXUIDFH
(Arfvidsson, 1999) and gives an indication of how much material may be required to 
provide vapour storage. To calculate EMPD, moisture diffusivity, Dw (m2/s) was first 
calculated as a function of moisture storage, ȟu, vapour permeability, į, bulk density, 
Ubulk and the saturation pressure, ps at 23 qC: 
  ?௪ ൌ  ?  ?  ?௦ ?  ?  ?௨ Eq 3.13  
EMPD was then calculated using Eq. 3.14 (Rode et al., 2005): 
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  ?௣ǡଵ ? ൎ  ?Ǥ ? ?ඨ ?௪ ൈ  ? ?  Eq 3.14  
The practical Moisture Buffer Value MBVpractical of any material can be defined as 
the amount of water that is transported in or out of a material per open surface area, 
during a certain period of time, when it is subjected to variations in relative humidity 
of the surrounding air (Rode et al., 2005). Using MBV has the advantage of allowing 
materials to be classified (see: Figure 46) and thus compared using a single value 
however, as all tests are isothermal the MBV is not an ideal measure.  
 
Figure 46 - Graph showing the MBV classification system for materials. Adapted 
from (Rode et al., 2005). 
MBVpractical was calculated using ǻm values calculated for the sorption isotherms 
(see: Section 3.3.1.2) assuming t40±70±40 to be constant and the absorbed mass to be 
variable. Apparent surface area was calculated from the diameter of the petri dish (As 
= 0.001257 m2). Eq. 3.15 was then used to calculate MBVpractical (Meissner et al., 
2010) with the results presented in Section 4.3.5: 
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 ୮୰ୟୡ୲୧ୡୟ୪ ൌ  ? ? ?௦  ?  ?? ? Eq 3.15  
3.4.2 3D Physical Modelling 
The physical models outlined in the following sections were designed to study the 
changes in the environmental conditions surrounding the desiccant materials 
resulting from the presence of the hygrothermal materials. Although the interior 
environment was a 3D volume, moisture transfer to and from the material itself was 
still 1D and controlled by exposing a single surface area to the test environment. 
Testing was carried out using a custom made isolated test box which represented a 
closed environment i.e. an interior volume that was hygrically and thermally isolated 
from the exterior environment. Details of the isolated box can be seen in the 
following sections. The 3D physical modelling consisted of two stages: 
1. A series of moisture generation rates experiments to quantify the levels of 
moisture introduced into the isolated box volume. 
2. A series of moisture buffering tests to determine the levels of reduction in 
RHie with the presence of the hygrothermal materials in the isolated box. This 
data was used as the validation data set for the 1D numerical models. 
3.4.2.1 Moisture Generation Rates 
Size limitations exist within both the physical and numerical model. The internal 
dimensions of the climate chamber allow for a maximum internal volume of 
0.0072m3 for the isolated box, allowing for adequate space around the exterior of the 
box for insulation, manipulation, instrumentation and air flow. In the numerical 
model a minimum internal volume of 1m3 is permissible due to the software limits. It 
was necessary to scale the standardised moisture generation rates shown in Table 15, 
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CO2 Load     
second 
(g/h) 
Toddler (3 ± 6 years) 90 20 12 32 
Teenager (14 ± 16 Years) 50 60 30 33.8 
Adult - Sedentary 43 65 36 30.3 
Adult ± Desk Work 59 80 41 36.3 
Adult - Active 123 158 47 60.5 
Cooking (Gas) 125a --- --- --- 
Showering 2400a --- --- --- 
Table 15 - Occupant loads obtained from WUFI Plus v2.1.1.73 (IBP, 2012a) and aBS 
5250 (BSi, 2011). 
3.4.2.1.1 Scaling factor for the physical model volume 
Standard room, Vsr 4m x 4m x 2.4m   = 38.4m3 
Isolated Box, Vib 0.2m x 0.2m x 0.18m   = 0.0072m3 
Scaling Factor, Sf  Vsr / Vib    = 5333.33 










CO2 Load     
second 
(g/h) 
Toddler (3 ± 6 years) 0.017 0.0038 0.0023 0.017 
Teenager (14 ± 16 Years) 0.009 0.0113 0.0056 0.009 
Adult - Sedentary 0.008 0.0122 0.0068 0.008 
Adult ± Desk Work 0.011 0.0150 0.0077 0.011 
Adult - Active 0.023 0.0296 0.0088 0.023 
Cooking (Gas) 0.023 --- --- --- 
Showering 0.450 --- --- --- 
Table 16 - Volume adjusted loads for the physical model calculated from Table 15.  
3.4.2.1.2 Scaling factor for the 1m3 numerical model volume   
Standard room, Vsr 4m x 4m x 2.4m   = 38.4m3 
Isolated Box, Vib 1m x 1m x 1m    = 1m3 
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CO2 Load     
second 
(g/h) 
Toddler (3 ± 6 years) 2.344 0.521 0.313 0.833 
Teenager (14 ± 16 Years) 1.302 1.563 0.781 0.880 
Adult - Sedentary 1.120 1.693 0.938 0.789 
Adult ± Desk Work 1.536 2.083 1.068 0.945 
Adult - Active 3.203 4.115 1.224 1.576 
Cooking (Gas) 3.255 --- --- --- 
Showering 62.50 --- --- --- 
Table 17 - Volume adjusted occupant loads for the 1m3 numerical model calculated 
from Table 15. 
3.4.2.2 Evaporation rates 
Due to the scaling of moisture generation rates outlined previously (see: Section 
3.4.2.1), it was necessary to devise a method of introducing the required moisture 
into the isolated box volume. A series of four experiments were conducted using 
dishes of deionised water with increasing diameters i.e. Ød = 30, 45, 60 and 75 mm 
respectively with each test repeated twice and the mean value calculated.  
 
Figure 47 - Schematic of experimental setup for water evaporation tests. 
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Mass loss, ǻm due to moisture evaporation, gg was recorded at intervals t = 30 s by 
placing the dish with § 20 g deionised water on the air-shielded VIBRA HT 
analytical balance inside the climate chamber (see: Figure 47). Each test was carried 
out under identical psychrometric conditions (RHie = 50% and T = 23qC) for a period 
t = 24 h. The evaporation rate test was designed to establish a link between Ød and 
ǻm and allow for an appropriate dish diameter to be selected to generate any desired 
moisture generation rate for the physical model in the isolated box. 
3.4.2.3 Humidity Buffering Experiments 
A series of humidity buffering tests were carried out on both the MS materials and 
conventional building materials to determine the changes in the internal 
environmental conditions resulting from the presence of the hygrothermal materials 
under controlled moisture loading using a physical isolated box model (see: Figure 
48).  
 
Figure 48 - Schematic of experimental setup for RHie buffering tests. 
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The internal structure of the box was constructed using 18mm spruce plywood with 
an internal facing phenolic moisture barrier (UPM, 2009). A double layer of 
aluminium foil was then applied to the interior and exterior of the box and stepped 
OLGZLWKDOOLQWHUQDOHGJHVVHDOHGXVLQJVLOLFRQHVHDODQW7KHER[ZDVWKHQµZUDSSHG¶
in 100 mm polyisocyanurate (PIR) foil lined rigid insulation (O = 0.022 W/(mK)) 
(Kingspan, 2011). The exterior of the insulation was sealed using generic parcel tape 
to reduce dust contamination and provide a level of robustness to the assembly. Two 
holes (Ø = 32 mm) were drilled into opposing faces from the exterior through to the 
interior to facilitate a ventilation assembly for possible future research.  
The ventilation assembly (see: Figure 49) was constructed using a length of Perspex 
tubing (1) with external and internal diameters of 32 mm and 24 mm, respectively. 
The tubing was attached to a backing plate (2) which had a central hole pre-drilled 
(Ø = 32 mm). Silicone sealant (3) was applied to the intersection of the pipe and 
plate to eliminate air leakage. Four M6 bolts (4) were fixed through countersunk 
holes in the backing plate and sealed again using silicone. These bolts allow an 
aluminium orifice plate (5) with a desired pre-drilled ventilation hole (6) to be 
attached and secured using M6 nuts (7). In addition, silicone grease was applied 
between the faces of the backing and orifice plates to ensure airflow only through the 
orifice hole. For the airtight tests an aluminium blanking plate was (no ventilation 
hole) was fitted to the assembly. 
All tests were carried out under identical psychrometric conditions with the climate 
chamber RH (i.e. RHoe) sinusoidally fluctuated about a median (RHoe = 50%) for a 
single peak to peak cycle period t = 24h with an amplitude;  
RHoe 15% ĺ 85% ĺ 15% giving a 'RHoe =  70%. 
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Figure 49 - Schematic diagram of the ventilation assembly for the isolated box where 
(1) Perspex tube, (2) backing plate, (3) sealant, (4) M6 bolts, (5) orifice plate, (6) 
ventilation hole and (7) M6 nuts. 
The isolated box interior Tie and RHie were monitored using two Tinytag Ultra 2 
sensors at an accuracy of ± 3 %RH and ± 0.5q C at 25q C. Data was recorded over a 
test period t = 48h with RHie and T monitored at intervals t = 30 s and downloaded 
upon completion using the SWCD-0040 Tinytag Explorer software. Data acquired 
from these tests was used as the validation data set for the 3D numerical models (i.e. 
WUFI Plus).  
A water evaporation dish with Ø = 16.8mm (see: Section 3.4.2.2) was placed in the 
interior of the box to represent occupant moisture loading: 
Standard box @ 86 g/h = WUFI 1m3 box @ 2.22 g/h = Isolated Box @ 0.016 g/h  
Control of evaporation time was provided using an actuator attached to a lid with a 
rubber gasket fixed to the underside to ensure a good seal was achieved. At the 
intersection of the actuator and the stepped lid, lithium grease was used to ensure the 
box remained airtight.  
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Figure 50 - Moisture generation schedule for humidity buffering testing. 
The moisture evaporation schedule to the box was controlled by opening the lid for a 
fixed period of 8 h and closing for 16 h to simulate the moisture load from two adult 
occupants at rest overnight in a standard bedroom (See: Figure 50). All samples were 
conditioned in the climate chamber at RHie = 50% for t = 48 h prior to testing to 
achieve the condition wcoat = w50. A total of six tests were performed twice for data 
integrity: 
Test 1. No material present 
Test 2. MS 3.3nm ± 2mm layer in Petri Dish (Ø = 50mm) 
Test 3. MS 4.8nm ± 2mm layer in Petri Dish (Ø = 50mm) 
Test 4. MS 8.3nm ± 2mm layer in Petri Dish (Ø = 50mm) 
Test 5. Spruce timber core ± (d = 15mm, Ø = 50mm) Epoxy resin and foil 
lining applied to side and bottom surfaces to ensure 1D moisture 
transfer 
Test 6. Gypsum core ± (d = 15mm, Ø = 50mm) Painted top surface. Epoxy 
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resin and foil lining applied to side and bottom surfaces to ensure 1D 
moisture transfer 
3.5 Numerical Modelling 
Using the same experimental design and the material properties from the physical 
models, 1D and 3D numerical models of the materials predicted response were 
simulated and model validation carried out. For the 1D modelling the WUFI Pro 
v5.1 hygrothermal simulation model was used whilst for the whole building (3D) 
modelling the WUFI Plus 2.1.1.73 hygrothermal simulation model was used (IBP, 
2012a, IBP, 2012b). Details of the model setup (i.e. envelope assemblies, climate 
conditions, input parameters etc.,) are contained in the following sections. 
3.5.1 1D Numerical Models 
The 1D numerical models were designed to replicate the testing carried out in the 1D 
physical modelling sections (see: Section 3.4.1). The 1D model was used to simulate 
material response to changes in interior and exterior psychrometric conditions. Once 
validated against the physical model, the numerical model was then utilised to 
perform a comparative study by simulating representative interior and exterior 
psychrometric conditions, different envelope assemblies, air-tightness levels etc. 
Further modelling was also undertaken to perform parametric analysis of material 
behaviour resulting from adjustment of the hygrothermal functional properties and to 
LQYHVWLJDWHWKHSRWHQWLDOIRUPDWHULDOVHOHFWLRQE\XVLQJWKHPRGHODVDµWXQLQJ¶WRRO. 
All model numerics were set to have increased accuracy and adaptive convergence 
wiWKJULGVSDFLQJVHWWRµPHGLXP¶. 
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3.5.1.1 Sorption Isotherm Model 
The sorption isotherm numerical model was designed to assess that the MS materials 
moisture uptake from the sorption isotherm tests could be easily replicated. The time 
period, tRH for each RH step in the climate file was based on the temc data from the 
physical isotherm tests for each material (see: Figure 51). To represent the same 
conditions used in the physical model, the component assembly used in WUFI Pro 
v5.1 was designed to hygrically isolate the materials such that 1D moisture flow was 
achieved. A 2mm glass barrier (ȝ = 10000) was placed on the exterior side of the 
assembly to represent a petri dish with the sample material placed on the interior side 
in a 2mm layer (see: Figure 52). All model parameters can be seen in Table 18. 
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Parameter Value Parameter Value 
Calculation Period 3 days Heat Resistance (Ext.) 0.0588 m2K/W 
Time Step 0.05 h Heat Resistance (Int.) 0.125 m2K/W 
Inclination 0q Initial RH / T 0% / 23 qC 
Exterior RH / T Step / 23 qC Interior RH / T Step / 23 qC 
Table 18 - Input parameters for the numerical sorption isotherm model. 
 
Figure 52 - Component assembly for the numerical sorption isotherm model showing 
monitor positions and grid spacing. 
3.5.1.2 Vapour Permeability Model 
The vapour permeability numerical model was designed to assess the accuracy of the 
models simulation of moisture fluxes through the MS materials. The component 
assembly used in WUFI Pro v5.1 was designed such that a unidirectional 1D 
moisture flow was achieved through the material from the exterior to the interior. 
This was achieved by a sample of depth, dį (equal to the materials corresponding 
depth in the physical model) left open to both the exterior and interior climates (see: 
Figure 53). The MS materials were simulated and all parameters used in the models 
can be seen in Table 19. 
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Parameter Value Parameter Value 
Calculation Period 24 h Heat Resistance (Ext.) 0 
Time Step 1 h Sd -Value (Ext.) 0 
Material Layers 1 Heat Resistance (Int.) 0 
Orientation ---- Sd -Value (Int.) 0 
Inclination 0q Initial RH / T 50% / 23 qC 
Exterior RH / T 94% / 23 qC Interior RH / T 50% / 23 qC 
Table 19 - Input parameters for the numerical vapour permeability model. 
 
Figure 53- Component assembly for the numerical vapour permeability model 
showing monitor positions and grid spacing. 
3.5.1.3 Sinusoidal Cyclic Response Model 
The sinusoidal cyclic response model, using the same low (30%) and high (70%) 
ǻRHie amplitudes as the physical model (see: Section 3.4.1.2) was used to validate 
the WUFI Pro v5.1 numerical model. To recreate the physical model, the component 
assembly was designed to thermally and hygrically isolate the indoor environment 
from the outdoor environment (see: Figure 54). This was achieved by placing a 1mm 
vapour barrier (Sd = 1500m) to either side of a 100mm µSuper Insulator¶ (Ȝ= 0.005 
W/(m K)), with the MS sample material layer (d = 2mm) placed on the interior 
surface. The MS materials were simulated and all parameters used in the model can 
be seen in Table 20. 
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Parameter Value Parameter Value 
Calculation Period 48 h Heat Resistance (Ext.) 0.0588 m2K/W 
Time Step 1 h Sd -Value (Ext.) 1500 m 
Material Layers 4 Heat Resistance (Int.) 0.125 m2K/W 
Orientation ---- Sd -Value (Int.) 0 
Inclination 0q Initial RH / T 50% / 23 qC 
Exterior RH / T Sine / 23 qC Interior RH / T Sine / 23 qC 
Table 20 - Input parameters for the numerical sinusoidal cyclic response model. 
 
Figure 54 - Component assembly for the numerical sinusoidal cyclic response model 
showing monitor positions and grid spacing. 
In order to assess the level of confidence in the WUFI model, the statistical variance 
between the numerically predicted data and the physical data was analysed. The 
mean difference between the coating¶s water content in the physical model, wcoat, p 
and the numerical model, wcoat, n was calculated as the mean variance, varmean. The 
mean variance was then applied as a lower limit, var(lower) and upper limit, var(upper) 
for the numerical value wcoat, n, (see: Figure 55) where var(lower) ĸ wcoat, n ĺ
var(upper). This allowed a statistical level of confidence to be applied to the numerical 
model variance by determining the percentage of occurrence of the physical data 
wcoat, p either inside or outside of the variance limits using Eq. 3.16. 
CHAPTER 3: Methodology 
S Casey  112 
 
 
	ൣ ?௖௢௔௧ǡ௣ ൒  ? ? ? ?௟௢௪௘௥ ?൧ൣ ?௖௢௔௧ǡ௣ ൑  ? ? ? ?௨௣௣௘௥ ?൧ǡ ൌ  ? ?ǡ 	 ൌ  ? ? Eq 3.16  
Using Eq. 3.15, the variance of each material was extrapolated both above and below 
the calculated value of varmean, to generate a map of variance against occurrence 
within limits (i.e. model confidence) (see: Figure 56). As the plot approaches the 
maximum y-axis value (y = 100%) as indicated in the diagram, occurrence within 
limits increases and variance reduces. This implies that a material plot approaching 
this region shows increased accuracy in the numerical model for that material. 
 
Figure 55 - Methodology for calculating variance occurrence inside and outside 
limits (Casey et al., 2012b). 
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Figure 56 - Methodology for determining variance range and model confidence 
(Casey et al., 2012b). 
3.5.1.4 ǻRHie Sensitivity Analysis Model  
The next stage of the 1D modelling was to determine the sensitivity of RHcoat and 
wcoat to changes in RHie for the MS materials within the model. To achieve this, the 
sinusoidal cyclic response simulations were expanded, whilst maintaining identical 
parameters, to cover an increased 'RHie range (see: Figure 57):  
'RHie = 10%, 30%, 50%, 70% and 90%.  
As in the previous model, all amplitudes were fluctuated sinusoidally about a RHie 
mean of 50% across a period t = 24 h for two full cycles. The total change in 
moisture content, 'wcoat and relative humidity, 'RHcoat were then calculated using 
the simulated maximum and minimum values, respectively and plotted against the 
corresponding 'RHie to assess material response over the RHie range. For the 
sensitivity of ǻRHie, only MS 3.3 MS 4.7 and MS 8.3 were simulated. 
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Figure 57 - Sinusoidal variation of RHie for sensitivity analysis model. 
3.5.1.5 Material Tuning Model 
The next stage of sensitivity analysis was to focus on utilising WUFI Pro v5.1 as a 
numerical tool to allow MS materials to be tuned for any specific application, i.e. a 
given set of psychrometric conditions. To test this hypothesis, it was necessary to 
determine to what extent each of the hygrothermal functional properties contribute to 
the behaviour of the MS coatings in the software. A series of three models were 
designed, each one tuning the behaviour of one MS material to match that of 
another: 
MS 3.3 ĺ MS 8.3, MS 4.7 ĺ MS 3.3 and MS 4.7 ĺ MS 8.3 
The procedure in each case was carried out as follows: 
1. Adjust the sorption isotherm values (w20,ĺ w50, ĺ w80, ĺ wf) to match the 
new material values 
2. Adjust the water vapour diffusion resistance factor, ȝ to match the new 
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material 
3. Adjust the water absorption coefficient, Aw to match the new material 
Considering the difference in ǻRHcoat and ǻwcoat values between the old and new 
material to represent 100%, the percentage changes in response to each adjustment 
were then quantified respective to this where a case of identical behaviour between 
old and new materials gave a percentage match approaching zero. All three models 
were simulated using an identical setup as that outlined for the sinusoidal cyclic 
response model (see: Section 3.5.1.3) and again run under the same 'RHie range 
used in the previous test (10%, 30%, 50%, 70% and 90%) with average values of 
ǻRHcoat and ǻwcoat used. 
3.5.1.6 1D Building Retrofit Model 
The final stage of the 1D numerical modelling was to perform a comparative study 
by analysing the performance of the three MS materials under representative external 
climate conditions and compare the results with those of traditional construction 
materials. To achieve this, four test cases were designed (see: Figures 58 - 61): 
Case 1. Standard wall. A solid brick wall with 15mm dense gypsum plaster 
having a painted interior surface finish.  
Case 2. Retrofitted gypsum wall. A solid brick wall with dense gypsum 
plaster. Retrofitted internally with a vapour barrier, vacuum insulation 
panel and dense gypsum plaster panelling with painted surface finish.  
Case 3. Retrofitted spruce wall. A solid brick wall with dense gypsum plaster. 
Retrofitted internally with a vapour barrier, vacuum insulation panel 
and unfinished spruce cladding. 
Case 4. Retrofitted MS wall. A solid brick wall with dense gypsum plaster. 
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Retrofitted internally with a vapour barrier, vacuum insulation panel 
and a thin MS material coating. 
 
Figure 58 ± Case 1 assembly for the numerical building retrofit model showing 
monitor positions and grid spacing. 
 
Figure 59 - Case 2 assembly for the numerical building retrofit model showing 
monitor positions and grid spacing. 
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Figure 60 - Case 3 assembly for the numerical building retrofit model showing 
monitor positions and grid spacing. 
 
Figure 61 - Case 4 assembly for the numerical building retrofit model showing 
monitor positions and grid spacing. 
To simulate a typical building scenario, the building volume was set to 500m3 with a 
user defined air exchange rate of 0.5 ACH for Case 1 (i.e. pre retrofitting) and 0.1 
ACH for Cases 2 - 4 (i.e. post retrofitting). Short-wave absorptivity, Į was assumed 
to be 0.68 for red brick and a long-wave emissivity, H of 0.7. Internal vapour 
resistances were set according to material type except for Case 1 and 2 where an Sd-
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Value of 0.5 m was selected to represent increased vapour resistance from the paint 
finish on the gypsum. 
The exterior climate file used (see: Figure 62) for the model was generated from the 
CIBSE test reference year (TRY) file for Nottingham (CIBSE, 2008)XVLQJ:8),¶V
µFUHDWHFOLPDWHILOH¶VRIWZDUHWRROThe calculation period was for one year from 1st 
October 2011 to 1st October 2012. The interior climate file was generated from the 
exterior file XVLQJ:8),¶Vbuilt in calculator. This is an iterative calculation method 
based on ASHRAE 160 standard (ASHRAE, 2009b) that is used to determine indoor 
design conditions. µ+HDWLQJ2QO\¶ZDVVHOHFWHGIRUWKHDLUFRQGLWLRQLQJPHWKRGZLWK
a floating indoor temperature shift of 6qC and a set point for heating of 23qC. 
Moisture generation was set at 9 x 10-5 kg/s for all cases. Other parameters used in 
the model can be seen in Table 21. 
 
Figure 62 - External climate for the 3D building retrofit model generated from the 
Nottingham CIBSE TRY file. 
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Parameter Value Parameter Value 
Calculation Period 1 year Heat Resistance (Ext.) 0.0588 m2K/W 
Time Step 1 h Sd -Value (Ext.) 0 
Orientation West Heat Resistance (Int.) 0.125 m2K/W 
Inclination 90q Initial RH / T 80% / 20 qC 
Exterior RH / T CIBSE TRY Interior RH / T ASHRAE 160 
Table 21 - Input parameters for the numerical building retrofit model. 
3.5.2 3D Numerical Models 
The whole building (3D) numerical models were designed to replicate the testing 
carried out in the 3D physical modelling section (see: Section 3.4.2). The 3D models 
were used to perform parametric analysis of the material¶s influence on interior 
humidity levels by altering envelope assemblies, materials, occupancy levels and 
ventilation and/or air infiltration to the interior environment. 
 
Figure 63 - Schematic representation of the 3D numerical model volume showing a 
central monitoring node and the hygrothermal fluxes. 
Unlike the 1D model, the 3D model allows monitoring of the changes to interior 
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psychrometric conditions using a central monitoring node based on the changes 
listed above (see: Figure 63). Once validated against the physical model, the 
numerical model was then utilised to perform a comparative study of humidity 
buffering performance by using representative exterior psychrometric conditions 
with different envelope assemblies. Further energetic 3D modelling was used to 
determine potential operational energy savings by utilising oversized HCHD plant 
(see: Section 3.5.2.6). 
All 3D models were scaled as discussed in Section 3.4.2.1 and have certain 
parameters that remain the same through the various modelling phases and are listed 
in Table 22. The volumes were constructed using the WUFI building wizard to have 
a rectangular main facade with d1 = 1 m and d2 = 1 m. The storey height was set at 1 
m for 1 storey only. The roof was selected as an unheated space with dimensions h1 
= 0.5 m. 7KHERWWRPRIWKHYROXPHZDVVHOHFWHGDVµ2QJURXQG¶,QDOOFDVHVWKHURRI
space was GHVLJQDWHGDVDQµXQKHDWHGVSDFH¶DQGVHWWRWKHRXter climate. As in the 
1D simulations, all model numerics were set to have increased accuracy and adaptive 
FRQYHUJHQFHZLWKJULGVSDFLQJVHWWRµPHGLXP¶ 
Parameter Value Parameter Value 
Time Step 1 h Optional Climate 50% / 23 qC 
Net Volume 1 m3 Inner Climate Calculated 
Main Orientation South Initial RH / T 50% / 23 qC 
Initial CO2 1000 ppmv Calculation Accuracy 0.5% / 0.5 qC 
Table 22 - Unchanged input parameters for all 3D numerical models. 
3.5.2.1 Material Humidity Buffering Model 
The material humidity buffering model was designed to validate the numerical 
model using the same conditions as the humidity buffering experiments (see: Section 
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3.4.2.3). Once validated, the numerical model was then used to perform a range of 
expansive simulations as described in the following sections. The parameters used in 
the material humidity buffering model can be found in Table 23.  
The envelope was designed to thermally and hygrically isolate the indoor 
environment from the outdoor. (see: Figure 64). This was achieved by placing a 
2mm vapour barrier (Sd = 1500 m) to the exterior and interior of a 240 mm µVXSHU-
LQVXODWRU¶ (Ȝ= 0.003 W/(m K)). The same assembly was used for walls, floor and 
ceiling. A moisture profile was applied to the model using thH µ,QQHU
/RDGV2FFXSDQF\¶ WRRO ZLWK D VFDOHG XS JHQHUDWLRQ UDWH RI  JK EHLQJ DGGHG
between 0:00 and 8:00 to match the physical model (see: Section 3.4.2.1). A steady 
state external climate file was used for all simulations (T = 23 qC, RHoe = 50%) with 
no air infiltration.  
Parameter Value Parameter Value 
Calculation Period 7 Days HVAC None 
Sd -Value (Int.) 1500 m Sd -Value (Ext.) 1500 m 
Rsi (Wall) 0.13 m2K/W Rse (Wall) 0.04 m2K/W 
Rsi (Roof) 0.1 m2K/W Rse (Roof) 0.1 m2K/W 
Rsi (Ground) 0.17 m2K/W Rse (Ground) 0.04 m2K/W 
Absorption Coefficient 0 Emission Coefficient 0 
Envelope U-Value 0.004 W/m2K Envelope R-Value  240 m2K/W 
Table 23 - Input parameters for the material humidity buffering model. 
To match the physical model, a total of six simulations were performed. As the ratio 
of hygrothermal material (exposed surface area) to interior wall surface area in the 
physical model was approximately 3%, it was necessary to maintain this ratio in the 
numerical PRGHO DOVR 7R DFKLHYH WKLV D µ1RQ-9LVXDOLVHG &RPSRQHQW¶ with a 
proportional surface area (A = 0.12 m2) was added to the model and attached to the 
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building interior (Zone 1: Heated Space). The assembly of the component consisted 
of an oversized vapour barrier (Sd = 1500 m) to ensure moisture transfer to the test 
materials placed on the interior was 1D only. Material depth was selected to match 
that of the physical model (See: Section 3.4.2.3).  
In order to assess the level of confidence in the WUFI Plus model, the statistical 
variance between the numerically predicted data and the physical data was analysed 
using the same procedure as discussed in Section 3.5.1.3. 
 
Figure 64 - Envelope assembly for the 'non-visualised attacKPHQW¶ LQ WKHKXPLGLW\
buffering model. 
3.5.2.2 Increased Hygrothermal Area/ Volume Ratio Model 
The increased hygrothermal area/ volume model expanded on the previous model by 
sequentially increasing the ratio of hygrothermal material surface area to the internal 
wall surface area. This allowed analysis of the effectiveness of the materials to be 
determined i.e. what quantity of material is required to produce the desired humidity 
buffering within ASHRAE limits. The steps were: 
0% ĺ 5% ĺ 10% ĺ 20% ĺ 40% ĺ 60% ĺ 80% ĺ 100% 
For the six hygrothermal materials, tKH HQYHORSH DQG µQRQ-YLVXDOLVHG FRPSRQHQW¶
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constructions remained the same as those used in the previous model. An external 
FOLPDWH ILOHZDVJHQHUDWHGXVLQJ WKH µ&UHDWH&OLPDWH)LOH¶ VRIWZDUH to sinusoidally 
fluctuate RHoe about a median (RHoe = 50%) at constant temperature (T = 23 qC) for 
a single peak to peak cycle period t = 24 h with an amplitude:  
RHoe 15% ĺ 85% ĺ 15% giving a 'RHoe =  70% (see: Figure 57). 
The model was then further expanded by running the same set of proportional area 
simulations under four different air exchange rates, with and without the moisture 
generation schedule from Section 3.4.2.1 to assess the impact of air infiltration on 
material effectiveness. The steps were: 
0.1 ACH ĺ 0.2 ACH ĺ 0.5 ACH ĺ 1.0 ACH. 
3.5.2.3 Cyclic Response Testing Model 
The cyclic response testing model was designed to assess the effects of the 
hygrothermal materials (at 100% surface area ratio) on RHie under differing ǻRHoe 
amplitude variations. Similarly to the 1D sensitivity analysis model (see: Section 
3.5.1.4), this allowed sensitivity analysis to be undertaken over an extended humidity 
range testing model linearity. An external climate file was generated to sinusoidally 
fluctuate RHoe about a median (RHoe = 50%) at constant temperature (T = 23 qC) for 
a single peak to peak cycle period t = 24 h for 4 different climates (see: Figure 57 for 
illustrative example): 
Climate 1. RHoe 15% ĺ 85% ĺ 15% giving a 'RHoe =  70% 
Climate 2. RHoe 25% ĺ 75% ĺ 25% giving a 'RHoe =  50% 
Climate 3. RHoe 35% ĺ 65% ĺ 35% giving a 'RHoe =  30% 
Climate 4. RHoe 45% ĺ 55% ĺ 45% giving a 'RHoe =  10% 
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In total, 6 building scenarios were designed to represent the retrofitting of a typical 
building.  To have continuity across the research the cases reflected those in the 1D 
building retrofit models (see: Section 3.5.1.6). All material properties and 
dimensions were identical. However there were no monitor positions in the 
constructions. (see: Figures 58 - 61).  
An identical envelope assembly (for each case) was used for all walls, floors and 
ceilings. Common parameters across all cases are contained in Table 24, whilst all 
other parameters applicable for each case can be seen in Tables 25 ± 28. As in the 
previous section, the model was again further expanded by running the same set of 
simulations under four different air exchange rates to assess the impact of air 
infiltration on 'RHie sensitivity (see: Section 3.5.2.1). 
Parameter Value Parameter Value 
Calculation Period 7 Days HVAC None 
Rsi (Wall) 0.13 m2K/W Rse (Wall) 0.04 m2K/W 
Rsi (Roof) 0.1 m2K/W Rse (Roof) 0.1 m2K/W 
Rsi (Ground) 0.17 m2K/W Rse (Ground) 0.04 m2K/W 
Absorption Coefficient 0.68 Emission Coefficient 0.9 
Table 24 - Common input parameters for all cyclic response 3D numerical models. 
Parameter Value Parameter Value 
Sd -Value (Int.) 0.5 m Sd -Value (Ext.) 0 m 
Envelope U-Value 1.55 W/m2K Envelope R-Value  0.475 m2K/W 
Table 25 - Input parameters for the cyclic response model - Case 1: Standard Wall. 
Parameter Value Parameter Value 
Sd -Value (Int.) 0.5 m Sd -Value (Ext.) 0 m 
Envelope U-Value 0.02 W/m2K Envelope R-Value  40.55 m2K/W 
Table 26 - Input parameters for the cyclic response model - Case 2: Retrofitted Wall. 
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Parameter Value Parameter Value 
Sd -Value (Int.) 0 m Sd -Value (Ext.) 0 m 
Envelope U-Value 0.02 W/m2K Envelope R-Value  40.642 m2K/W 
Table 27 - Input parameters for the cyclic response model - Case 3: Spruce Cladding. 
 
Parameter Value Parameter Value 
Sd -Value (Int.) 0 m Sd -Value (Ext.) 0 m 
Envelope U-Value 0.02 W/m2K Envelope R-Value  40.515 m2K/W 
Table 28 - Input parameters for the cyclic response model - Case 4: MS Coating. 
3.5.2.4 Increased Moisture Load Model 
The increased moisture load model was designed to assess the effects of the 
hygrothermal materials on the indoor conditions under a moisture µRYHU-ORDGLQJ¶
scenario. An example of this would be a large gathering of people in a house or use 
of excessive moisture generating equipment (i.e. steam cleaner). The external 
climate file was generated to sinusoidally fluctuate RHoe about a median (RHoe = 
50%) at constant temperature (T = 23 qC) for a single peak to peak cycle period t = 
24h: 
RHoe 15% ĺ 85% ĺ 15% giving a 'RHoe =  70% 
As in the previous model, a total of six building scenarios were simulated to 
represent the retrofitting of a typical building with identical material properties, 
parameters and dimensions. The envelope assemblies used for all walls, floors and 
ceilings (for each case) remained the same. Two sets of increased moisture profiles 
were applied to the model in order to UHSUHVHQWµ$FWLYH$GXOWV¶SUHVHQWLQHLWKHU
the morning or evening for a period t = 4 h. Table 29 contains the profiles of times 
and moisture loads, gg. As in the previous section, the model was again further 
expanded by running the same set of simulations under four different air exchange 
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rates to assess the impact of air infiltration on 'RHoe sensitivity (see: Section 
3.5.2.1). 
Morning Occupancy Evening Occupancy 
Time (h) gg  (g/h) Time (h) gg  (g/h) 
0 to 8 0 0 to 18 0 
8 to 12 51.25 18 to 22 51.25 
12 to 24 0 22 to 24 0 
Table 29 - Morning and evening moisture profiles for the increased occupancy 
numerical model. 
 
Figure 65 - *UDSK VKRZLQJ µRYHU-ORDGLQJ¶ RFFXSDQF\ VFKHGXOHV DQG VLQXVRLGDO
variation of RHoe for the increased moisture load model. 
3.5.2.5 Increased Air Exchange Rate Model 
The increased air exchange rate model was designed to assess the effectiveness of 
the hygrothermal materials under a sudden increase in ventilation. A typical example 
of this scenario would be opening numerous windows in a house. The external 
climate file used was the same as the previous model ('RHoe =  70% at 23 qC). The 
same six building scenarios were simulated with identical material properties, 
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parameters and dimensions (see: Section 3.5.2.4). The envelope assemblies used for 
all walls, floors and ceilings (for each case) remained the same. Two sets of 
increased veQWLODWLRQSURILOHVZHUHDSSOLHGWRWKHPRGHOXVLQJWKHµ9HQWLODWLRQ¶WDELQ
WKHµ'HVLJQ&RQGLWLRQV¶ WRRO$SURILOHZDV LQSXW WRVLPXODWHRSHQLQJDQXPEHURI
windows, either in the morning or evening, for a period t = 8 h. Table 30 contains the 
profiles of times and ventilation, ACH. The model was expanded by simulating 
under 5 increased ventilation rates: 
1 ACH ĺ 2 ACH ĺ 3 ACH ĺ 5 ACH ĺ 10 ACH. 
 
Figure 66 - Graph showing window opening schedules and sinusoidal variation of 
RHoe for the increased air exchange rate model. 
Morning Occupancy Evening Occupancy 
Time (h) ACH  Time (h) ACH 
0 to 8 0.1 0 to 16 0.1 
8 to 16 1, 2, 3, 5, 10 16 to 24 1, 2, 3, 5, 10 
16 to 24 0.1 
  Table 30 - Morning and evening ACH profiles for the increased air exchange 
numerical model. 
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3.5.2.6 3D Representative Climate Model 
The final stage of the 3D numerical modelling was to perform a comparative study 
of the three MS materials and the traditional construction materials using the same 
exterior climate file used in Section 3.5.1.6, generated from the CIBSE test reference 
year (TRY) file for Nottingham (see: Figure 62).  
In addition WUFI Plus was used to perform analysis of any potential operational 
energy savings gained from using the MS materials to buffer RHie by monitoring the 
HCHD plant energy load required for control when the humidity moved outside of 
preset limits. To achieve this and to perform comparative analysis, the same six test 
cases were again used with identical parameters as used previously for four 
modelling stages: 
Stage 1. Simulation of a 2 year period to investigate the influence of increasing 
depths of the material coatings (2 mm, 4 mm, 8 mm and 12 mm) 
Stage 2. Repeat of stage 1 at a selected material depth with and without 
occupation to perform further comparative analysis 
Stage 3. Repeat of stage 2 (occupied only) with a HCHD plant specified to 
control the interior climate at 21 qC < T > 25 qC and 45% < RHie > 65% 
complete HCHD control for t = 24 h 
Stage 4. Repeat of stage 3 with partial HCHD control for t = 8 h 
Stage 5. Repeat of stage 4 with the HCHD plant limits set at T = 23 qC and 40% < 
RHie > 70% to represent the ASHRAE comfort conditions 
The oversized HCHD plant (1 GW) was specified so that any equipment limitations 
would not be a factor in the analysis. This allowed for instantaneous and complete 
control of Tie and RHie when outside the limits set out above. In the complete control 
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scenario the HCHD plant was operated constantly, whilst for the partial control 
scenario the HCHD control was set to operate only for the period where typical 
building occupation would occur, from 00:00 to 08:00 (t = 8 h). 
The calculation period for all simulations was for two years from 01/01/12 to 
01/01/14. It is important to note however that the climate file used is not an actual 
representation of these years. Results presented in Section 6.8 are for the second year 
only to allow for one full year of pre-simulation and correct convergence within the 
model. In general, this resulted in slightly higher RHie levels than would have been 
otherwise presented for the first year only and so was deemed to be a better 
representation of moisture loading.  
3.6 Experimental Error 
3.6.1 Pore Network Characterisation  
For the physisorption results (see: Section 4.2.1) errors are shown in the results where 
applicable. Mean pore diameter, pore volume and monolayer volume results have no 
error shown as the data is interpreted from the adsorption isotherm results (see: Figures 
68 and 69). The solid density results obtained using the helium pycnometer are accurate 
to within ± 0.09% when the sample volume, cell volume and sample mass errors are 
considered (see: Section 4.2.4). Where the average value is represented, the cumulative 
accuracy across the five tests is calculated and shown in Table 32. 
For the bulk density results measured gravimetrically the mass measurements taken 
XVLQJWKH9LEUD+7EDODQFHZHUHDFFXUDWHWRPJ§IRUDJVDPSOH
and are negligible. Volume measurements were accurate only to 5% using the 
graduated cylinder. Where the bulk density average value is represented, the 
cumulative accuracy across the three tests is calculated and shown in Table 33 with 
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the corresponding porosity error shown in Table 34. 
3.6.2 Hygrothermal Characterisation  
The sorption isotherm, vapour permeability, water absorption and MBV tests (see: 
Section 4.3.1 ± 4.3.5) were carried out using the same Vibra HT balance (accuracy ± 
0.01%) and therefore any errors are negligible.  
The thermal conductivity testing performed using the using the Seteram MTPS 
technique was accurate to ± 5%. Where the average value is represented, the 
cumulative accuracy across the five tests is calculated and shown in Table 41. The 
specific heat capacity measurements performed using the using differential scanning 
calorimetry was accurate to ± 2% with the cumulative accuracy across the five tests 
is calculated and shown in Table 42. 
3.6.3 Physical Modelling  
The 1D physical modelling was undertaken using the Vibra HT balance to measure 
mass uptake (accuracy ± 0.01 %) and therefore any errors are negligible and are not 
shown. In the 3D model, however relative humidity is measured using the Tinytag 
 is represented 
graphically in Section 6.3.1, Figure 98 with the results from the physical model 
shown as a grey shaded area. 
3.7 Summary 
This chapter outlined the methodology that was designed to meet the objectives 
outlined in Section 1.4. The research methodology consisted of three distinct stages: 
x To establish a link between material behaviour under set psychrometric 
FRQGLWLRQVDQG WKHPDWHULDO¶VSRUHQHWZRUNJHRPHWU\experimental analysis 
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to characterise the hygrothermal functional properties and the pore network 
of the materials using a range of techniques as outlined in Sections 3.2 and 
3.3 were carried out.  
x In Sections 3.4.1 and 3.5.1 the 1D physical and validated numerical models 
were designed to parametrically analyse material behaviour based on the 
hygrothermal properties obtained during Section 3.3. The range of 'RHie 
amplitudes simulated allowed sensitivity analysis of material behaviour. A 
comparative study of the desiccant material performance against that of 
traditional materials under representative climate conditions and building 
envelopes was also designed. This enabled analysis to be carried out to 
determine the applicability of using the numerical model as a material 
VHOHFWLRQ WRRO E\ µWXQLQJ¶ PDWHULDO SURSHUWLHV DQG OLQNLQJ ZLWK WKH SRUH
network characteristics.  
x In Sections 3.4.2 and 3.5.2 the 3D physical and validated numerical models 
were designed to parametrically analyse changes to internal climate 
conditions, occupant comfort and potential energy savings resulting from the 
presence of the hygrothermal materials under representative moisture 
generation schedules and external climates. The analysis was expanded by 
altering envelope assemblies, materials, occupancy levels and air infiltration 
to the interior environment. 
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4 CHAPTER 4: Material Characterisation Results 
4.1 Introduction 
This chapter presents the results obtained from the characterisation of the pore 
network and hygrothermal functional properties as discussed in Section 1.4 to meet 
Objective 2. 
4.2 Characterisation of the Porous Network Results 
4.2.1 N2 Physisorption 
N2 Physisorption results were obtained based on the techniques and theory presented 
in Sections 2.4 and 4.2.1. As discussed, powder samples of mass m § 0.25 g were 
initially vacuum desiccated for a period t = 24 h before being placed in a sample vial 
on the test rig and prepared by outgassing under elevated temperature T  120 qC 
and vacuum conditions for a period of time t = 6h. The specific surface area (SSA), 
pore volume and monolayer adsorption for the eight candidate materials; MS3.3, 
MMS4.8, MS4.7, MS8.3, Bentonite, Mol Sieve 10Å, Silica Gel and Clinoptilolite 
were determined using multipoint Brunauer-Emmett-Teller (BET) analysis and the 
data is presented in Table 31.  
For MS 4.7, MS 8.3 and MMS 4.8 the SSA was significantly higher than the 
FRQYHQWLRQDOGHVLFFDQWVZKLOVW06DQGVLOLFDJHODSSHDUWRKDYHVLPLODU66$¶V
Both bentonite and clinoptilolite have comparatively ORZ66$¶VRI29 m2/g. There 
was a positive relationship between mesopore diameter and pore volume in the 
MS/MMS samples, but not to SSA which may suggest that the mesopores have 
varying degrees of corrugation contributing to an increased SSA for the MMS 4.8 
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and MS 4.7 samples. All data for the non MS samples compared favourably with 
previously published data (Gao et al., 2006, Wang et al., 2009, ASHRAE, 2009a, 
Zalba et al., 2009). 
 
BET     
Surface Area     
(m2/g) 
Monolayer 








MS 3.3* 748 ± 5.24  163.31 0.65 3.3 
MMS 4.8* 1574 ± 22.27 361.78 0.72 4.7 
MS 4.7* 1114 ± 17.65 256.10 1.14 4.7 
MS 8.3* 1084 ± 8.62 249.11 1.32 8.3 
Mol Sieve 10Å 538 ± 10.67 123.63 0.35 1.2 
Silica Gel 701 ± 2.06 161.09 0.42 2.6 
Clinoptilolite 29 ± 0.13 6.66 0.14 §30 
Bentonite 29 ± 0.04 6.68 0.18 §14 
*Results obtained by Prof. Edman Tsang at the University of Oxford 
Table 31 - Results of N2 physisorption measurements of the candidate materials 
(Hall et al., 2012). 
 Figure 67 ± N2 adsorption/desorption isotherms of all candidate materials. 
The N2 isotherms for the candidate materials are shown in Figure 67. The MS 
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materials showed increased N2 monolayer capacities over the conventional 
desiccants with the exception of MS 3.3 having less capacity than the silica gel 
sample. The MS materials were all variants of Type IV isotherms indicating a 
mesoporous network with MS 4.7 displaying pronounced hysteresis suggestive of 
type µE¶SRUHVZLWKnarrow openings leading to the µLQNERWWOH¶HIfect (see: Section 
2.4.1). The 10Å molecular sieve showed typical Type I isotherm behaviour 
associated with microporous materials with significant initial uptake but no N2 
adsorption in the mesopore range. Clinoptilolite and bentonite showed minimal 
adsorption across the entire pore range.  
Figures 68 and 69 show the mesopore diameter volumetric distribution, determined 
by the Barrett±Joyner±Halenda (BJH) method, for the candidate materials. 
Clinoptilolite and bentonite displayed wide ranging mesopore distributions 
approaching the macropore range. There was evident bimodal pore distribution for 
the MMS 4.8 sample again suggesting some corrugation within the pore network 
leading to misinterpretation of the N2 desorption isotherm by the BJH algorithm. 
 
Figure 68 - BJH pore size distribution of the MS samples (Hall et al., 2012b). 
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Figure 69 - BJH (C = 90) pore size distribution of the four non-MS samples. 
4.2.2 Corroboration of N2 Physisorption Results 
Due to the lack of certainty obtained from the N2 physisorption results for the MS 
samples it was deemed necessary to corroborate the data using supporting evidence 
from additional pore characterisation techniques.  
4.2.2.1 Small Angle X-Ray Scattering 
Powder Small Angle X-Ray Scattering (SAXRS) results were obtained and 
interpreted by colleagues at the University of Oxford based on the techniques and 
theory presented in Section 3.2.3.2. In general the d spacings shown in Figure 70 
correspond to the mean mesopore diameters as determined by N2 physisorption 
previously. There was no evidence of a double spacing for the MMS 4.8 material 
that appeared from the BJH analysis with single peak equivalent pore size diameters 
for all MS materials, supporting the theory that corrugation may occur within the 
pores of the MMS 4.8 material. 
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Figure 70 - SAXRS diffractograms of the MS samples obtained by Prof. Edman 
Tsang at the Wolfson Catalysis Centre, Department of Chemistry, University of 
Oxford (Hall et al., 2012b). 
4.2.2.2 Transmission Electron Microscopy 
To finalise the corroboration of MS pore size distribution Transmission Electron 
Microscopy (TEM) was conducted by colleagues at the University of Oxford based 
on the techniques and theory presented in Section 3.2.3.3. Figure 71 shows the TEM 
bright-field-contrasted micrographs for (A) MS 3.3, (B) MMS 4.8, (C) MS 4.7 and 
(D) MS 8.3.  
There was evidence of the mesoporous structure observed in images A, C and D 
whilst image B showed the spherical form of the MMS 4.8 material with an average 
particle diameter of §500nm. Thresholding analysis of A, C and D using the 
graphical software Image J was carried out to measure pore size by bracketing the 
contrast/ brightness in the micrographs with a series of width measurements taken 
using calibrated line measurements of the thresholded pore spaces. The results 
showed good corroboration of the results from both BJH and SAXRS methods used 
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Figure 71 - TEM bright field micrographs of the MS samples obtained by Prof. 
Edman Tsang at the Wolfson Catalysis Centre, Department of Chemistry, University 
of Oxford (Hall et al., 2012b). 
4.2.3 Scanning Electron Microscopy 
As presented in Section 3.2.2, Scanning Electron Microscopy (SEM) was conducted 
based on the outlined techniques and theory to characterise the MS materials surface 
morphology, investigate any impurities, confirm the silica elemental composition 
and also to indicate macropore distribution. Figure 72 shows micrographs for the 
four MS materials with MS 3.3 (A), MMS 4.8 (B), MS 4.7 (C) and MS 8.3 (D). To 
provide an indication of macropore size distribution a scaled set of pore sizes (25 nm 
ĺ 250 nm) were superimposed onto the micrographs.  
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It was evident that the MMS 4.8 (B) sample showed the same mono-dispersed 
spherical nature observed from the TEM analysis (see: Section 4.2.2) with 
corroboration of particle size distribution (>500 nm). The MS materials (A,B and C) 
appeared to be formed from clusters of individual particles which had sintered 
together to form agglomerations forming meso and macro-pore networks between 
the clusters. Sintering of the particles (D) was evident with resultant damage (F) after 
separation. This can be seen in greater detail in the multi-scale set of images 
contained in Figure 73. The Pt sputter coating (E) obscured any imaging of 
individual mesopores whilst macropores were clearly visible. 
 
Figure 72 - SEM micrographs of the four MS samples (Hall et al., 2012b). 
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Figure 73 - Mufti-scale SEM micrographs of MMS 4.8. 
Spectral analysis using EDX was conducted on all MS samples with Figures 74 - 76 
showing the EDX results. Whilst all samples were generally free from contamination 
and, as expected were composed of silica, the spectral analysis of MS 8.3 showed 
traces of Sodium (Na) and Bromine (Br) suggesting the possible presence of Sodium 
Bromide (NaBr) residues due to incomplete washing during the MS synthesis (see: 
Section 3.1.1). 
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Figure 74 - EDX spectral analysis of MS 4.7. 
 
Figure 75 - EDX spectral analysis of MMS 4.8. 
 
Figure 76 - EDX spectral analysis of MS 8.3. 
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4.2.4 Density and Porosity 
Solid density was determined by helium pycnometry using the Micrometrics 
Accupyc 1330 gas pycnometer as described in Section 3.2.1.1. Sample masses (m §
0.5 g) of each MS/MMS and conventional desiccant material were analysed with the 
results for Usolid presented in Table 32. MS 8.3 had a slightly elevated density (Usolid = 
2.65 g/cm3) compared to the other three MS samples (Usolid § 2.14 g/cm3) which is in 
agreement with the SEM spectral analysis that found the possible presence of 
residual NaBr (having a higher solid density, Usolid =3.21 g/cm3).  
 
Solid Density (g/cm3) 
 
U1 U2 U3 U4 U5 Uaverage 
MS 3.3 2.13 2.09 2.07 2.09 2.08 2.09 ± 0.024  
MMS 4.8 2.23 2.16 2.15 2.15 2.13 2.16± 0.034 
MS 4.7 2.23 2.18 2.19 2.17 2.14 2.18± 0.054 
MS 8.3 2.65 2.65 2.65 2.65 2.65 2.65± 0.005 
Mol Siv 10Å 2.57 2.42 2.34 2.28 2.25 2.37± 0.174 
Silica Gel 2.20 2.15 2.13 2.12 2.11 2.14± 0.044 
Clinoptilolite 2.31 2.28 2.27 2.26 2.25 2.27± 0.034 
Bentonite 2.61 2.62 2.62 2.61 2.63 2.62± 0.025 
Table 32 - Solid density for the eight candidate materials. 
Bulk density, Ubulk  for the eight candidate materials was determined gravimetrically 
as described in Section 3.2.1.2 with the results presented in Table 33. Using data for 
solid and bulk density, combined with data from the BET analysis, calculation of the 
relative proportion of mesopore volume, VMeso and macropore volume VMacro to total 
pore volume, Vtotal was carried out (see: Table 34). Vtotal was calculated as the 
reciprocal of Ubulk. The proportion of VMeso was determined as the percentage of VMeso 
to Vtotal.  
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Mass (g) Volume (cm3) Density (g/cm3) 
 
m1 V1 V2 V3 ȡ1 ȡ2 ȡ3 ȡaverage 
MS 3.3 1.14 2.18 2.27 2.36 0.52 0.50 0.48 0.50 ± 0.06 
MMS 4.8 1.28 1.98 2.13 1.86 0.64 0.60 0.69 0.64 ± 0.12 
MS 4.7 0.86 2.69 2.42 2.55 0.32 0.35 0.34 0.34 ± 0.04 
MS 8.3 1.23 2.13 1.98 1.86 0.58 0.62 0.66 0.62 ± 0.11 
Mol Siv 10Å 2.57 3.12 3.74 3.40 0.83 0.69 0.76 0.76 ± 0.17 
Silica Gel  2.69 3.54 3.40 3.27 0.76 0.79 0.82 0.79 ± 0.09 
Clinoptilolite 2.54 3.69 3.55 3.83 0.69 0.72 0.66 0.69 ± 0.09 
Bentonite  2.30 3.26 3.24 3.69 0.70 0.54 0.62 0.62 ± 0.11 
Table 33 - Bulk density for the eight candidate materials. 
 
Usolid Ubulk VTotal VMeso VMacro VMeso Porosity 
 
g/cm3 g/cm3 cm3/g cm3/g % % % 
MS 3.3nm 2.09 0.50 1.99 0.65 67.37 32.63 76.02 ± 12 
MMS 4.8nm 2.16 0.64 1.56 0.72 53.49 46.51 70.26 ± 18 
MS 4.7nm 2.18 0.34 2.97 1.14 61.83 38.17 84.59 ± 14 
MS 8.3nm 2.65 0.62 1.62 1.32 18.61 81.39 76.70 ± 18 
Mol Siv 10Å 2.37 0.76 1.32 0.35 73.59 26.41 68.10 ± 22 
Silica Gel 2.14 0.79 1.26 0.42 67.07 32.93 63.01 ± 12 
Clinoptilolite 2.27 0.69 1.45 0.14 90.48 9.52 69.61 ± 12 
Bentonite 2.62 0.62 1.61 0.18 89.10 10.90 76.23 ± 18 
Table 34 - Summary of the porous network properties for the eight candidate 
materials. 
Figure 77 shows the relative proportion of mesopore and macropore volume to total 
volume for each candidate material. In general, as the pore diameter increased for the 
MS materials, VMeso increased correspondingly whilst Vtotal and VMacro decreased. 
This suggests that the pore wall thickness reduces as the mesopore diameter is 
increased during MS material synthesis. MS 4.7 in particular has a large ratio of 
macro/meso pores when compared to the other MS materials. 
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Figure 77 - Graph showing the relative proportion of mesopore and macropore 
volume to total pore volume for the eight candidate materials (Hall et al., 2012b). 
4.3 Characterisation of Hygric Functional Properties Results 
4.3.1 Sorption Isotherms 
4.3.1.1 Desiccator Jars 
The initial set of vapour sorption isotherm tests was carried out using the desiccator 
jar method as described in Section 3.3.1.1. From Figure 78 it can be seen that the 
EMC levels in the hygroscopic range for the two MS materials were very low when 
compared to the other desiccants and not as expected (see: Section 2.6.4). The 
molecular sieve (Mol Siv 10Å) displayed a typical microporous (Type I) isotherm 
with the majority of moisture adsorbed below 20%RH and limited uptake in the 
hygroscopic region. Silica gel, bentonite and clinoptilolite all showed Type IV 
isotherms as expected. 
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Figure 78 - Graph showing the moisture vapour sorption isotherms determined using 
the desiccator jar method for six candidate materials. 
Further tests were performed on the two MS materials to investigate the poor EMC 
performance within the hygroscopic region. A series of six tests were carried out by 
exposing the samples at RH = 75% for t = 48h followed by regeneration (i.e. oven 
drying for t = 24h at T = 105 qC). The results (see: Figure 79) showed a large 
degradation in EMC between the first and third tests followed by a gradual levelling 
off in uptake levels on subsequent cycles for both materials. This suggests that 
damage may have occurred within the mesopore network during the drying process 
in the oven with possible pore wall collapse or cracking due to the expanding forces 
of the drying liquid exceeding the pore wall strength (Sakka, 2005).  
Pore wall collapse could lead to formation of larger pores with sizes in the 
macropore range which is evidenced by the still elevated EMC levels as RH ĺ 
100% (see: Figure 78). Based on these initial results further regeneration of the MS 
materials was only carried out by vacuum desiccation. 
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Figure 79 - Graph showing the cycle to cycle degradation in EMC for the two MS 
materials. 
4.3.1.2 Climatic Chamber  
A second set of water vapour sorption isotherms for all candidate materials were 
determined using gravimetric dynamic vapour sorption (DVS) in the climate 
chamber as outlined in Section 3.3.1.2. The sorption isotherms for all candidate 
materials can be seen in Figure 80. When compared to the desiccator tests the 
molecular sieve, silica gel and bentonite displayed near identical shape and EMC 
levels, as can be seen in Table 35. In the lower range (RH = 20%) Mol Siv 10Å had 
the highest EMC levels again indicating minimal sorption after completion of the 
monolayer (i.e. microporous). As in the desiccator tests all other materials had type 
IV isotherms with multilayer filling evidenced by increased uptake in the 
hygroscopic region. Between the RH levels of 20% and 50%, MMS 4.8 and silica gel 
showed the highest rate of increase and EMC (at 50%RH) and had closely matched 
isotherms, indicating similarity in their pore structure. At higher relative humidity 
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ranges (RH > 80 %) MS 3.3, MS 4.7 and MS 8.3 showed considerably higher EMC 
levels over the conventional desiccants, with (0&¶V of 69%, 108% and 246%, 
respectively as RH ĺ 100%. 
 
Figure 80 - Graph showing the moisture vapour sorption isotherms determined using 




RH, % 0 20 50 80 95 100 
Mol Siv 10Å DVS 0 18 19 21 23 30 
 
DJ 0 15 23 23 24 66 
Silica Gel DVS 0 8 24 34 35 60 
 
DJ 0 9 23 30 32 46 
Clinoptilolite DVS 0 3 5 7 10 23 
 
DJ 0 4 9 10 14 40 
Bentonite DVS 0 2 7 15 23 54 
 
DJ 0 2 11 14 23 51 
Table 35 - Comparison of dynamic vapour sorption (DVS) and desiccator (DJ) EMC 
levels. 
As stated in Section 3.3.1, use of continuous mass recording allowed for analysis of 
the moisture kinetics associated with each RH step. Table 36 shows the change in 
mass, ǻm and associated response time, temc for each RH step. The moisture storage 
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function, ȟu for each material is also provided which gives an indication of the 
sorption performance of the material in the hygroscopic range. MS 3.3 and MS 8.3 
displayed the best ȟu values at §0.78 kg/kg, almost double that of the next closest 
desiccant. MS 4.7 and silica gel again had similar storage functions of 0.381 and 
0.433 kg/kg, respectively. Further analysis of temc is contained in Section 4.3.6.   
 
  ĺ   20 ĺ  50 ĺ   ĺ 
 
 
ǻm temc ǻm temc ǻm temc ǻm temc ȟu 
 
(%) (h) (%) (h) (%) (h) (%) (h) (kg/kg) 
MS 3.3 1.8 1.7 13.0 14.8 33.0 13.1 3.8 12.8 0.782 
MMS 4.8 8.5 3.4 17.8 4.5 4.6 18.7 1.2 5.1 0.381 
MS 4.7 1.9 0.4 6.9 15.0 21.6 17.0 9.1 13.5 0.481 
MS 8.3 0.7 0.6 12.7 9.6 33.8 23.6 52.1 59.9 0.783 
Mol Siv 10Å 17.5 11.5 0.8 0.7 13.9 1.3 1.6 7.9 0.043 
Silica Gel 7.2 10.9 16.1 20.2 9.3 19.1 0.5 0.8 0.433 
Clinoptilolite 2.5 1.5 1.2 0.8 2.0 12.0 2.6 7.6 0.221 
Bentonite 1.0 1.0 4.7 6.5 7.9 21.7 8.1 24.7 0.060 
Table 36 - Summary of changes in mass with corresponding response times and 
moisture storage functions for all candidate materials. 
4.3.2 Vapour Permeability 
Vapour permeability, G PHDVXUHPHQWVZHUHFDUULHGRXWXVLQJDPRGLILHG µZHW-FXS¶
method as described in Section 3.3.2. Linear mass loss was achieved for all sample 
materials as shown in Figure 81. These results are an estimation only and it should 
be noted that they may not be accurate for uses other than those contained in this 
work. An inverse relationship was found between vapour permeability and mean 
mesopore diameter for the MS materials which suggests that vapour transfer into the 
MS materials may be dominated by the macropore geometry. This suggests that bulk 
vapour response rates may be limited for the MS materials at significantly increased 
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thicknesses. As it was not possible to investigate this effect experimentally due to the 
minimal quantity of MS materials available, sensitivity analysis of increasing MS 
material thickness was carried out using numerical simulation (see: Section 6.8.1). 
 
Figure 81 - Graph showing the linear mass loss from the wet- cup assembly in the 
vapour permeability tests (Hall et al., 2012b). 
 
d G W G P
 
mm kg/s kg/m2 s Pa kg/m s Pa ---- 
MS 3.3 11 Â-9 Â-9 Â-11 4.54 
MMS 4.8 10 Â-9 Â-9 Â-11 6.61 
MS 4.7 12 Â-9 Â-9 Â-11 7.13 
MS 8.3 9 Â-9 Â-9 Â-11 10.52 
Mol Siv 10Å 12 Â-9 Â-9 Â-11 7.55 
Silica Gel 12 Â-9 Â-9 Â-11 5.58 
Clinoptilolite 13 Â-9 Â-9 Â-11 5.03 
Bentonite 13 Â-9 Â-9 Â-11 4.72 
Table 37 - Water vapour transmission properties for all candidate materials. 
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4.3.3 Liquid Water Absorption  
Liquid water absorption, Aw was determined using the partial immersion test (see: 
Section 3.3.3). As with the vapour permeability results in the previous section, these 
results are an estimation only and it should be noted that they may not be accurate 
for uses other than those contained in this work. Bentonite was the only material that 
had a Type 2 plot where no surface wetting occurred during the test. The bentonite 
also showed very minimal liquid transfer potential indicative of its high swelling 
potential described earlier (see: Section 2.6.1.3). All other materials showed Type 1 
curves with MS 4.7, MS 8.3 and in particular MS 3.3 displaying very rapid water 
absorption (see: Table 38). 
 
Figure 82 - Graph showing the liquid water absorbed per exposed surface area 
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'm ¥t 'mt Aw 
 
kg s0.5 kg/m2 kg/m2 s0.5 
MS 3.3 3.06 12.25 6.76 2.112 
MMS 4.8 2.46 31.46 5.44 0.204 
MS 4.7 3.37 14.49 7.44 0.561 
MS 8.3 2.75 14.49 6.08 0.550 
Mol Siv 10Å 1.81 23.87 3.99 0.193 
Silica Gel 1.56 23.87 3.45 0.246 
Clinoptilolite 2.08 46.15 4.60 0.115 
Bentonite 0.39 46.80 0.87 0.016 
Table 38 - Liquid water absorption properties for all candidate materials. 
4.3.4 Vapour Sorption Response  
As outlined in Section 3.3.1 knowledge of the moisture kinetics for sorption/ 
desorption is vital for buffering applications since the EMC of a buffering material is 
rarely reached but it is required to respond as rapidly as possible to ǻRH amplitude 
changes. Figure 83 shows the kinetic ǻm curves between 40% and 70%RH for all 
candidate materials which were determined from the sorption isotherms (see: Section 
4.3.1.2). Table 39 shows the actual ǻm measurements taken from the isotherms with 
corresponding values for t75% and t40-70-40 calculated as 2t75%. There was a marked 
reduction from temc to t75% in all materials with an average reduction of 80%, 
corresponding to only 25% reduction from EMC to m75%.  
 
ǻm40-70 temc m75% t75% t40-70-40 
 
% h % h h 
MS 3.3 33.0 13.1 24.7 4.6 9.2 
MMS 4.8 4.6 18.7 3.5 1.0 2.0 
MS 4.7 21.6 17.0 16.2 2.4 4.8 
MS 8.3 33.8 23.6 25.4 8.0 16.0 
Mol Siv 10Å 1.3 13.9 1.0 2.1 4.1 
Silica Gel 9.3 19.1 7.0 3.1 6.2 
Clinoptilolite 2.0 12.0 1.5 1.6 3.2 
Bentonite 7.9 21.7 5.9 6.0 12.0 
Table 39 - Kinetic moisture data for calculation of t75% and t40-70-40. 
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Figure 83 - Graph showing the kinetic moisture uptake curves between 40% and 
70%RH used to determine t75%. 
 
Figure 84 - Vapour sorption response for all candidate materials measured between 
40% and 70% RH at 23 qC (Hall et al., 2012b). 
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Results from the vapour sorption response tests with cycle times determined above 
are shown in Figure 84. All the MS materials displayed rapid, near linear steep 
sorption/desorption curves over the six cycles (ǻm = f(t)) whilst the other candidates 
showed high rates of decay evidenced by the shallow slopes on both sorption and 
desorption curves. This suggests that the non-MS materials approach their peak 
capacity much more rapidly than the MS materials whose maximum capacity 
appears to be significantly beyond that required for buffering within the t75% time 
period. 
Figure 85 shows the cyclic response including mean and range of ǻm for all 
candidate materials over a normalised time period for comparative analysis. MS 3.3, 
MS 4.7 and particularly MS 8.3 showed superior performance in terms of 
sorption/desorption capacity (shaded area), whilst the MMS 4.8 and silica gel again 
showed very similar capacity and mean ǻm levels as discussed previously (see: 
Section 4.3.1.2). Hysteresis between the sorption and desorption curves was 
observed in all candidate materials, as can be seen by the increase in mean moisture 
content in the initial cycles and is more pronounced in the MS samples. This may be 
indicative of their higher sorption rate and larger uptake range compared to the other 
materials coupled with initial pore wall wetting and incomplete desorption. This 
occurred in the first three cycles only, after which all the candidate materials 
appeared to reach a steady state of sorption/ desorption and hysteresis disappeared. 
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Figure 85 - Mean and total range of moisture uptake in the thermal comfort range 
with normalized time scale for all materials at 23 qC (Hall et al., 2012b). 
4.3.5 Moisture Buffer Value 
Moisture diffusivity, Dw, effective moisture penetration depth (EMPD) and the 
practical moisture buffer value (MBVpractical) were calculated based on the theory 
outlined in Section 3.4.1.3. As expected from the vapour permeability calculations 
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(see: Section 4.3.2), a positive linear relationship was observed for the MS materials 
between Dw and mean mesopore diameter. EMPD, dp, 1% is shown in Table 40 for all 
materials and indicates that for the MS and other desiccants dp, 1% was larger than the 
sample thickness used in both physical and numerical modelling. As all materials 
were hygrically isolated from the envelope wall by means of a vapour barrier (see: 
Section 5.7) humidity buffering was deemed to occur throughout the entire depth of 
all material coatings. 
As stated in Section 3.4.1.3, calculation of MBVpractical has the advantage of allowing 
materials to be compared by classification using a single value. The MBV values for 
all the candidate materials are presented in Figure 86 and compared with traditional 
materials commonly used for some levels of moisture buffering in buildings (see: 
Table 40).  
 
ǻm ǻRH As Dw dp, 1% MBV 
 g % m2 m2/s mm g/m2%RH 
MS 3.3 0.33 30 Â-03 Â-10 12 8.87 
MMS 4.8 0.18 30 Â-03 Â-10 13 4.85 
MS 4.7 0.22 30 Â-03 Â-10 15 5.72 
MS 8.3 0.34 30 Â-03 Â-11 7 8.98 
Mol Siv 10Å 0.01 30 Â-03 Â-09 33 0.34 
Silica Gel 0.09 30 Â-03 Â-10 12 2.47 
Clinoptilolite 0.02 30 Â-03 Â-09 38 0.52 
Bentonite 0.08 30 Â-03 Â-10 19 2.18 
Wood (Spruce)A ---- 42 Â-02 Â-10 15 1.16 
GypsumA ---- 42 Â-02 Â-09 36 0.64 
BrickA ---- 42 Â-02 Â-08 95 0.48 
ConcreteA ---- 42 Â-02 Â-11 6 0.38 
Table 40 - MBV, liquid diffusivity and EMPD for candidate and traditional 
materials. A Values adapted from (Rode et al., 2005). 
MS 3.3 and MS 8.3 had MBVpractical values of § 8.9 g/m2%RH which were more than 
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one order of magnitude greater than the capacity of the traditional building envelope 
materials (gypsum plaster, brick and concrete), whilst Mol Siv 10Å and clinoptilolite 
had more than three times higher capacity over the other candidate materials 
(bentonite and silica gel). The MBVpractical of all MS materials was significantly 
KLJKHUWKDQWKHPD[LPXP³H[FHOOHQW´UDWLQJRIDVSUHVHQWHGE\5RGHHWDOVHH
Figure 46), and corresponded to a § 800% increase over uncoated gypsum plaster, a 
very common interior envelope material previously recognized as a good indoor 
humidity buffering material.  
 
Figure 86 - Graph showing MBVpractical levels of the candidate and traditional 
materials (Hall et al., 2012b). 
4.3.6 Mean Pore Diameter & Response Time Relationship 
As discussed in Section 1.3, an integral element in meeting Objective 2 for this 
research was determination of structure-property relationships between pore (meso 
and macro) network geometry and material behaviour through characterisation of the 
hygrothermal functional properties. Section 2.6.1.2 outlines the principle that it is 
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rarely the moisture capacity of a material that governs its hygric performance but its 
response time or moisture kinetics, specifically within the ASHRAE comfort range 
(40%  RH  70%). From Figure 87 it can be seen that there is evidence of a positive 
logarithmic correlation between temc and the mean mesopore diameter in the MS 
materials with better correlation achieved when the mono-dispersed MMS 4.8 was 
excluded (Hall et al., 2012b). This suggests that MS materials with wider mean 
mesopore diameters require longer to fill across the ASHRAE comfort range, in 
terms of both completion of multi-molecular layer adsorption and capillary 
condensation, and thus have a slower equilibrium DVS response time, temc. As 
mesopore diameter was also directly linked with pore volume (see: Section 4.2.1) 
this suggests that MS mesopore geometry may be tuned in order to give a desired 
dynamic vapour sorption/ desorption response rate (temc) and storage capacity (EMC) 
to suit a given set of ambient psychrometric operating conditions (Hall et al., 2012b). 
 
Figure 87 - Graph showing the logarithmic relationship between mean pores 
diameter and temc (Hall et al., 2012b). 
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4.4 Characterisation of Thermal Functional Properties Results 
4.4.1 Thermal Conductivity 
Moisture-dependent thermal conductivity, O* was determined using the modified 
transient plane source (MTPS) technique as described in Section 3.3.5. The results 
from MTPS analysis at RH = 50% are given in Table 41. As expected, the presence 
of moisture within the meso and macro pore network and void spaces of the MS 
materials had the effect of increasing O* over dry state values (O § 0.05 W/mK) 
presented previously (Hall et al., 2012) whilst O* values for the other candidate 
materials compared well with the literature (Ozaydin et al., 2006, Murashov and 
White, 2002, Gurgel and Klüppel, 1996).   
 
 O*, w/mK @ 50%RH 
 Run 1 Run 2 Run 3 Run 4 Run 5 Mean 
MS 3.3 0.073 0.073 0.073 0.072 0.072 0.073 ± 0.008  
MMS 4.8 0.071 0.072 0.072 0.072 0.072 0.072 ± 0.007 
MS 4.7 0.067 0.068 0.068 0.068 0.068 0.068 ± 0.007 
MS 8.3 0.081 0.081 0.081 0.081 0.081 0.081 ± 0.008 
Mol Siv 10Å 0.129 0.115 0.115 0.115 0.115 0.118 ± 0.026 
Silica Gel 0.115 0.115 0.115 0.114 0.114 0.115 ± 0.012 
Clinoptilolite 0.193 0.124 0.123 0.123 0.123 0.137 ± 0.086 
Bentonite 0.115 0.105 0.103 0.102 0.102 0.105 ± 0.024 
Table 41 - Thermal conductivity of candidate materials measured at 50%RH. 
4.4.2 Specific Heat Capacity 
The dry state specific heat capacity, cp of the candidate materials was tested using 
differential scanning calorimetry (DSC) as described in Section 3.3.4. The results 
shown in Table 42 show an increase for all materials as temperature increases. 
Values for all candidate materials compared favourably with those previously 
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published in the literature (Gurgel and Klüppel, 1996, Hemmingway and Robie, 




263 K 273 K 283 K 293 K 303 K Mean @ 296 K 
MS 3.3 793 949 1031 1101 1169 1126 ± 203 
MMS 4.8 1204 1428 1825 2561 3531 2862 ± 372 
MS 4.7 1451 1591 1742 1866 2050 1931 ± 309 
MS 8.3 1065 1313 1522 1691 1731 1734 ± 225 
Mol Siv 10Å 1234 1379 1579 1929 2415 2086 ± 313 
Silica Gel 995 1116 1265 1500 1832 1609 ± 177 
Clinoptilolite 949 1177 1438 1856 2374 2017 ± 343 
Bentonite 1060 1331 1602 1941 2456 2119 ± 212 
Table 42 - Dry-state specific heat capacity of the eight candidate materials (Hall et 
al., 2012b). 
4.5 Summary 
The main conclusions from Chapter 4 are: 
1. The MS/MMS materials displayed type IV N2 physisorption isotherms and 
had significantly higher mesopore volume and SSA when compared to the 
other conventional candidate materials 
2. There is a positive relationship between mesopore diameter and mesopore 
volume in the MS/MMS samples, but not to SSA suggesting corrugation 
within the pores 
3. MS/MMS pore size distribution results obtained using N2 physisorption were 
corroborated using SAXRS and TEM analysis 
4. MS/MMS Vmeso increased as pore diameter increased whilst Vtotal and VMacro 
decreased suggesting that pore wall thickness reduces as the mesopore 
diameter is increased during synthesis 
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5. The MS/MMS materials displayed Type IV moisture vapour sorption 
isotherms with significantly increased EMC levels and moisture storage 
functions in the hygroscopic range 
6. There was an inverse relationship between permeability and mesopore 
diameter for the MS materials suggesting that vapour transfer is dominated 
by macropore geometry 
7. MS 3.3, MS 4.7 and particularly MS 8.3 showed rapid, near linear steep 
sorption/desorption curves and superior capacity over the conventional 
desiccants during cyclic response testing 
8. The MBVpractical of all MS materials was significantly higher than the 
PD[LPXP ³H[FHOOHQW´ UDWLQJ ZLWK XS WR § 800% increase over uncoated 
gypsum plaster 
9. There is positive logarithmic correlation between temc and mean mesopore 
diameter in the MS materials 
To summarise, the MS materials have significantly higher EMC and faster response 
rates when compared to the conventional desiccant. Vapour transfer to/from an MS 
desiccant substrate appears to be dominated by the macropore geometry and this may 
dominate bulk vapour sorption/desorption response rates at greater material depths. 
The DVS response time, temc has significant and positive logarithmic relationships 
with both the mesopore diameter and the mesopore volume implying that mesopore 
geometry can be tuned in order to give the desired dynamic vapour sorption/ 
desorption response rate and storage capacity to suit a given set of interior 
psychrometric conditions. 
  
CHAPTER 5: Results of 1D Hygrothermal Modelling 
S Casey  160 
 
5 CHAPTER 5: Results of 1D Hygrothermal Modelling 
5.1 Introduction 
This chapter presents the results from the 1D numerical investigations using the 
building performance simulation software WUFI Pro v5.1 to meet Objective 3 (see: 
Section 1.4). Due to the poor vapour sorption response of MMS 4.8, silica gel, 
molecular sieve, bentonite and clinoptilolite (see: Section 4.3.4), it was decided that 
no further comparative analysis using these materials would be undertaken. MS 3.3, 
MS 4.7 and MS 8.3 were selected for further research with gypsum and spruce 
selected as traditional humidity buffering materials for comparative simulation. 
5.2 Sorption Isotherm Model 
Figure 88 directly compares the physical and numerical kinetic moisture uptake plots 
for the three MS materials determined as outlined in Sections 3.3.1.2 and 3.5.1.1. 
Moisture content values (ǻm, %) were converted to specific moisture contents (w, 
kg/m3) using the materials bulk density (Ubulk, kg/m3). Moisture contents, w were 
identical in most cases except for MS 8.3 where there was a pronounced under 
prediction of the final EMC for the corresponding tRH (temc) for RH = 95% when 
simulated using the numerical model WUFI Pro v.5.1. This was a surprising result as 
all other predicted EMC values correspond to the input values used when creating 
the materials for the WUFI database. A possible suggestion is that due to the highly 
increased EMC level the model may assume a much larger temc interval than was 
observed in the sorption experiments. This may result in the EMC being reached 
over an extended period however repeated simulations of this were not successful.  
The initial rates of sorption were stronger in the physical model for all cases as 
CHAPTER 5: Results of 1D Hygrothermal Modelling 
S Casey  161 
 
evidenced by the steeper gradients in Figure 88. This suggests that whilst WUFI 
predicts final EMC values accurately (in most cases), there may be some level of 
variance between measured and predicted levels of w for RH fluctuations with 
shorter time periods (i.e. t < temc) coupled with some under prediction when w levels 
approach those shown for MS 8.3. 
 
Figure 88 - Graph showing physical and numerical kinetic moisture uptake results 
for the three MS materials. 
5.3 Vapour Permeability Model 
Numerical modelling of 1D moisture transfer through the three MS materials was 
carried out in accordance with the methods outlined in Section 3.5.1.2 and compared 
against the physical modelling results (see: Section 4.3.2). Moisture flux, gg 
(kg/sÂm2) in the physical vapour permeability model was calculated as the moisture 
flow rate, G (kg/s) per exposed surface area, A (m2). All three MS materials achieved 
a predicted steady state of moisture vapour transfer after 1.5 h (see: Figure 89) with 
negligible difference between numerical and physical results for gg in the MS 3.3 and 
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MS 8.3 materials (< 0.5%). MS 4.7 shows a greater difference at 9.33% (see: Table 
43) however, all results were deemed acceptable due to the minimal proposed depth 
to be used in the WUFI model coatings (d § 2mm). 
 
Figure 89 - Graph showing numerically predicted interior and exterior vapour fluxes 
for the three MS materials. 
 
Vapour Flux, gv (kg/m2s) 
 
 
Numerical Physical Difference 
MS 3.3 Â-6 Â-6 0.39% 
MS 4.7 Â-6 Â-6 9.33% 
MS 8.3 Â-6 Â-6 0.22% 
Table 43 - Comparison of the numerically predicted and experimentally calculated 
vapour fluxes for the three MS materials. 
5.4 Cyclic Response Experiments 
A series of physical and numerical cyclic DVS response models using the three MS 
materials were conducted to establish the accuracy of the 1D numerical software 
(WUFI Pro v5.1) under two RHie amplitudes as outlined in Sections 3.4.1.2 and 
3.5.1.3. The following two sections present the results of the validation and variance 
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testing of the numerical model. 
5.4.1 1D Numerical Model Validation 
The results from the physical and numerical models are shown in Figure 90 with 
good agreement evident for most cases.  
 
Figure 90 - Graph showing the physical and numerical cyclic response results (Casey 
et al., 2012).  
Whilst the plots for both appear initially very similar there was a slight decline in 
maximum water content, wcoat, max in the numerically predicted results on the second 
cycle for all cases, with no evidence of similar decline in the physical model. The 
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errors in the numerical prediction resulted in underestimation of both response rate 
and wcoat, max in all cases, the most pronounced disagreement being MS 4.7 for the 
lower humidity amplitude ('RHie = 30%). WUFI, as with other numerical 
hygrothermal models, does not allow for coupling of dynamic response data (temc) to 
EMC levels, which could account for this discrepancy. Also as discussed in Section 
5.2 there may be some level of variance between measured and predicted levels of w 
for RHie fluctuations with time periods shorter than those needed to reach EMC (i.e. t 
< temc). In addition, as all three MS materials have very rapid initial sorption rates 
and high SSA it is possible that the enthalpy (heat) of sorption (not currently 
considered in WUFI) has a small but significant effect, since the sorption/desorption 
hysteresis has previously been found to be minimal (see: Section 4.3.4). 
5.4.2 Variance Testing 
The statistical variance of the numerically predicted values from the physical model 
data was analysed in order to assess the level of confidence in the numerical model 
as outlined in Section 3.5.1.3. The variance plots for the three MS materials at both 
high and low RH amplitudes ('RHie = 30% and 70%) are shown in Figure 91. There 
was a large difference between the numerical and physical results for MS 4.7 at 
'RHie = 30% with 100% occurrence within limits only achieved at a variance of 
36% (see: Table 44). MS 4.7 is therefore not shown on the graph due to axis scale 
limitations. At the higher amplitude ('RHie = 70%) MS 4.7 achieved 100% 
occurrence at 18% variance. Both MS 3.3 and MS 8.3 show the best fit between 
YDULDQFH DQG FRQILGHQFH ZLWK  RFFXUUHQFH DFKLHYHG DW D YDULDQFH OHYHO RI §
10% for both materials DWǻRHie = 70%, DQGYDULDQFH06DWǻRHie = 30%. 
The correlation of variance against occurrence within limits was deemed acceptable 
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and allowed further 1D numerical models to be simulated within these statistical 
confidence limits. 
 
Figure 91 - Graph showing variance and occurrence within limits for the three MS 
materials (Casey et al., 2012). 
'RHie = 70%  'RHie = 30% 
MS 3.3 MS 4.7 MS 8.3 
 
MS 3.3 MS 4.7 MS 8.3 
V O V O V O 
 
V O V O V O 
2% 22% 2% 15% 2% 18% 
 
2% 28% 12% 0% 2% 30% 
4% 51% 6% 49% 4% 45%  4% 50% 18% 8% 6% 58% 
6% 74% 10% 69% 6% 79% 
 
6% 70% 24% 41% 8% 79% 
8% 90% 14% 85% 8% 96% 
 
8% 87% 30% 75% 10% 91% 
10% 100% 18% 100% 10% 100% 
 
10% 100% 36% 100% 12% 100% 
V = variance   O = occurrence 
     Table 44 - Variance and occurrence within limits for all three MS materials at 30% 
and 70% RH amplitudes. 
5.5 Sensitivity Analysis for Variation of 'RHie  
As outlined in Section 3.5.1.4 the first stage of 1D numerical model testing was to 
determine the sensitivity of RHcoat and wcoat to changes in RHie for the three MS 
materials within the model using expanded sinusoidal cyclic response simulations to 
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cover an increased 'RHie range from 10% to 90%. The total change in moisture 
content, 'wcoat and relative humidity, 'RHcoat were plotted against the corresponding 
'RHie amplitude with the results shown in Figure 92.  
 
Figure 92 - Graph showing 1D model sensitivity of RHcoat and wcoat to increasing 
ǻRHie amplitudes (Casey et al., 2012). 
There was a positive linear relationship between 'RHie and 'RHcoat and also 
between 'RHie and 'wcoat (R2 = 1.00) for all three MS coating cases suggesting good 
linearity across the range of ǻRHie within the WUFI model. Both MS 3.3 and MS 
8.3 showed approximate equal distribution between 'RHcoat and 'wcoat, with MS 8.3 
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displaying the highest levels of both measures. MS 4.7 showed an imbalance 
between the measures with considerably higher change in levels of 'RHcoat than 
'wcoat. This could be due to MS 4.7 having significantly higher bulk porosity, n 
combined with much lower w50 and w80 values when compared to MS 3.3 and MS 
8.3 (see: Table 35). This is consistent with the higher macro/meso pore ratio for MS 
4.7 discussed previously (see: Figure 77) when compared to both MS 3.3 and MS 
8.3. 
5.6 Sensitivity Analysis for Material tuning 
Sensitivity analysis to investigate using WUFI Pro v5.1 as a numerical design tool to 
allow the MS materials to be tuned for any specific set of psychrometric conditions 
was undertaken as outlined in Section 3.5.1.5. Figure 93 and Table 45 display the 
contributing factor for each hygrothermal property altered in the models.  
 
Figure 93 - Graph showing the controlling factor of hygrothermal material properties 
using WUFI for material tuning (Casey et al., 2012). 
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For the MS 3.3 ĺ MS 8.3 case, it can be seen that adjustment of the complete 
isotherm had a large contributing factor in respect of 'wcoat (77%) however there 
was a distinct difference in isotherm contribution to 'RHcoat when compared to the 
other cases. Reverting to the isotherm results (see: Table 35) shows that MS 3.3 and 
MS 8.3 already have very similar EMC levels and therefore it is the adjustment of ȝ 
and Aw that were proportionally more sensitive. It is evident that for the MS 4.7 ĺ 
MS 3.3 and MS 4.7 ĺ MS 8.3 cases where there is a large difference in the 
hygrothermal properties the main contributing factor was the adjustment of the 
sorption isotherm, particularly with respect to adjustment of the w50 ± w80 values. 
This resulted in a mean contributing factor of 95% for 'RHcoat and 82% for 'wcoat. 
As discussed in Hall et al., 2012 it is the dynamics of vapour sorption that appears to 
dominate the behaviour of the MS materials, and adjustment of EMC values and temc 
through material design should therefore allow tuning of these materials to suit any 
given set of psychrometric variables. 
 
MS 3.3 ĺ MS 8.3 MS 4.7 ĺ MS 3.3 MS 4.7 ĺ MS 8.3 
 
'RHcoat 'wcoat 'RHcoat 'wcoat 'RHcoat 'wcoat 
w20 16% 19% 6% 2% 4% 22% 
w50 30% 38% 10% 4% 9% 39% 
w80 32% 70% 96% 86% 94% 78% 
w95 37% 77% 97% 86% 94% 78% 
ȝ 80% 87% 100% 98% 99% 96% 
Aw 100% 100% 100% 100% 100% 100% 
 Table 45 - Controlling factors for material tuning using WUFI. 
5.7 1D Building Retrofit Model 
The final stage of 1D numerical simulation using WUFI Pro v5.1 was to undertake a 
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comparative study by analysing the performance of the three MS materials under 
representative external climate conditions and to compare the results with those of 
traditional construction materials as described in Section 3.5.1.6.  
From Figure 94 it can be seen that for the solid and retrofitted walls (Cases A and B) 
the results showed very little water vapour sorption/desorption capacity in the 
interior gypsum coating, wcoat. As the gypsum had a painted interior surface which 
creates a vapour retarding effect (Sd = 0.5m) combined with a low sorption isotherm, 
this was somewhat expected. The spruce cladding and MS 4.7 displayed similar 
mean values for wcoat, however MS 4.7 had a higher range, ǻwcoat compared to the 
spruce (see: Table 46). MS 4.7 also appeared to track the profile changes in RHie 
whereas the spruce does not, with a flattened profile which is indicative of the 
significantly greater initial response rate in MS 4.7.  
 
Figure 94 ± Graph showing simulated yearly wcoat levels for all interior coating 
materials (Casey et al., 2012). 
MS 3.3 and MS 8.3 displayed substantially higher predicted mean levels of wcoat, 
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with lower wmin and higher wmax consistent with their higher sorption isotherms 
compared to other materials, whilst also showing closer tracking of RHie due to their 
significantly faster initial response rates. Table 46 shows that all three MS materials, 
and in particular MS 3.3 and MS 8.3, had significantly larger ranges of 
sorption/desorption, ǻwcoat compared to the traditional material coatings which 
provides a good indication of humidity buffering potential.  
wcoat, kg/m3 
Min Mean Max ǻwcoat 
Solid Wall 3.08 4.07 6.30 3.22 
Retrofitted Wall 3.12 4.99 7.85 4.72 
+ Spruce 43.09 61.35 88.14 45.05 
+ MS 3.3 67.17 168.75 260.91 193.74 
+ MS 4.7 28.03 71.78 126.05 98.03 
+ MS 8.3 71.90 201.50 425.45 353.55 
Table 46 - Summary of wcoat levels for all interior coating materials. 
 
Figure 95 - Graph showing normalised yearly range of wcoat for all interior coating 
materials (Casey et al., 2012). 
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Figure 95 provides a graphical representation of ǻwcoat normalised to zero for 
comparative reasons for each envelope coating case over the complete test period. 
Whilst the spruce cladding had a buffering capacity over one order of magnitude 
greater than that of both painted gypsum cases, the increased capacity for 
sorption/desorption of MS materials is immediately apparent with MS 8.3 displaying 
a buffering capacity at least two orders of magnitude greater. For humidity buffering 
applications, the tracking of RHie by wcoat is perhaps the most important factor when 
considering materials. 
5.8 Summary 
The main conclusions from Chapter 5 are:  
1. WUFI predicted final isotherm EMC values accurately (in most cases) with 
under prediction of wcoat levels for RH fluctuations with time periods shorter 
than the EMC response time, temc. 
2. There was a minimal and acceptable difference between numerical and 
physical results for vapour transfer rates, gg. 
3. Errors in cyclic numerical prediction resulted in underestimation of both 
initial response rate and wcoat, max in all cases, the most pronounced 
disagreement being MS 4.7 for the lower humidity amplitude possibly due to 
Point 1 above. 
4. The correlation of variance against occurrence within limits was deemed 
acceptable and allowed further 1D numerical models to be simulated within 
these statistical confidence limits. 
5. A positive linear relationship between 'RHie and 'RHcoat and also between 
'RHie and 'wcoat (R2 = 1.00) was found for all cases suggesting good 
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linearity within the WUFI model across the range of 'RHie. 
6. MS materials displayed DVS sorption/desorption, ǻwcoat levels up to at least 
two orders of magnitude greater than traditional materials.  
The increased performance, ǻwcoat coupled with the tracking of RHie by wcoat 
suggests that the MS materials are able to provide rapid response humidity buffering 
more than two orders of magnitude greater than that of traditional interior building 
materials. The sorption isotherm, and in particular adjustment of the w50 ± w80 
gradient of the absorption branch isotherm, is by far the most sensitive parameter 
when using WUFI as a design tool for material functional properties. Variance 
between physical data and numerically predicted results may be reduced by coupling 
temc and EMC data within the model. As discussed in Section 4.3.6, there is a positive 
logarithmic relationship between MS mesopore diameter and temc. Using WUFI Pro 
it is therefore possible to tune an MS material to suit a particular set of 
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6 CHAPTER 6: Results of Energetic 3D Hygrothermal 
Modelling 
6.1 Introduction 
This chapter presents the results obtained using the whole-building energetic 
hygrothermal simulation software WUFI Plus v2.1.1.73 to meet Objective 4 and 5 
(see:  Section 1.4). 
6.2 Moisture Generation Rates Experiment 
Four separate experiments were carried out to establish the correlation between 
evaporation rate/moisture generation rate, gg and exposed surface area of water, As or 
dish diameter, Ød. As outlined in Section 3.4.2.2, decreasing mass, ǻm due to water 
evaporation was recorded for four dish diameters (Ød = 30, 45, 60 and 75 mm) and 
the results are presented in Figure 96.  
The results show increasing linear mass loss for each dish diameter. The slope of 
each dataset was calculated to provide the water evaporation rate. These results were 
correlated and a positive linear relationship between exposed water surface area and 
the evaporation rate, gg was plotted (see: Figure 97). This allows for calculation of 
the necessary dish diameter and, if required, exposed surface area to give a desired 
moisture generation rate using Eq. 6.1. 
  ?ௗ ൌ  ?௚ ൅  ?Ǥ ? ? ? ? ?Ǥ ? ? ? ?  Eq 6.1  
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Figure 96 ± Graph showing change in mass (loss) from evaporation for dish Ød = 28, 
49, 65 and 77mm. 
 
Figure 97 ± Graph showing water evaporation rate plotted against dish diameter. 
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Ø As mi mf gg 
 
mm mm2 g g g/h 
Test 1 77 Â-03 0.344 5.87 0.277 
Test 2 65 Â-03 0.249 4.60 0.218 
Test 3 49 Â-03 0.153 3.12 0.148 
Test 4 28 Â-04 0.072 1.43 0.068 
Table 47 - Water evaporation rate calculation data. 
6.3 Material Humidity Buffering Model 
A series of six physical and numerical material humidity buffering models using the 
three MS materials, gypsum, spruce and aluminium foil were conducted to establish 
the accuracy of the 3D numerical software (WUFI Plus) under internal moisture 
loads as outlined in Sections 3.4.2.3 and 3.5.2.1. The following two sections present 
the results of the validation and variance testing of the numerical model where the 
numerically-predicted are represented by the black line and the physical modelling 
results by the shaded grey area representing the ± 3% error about the measured 
results. 
6.3.1 3D Numerical Model Validation 
From Figure 98 it can be seen that there was some divergence between the 
numerically-predicted and physical modelling results for the spruce which may be 
indicative of small differences between the values in the WUFI material properties 
database and those of the actual sample of timber tested. For the MS 4.7 sample, the 
model appeared to underestimate the buffering potential of the material for reducing 
RHie levels. As stated previously (see: Section 5.4) the coupling of dynamic response 
data (temc) to EMC levels combined with the variance between measured and 
predicted levels of wcoat for RH fluctuations with time periods shorter than those 
needed to reach EMC (i.e. t < temc) could account for this underestimation.  
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In general, the results for the aluminium foil, gypsum, MS 3.3 and MS 8.3 showed 
better agreement with the physical model with excellent matching of both day 1 and 
2 RHie levels. In all cases the physical results showed lower peak RHie levels when 
compared to the numerically predicted results, however final RHie levels (day 2) 
appeared very similar. 
 
Figure 98 - Graph showing the physical and numerical material humidity buffering 
results. 
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6.3.2 Variance Testing 
The statistical variance of the numerically predicted values from the physical model 
data was analysed in order to assess the level of confidence in the numerical model. 
The variance plots for the six samples are shown in Figure 99. As discussed in 
Section 3.5.1.3, as the plot approaches the maximum value on the Y axis, data 
variance is reduced and confidence is increased and thus numerical model accuracy 
increased. MS 3.3 and MS 8.3 showed the best fit between variance and confidence 
with >93% occurrence achieved at a relatively low model variance of 8%. The 
gypsum variance showed good accuracy in part due to there being very little 
differences between manufacturing techniques of gypsum boards and thus a good 
match between the functional properties of the sample material and the WUFI 
material data. As expected from the discussion in Section 6.3.1, both MS 4.7 and 
spruce showed less accuracy with >90% confidence only achieved at §15% variance 
in both cases (see: Table 48). 
 
Figure 99 - Graph showing the variance and occurrence within limits for all interior 
coating materials. 
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Alu. Foil MS 3.3 MS 4.7 MS 8.3 Gypsum Spruce 
2% 37% 21% 7% 14% 38% 5% 
4% 48% 58% 14% 54% 63% 18% 
6% 72% 92% 26% 70% 84% 29% 
8% 90% 95% 55% 93% 87% 50% 
10% 91% 97% 87% 97% 88% 79% 
15% 92% 98% 91% 98% 90% 90% 
Table 48 - Variance and occurrence for all interior coating materials. 
6.4 Increased Hygrothermal Area/ Volume Ratio Model 
As outlined in Section 3.5.2.2, the initial stage of analysis using WUFI Plus was to 
test the sensitivity of predicted RHie levels to increasing ratios of exposed surface 
DUHDVRIK\JURWKHUPDOPDWHULDOV WR LQWHUQDOZDOO DUHD IURPĺZLWK WKH
simulation results presented in the following two sections. 
 
Figure 100 - Model system plot showing methodology for calculating ¨RHie 
reduction. 
For both simulations, 'RHie was calculated from the maximum and minimum values 
of RHie predicted over the 48h period. 'RHie reduction (%'RHie,red) was calculated 
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from 'RHie where a hygrothermal buffering material was present, then subtracted 
from 'RHie assuming no buffering material was present (i.e. Aluminium foil): 
  ? ? ?௜௘ǡ௥௘ௗ ൌ ൫ ? ? ?௜௘ǡ௠௔௧௘௥௜௔௟ െ  ? ? ?௜௘ǡ௙௢௜௟൯ െ  ? ൈ ? ? ? ?  ? Eq 6.2  
The maximum area of hygrothermal material needed to successfully reduce RHie 
levels such that minimum and maximum RHie levels did not exceed the ASHRAE 
comfort levels (40% < RHie >70%) was calculated using Eq. 6.3 where the 
occurrence, t/tyr of the predicted RHie within limits is given as a dwell time count, t 
of the complete time (tyr = 48) and presented as a percentage of the total: 
 	 ? ? ?௜௘ǡ  ? ൒  ? ? ? ? ? െ 	 ? ? ?௜௘ǡ  ? ൒  ? ? ? ? ? Eq 6.3  
6.4.1 No Internal Moisture Load 
For the first simulations no moisture load was added to the isolated box and thus 
indoor RHie is dependent only on moisture transferred via infiltration. The results 
(see: Figure 101) showed that there is a steady increase in the %'RHie,red as the ratio 
of material increases for all cases and is evidently greater in the MS materials over 
WKH WUDGLWLRQDO PDWHULDOV $W DQ DLU H[FKDQJH UDWH RI $&+ ZLWK DQ µHPSW\¶
(Aluminium foil only) 'RHie of 28.1% MS 3.3 and MS 8.3 showed a reduction of > 
70% at only 3% area/ volume ratio, increasing to > 90% at a ratio of 10%. In 
comparison, the gypsum and spruce achieved D PD[LPXP UHGXFWLRQ RI § DQG
§ DW D UDWLR RI  ,Q DOO FDVHV 'RHie,red was less effective as the air 
exchange rate increased, with µHPSW\¶'RHie levels approaching exterior levels. The 
three MS materials still achieved a %'RHie,red of > 85% at a 40% area/ volume ratio. 
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Figure 101 - Graph showing 'RHie reduction for increasing hygrothermal material 
ratio under four air exchange rates without moisture loading. 
The results for RHie dwell time within the ASHRAE limits are presented in Figure 
102. All materials showed full occurrence (t/tyr = 100%) of RHie within ASHRAE 
comfort limits at the lowest air exchange rate (0.1ACH) due to the empty box levels 
of 'RHie being fully within limits already. Across all cases there were fewer 
occurrences within ASHRAE limits as air exchange increased. All three MS 
materials still achieved t/tyr = 100% at an area/ volume ratio of 20% at an ACH = 
1.0, whilst the gypsum can reach only a maximum occurrence of t/tyr = 64% even at 
100% area/ volume ratio. 
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Figure 102 - Graph showing RHie dwell time for increasing hygrothermal material 
ratio under four air exchange rates without moisture loading. 
6.4.2 With Internal Moisture Load 
Moisture loads were added to the isolated box for the second set of simulations as 
outlined in Section 3.5.2.2 with the results for 'RHie reduction shown in Figure 103. 
When internal moisture loads are added %'RHie, red appeared similar to the levels 
presented without moisture in the previous section, due to the levels of 'RHie for the 
µHPSW\¶FDVHVLJQLILFDQWO\LQFUHDVLQJ7KHGZHOOWime of 'RHie within the ASHRAE 
comfort limits decreased across all ACH cases when compared to the previous 
results and is particularly evident for the gypsum at lower air exchange rates (see: 
Figure 104). With the additional moisture loads at ACH = 0.1, gypsum dwell time 
decreased from t/tyr = 100% (no moisture load) to t/tyr = 46%, at a 10% area/ volume 
ratio, and only achieved t/tyr = 100% at a 100% ratio, i.e. entire internal wall surface 
area. All three MS materials performed exceptionally achieving t/tyr = 100% DW 
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20% area ratio across all air exchange rates. 
 
Figure 103 - Graph showing 'RHie reduction for increasing hygrothermal material 
ratio under four air exchange rates with moisture loading. 
 
Figure 104 - Graph showing RHie dwell time for increasing hygrothermal material 
ratio under four air exchange rates with moisture loading. 
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6.5 Cyclic Response Model 
As outlined in Section 3.5.2.3, the second stage of the 3D numerical model analysis 
was test the sensitivity of the predicted RHie levels over a full amplitude range of 
'RHoe (10%  ĺ) and air exchange rates (ACH = 0.1 ĺto investigate the 
accuracy of the WUFI Plus model. Figure 105 presents the results of the six test 
cases simulated. 
 
Figure 105 - Graph showing sensitivity of 'RHie to varying amplitudes of 'RHoe 
under four air exchange rates. 
For all pre and post retrofitting cases, 'RHoe amplitude variation and air exchange 
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rates there was a positive linear relationship between 'RHie and 'RHoe suggesting 
extensive linearity across the full range of 'RHoe and air exchange rates within 
WUFI Plus. As would be expected when compared to the MS materials and spruce, 
cases A and B (gypsum) showed significantly increased levels of 'RHie for all air 
exchange rates. All cases showed an increase in 'RHie levels as air exchange rate 
increases, with cases A and B again having more pronounced increases indicating 
their poor RHie buffering potential. The MS materials and particularly MS 3.3 and 
MS 8.3 showed insignificant changes in 'RHie levels up to and including 1.0ACH, 
which indicates considerable humidity buffering potential. 
6.6 Increased Moisture Loads Model 
A series of increased moisture load simulations, designed to assess 'RHie levels 
XQGHU D PRLVWXUH µRYHU-ORDGLQJ¶ VFHQDULR ZHUH VLPXODWHG XVLQJ :8), 3OXV DV
described in Section 3.5.2.4. The range and scale of RHie for both morning and 
evening schedules were plotted for an airtight scenario and a series of different ACH 
levels (see: Figure 106).  
The results showed a general reduction of minimum RHie levels for the three non-
MS cases (spruce and gypsum), indicating the greater influence of the exterior RHoe 
as the air exchange rate increases (see: Figure 65). Both the solid and retrofitted 
walls (gypsum) displayed predicted PD[LPXPǻRHie levels up to 67% (ACH = 1.0) 
with mean RHie values exceeding the upper ASHRAE limit (>70%) across all ACH 
levels. In addition, upper RHie levels for both gypsum cases reached 100% for both 
schedules across all air exchange rates. The spruce cladding performed better with a 
PD[LPXP ǻRHie of 22% fluctuating about a mean RHie of 63% (ACH = 1.0) but 
with upper RHie levels outside the 40-70% ASHRAE comfort limits across all ACH 
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levels. In contrast, in the three MS material cases, and again MS 3.3 and 8.3 in 
particular, RHie levels remained within the ASHRAE limits under both morning and 
evening overloading schedules and across the full range of air exchange. MS 8.3 
SHUIRUPHG EHWWHU WKDQ 06  DQG 06  ZLWK D PD[LPXP ǻRHie of 7.5% 
fluctuating about a mean RHie of 53% (ACH = 1.0). These simulations demonstrate 
the ability of the MS materials to continually buffer RHie fluctuations even when 
subjected to repeated moisture overloading scenarios. 
 
Figure 106 - Graph showing variation of RHie for increased occupancy moisture 
loads under five air exchange rates. 
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6.7 Increased Air Exchange Rate Model 
A series of models were simulated to assess the effects of the hygrothermal materials 
on RHie levels under both morning and evening increased ventilation scenarios as 
outlined in Section 3.5.2.5. From the results (see: Figure 107) it can be seen there 
was a common trend for all cases with decreasing minimum RHie levels for the later 
ventilation schedule as air exchange rate (ACH) increased due to the increasing 
influence of the lower exterior RHoe for the evening schedule (see: Figure 66). For 
both gypsum cases (i.e. solid and retrofitted walls) RHie levels exceeded the upper 
and lower ASHRAE comfort limits for both schedules and across all air exchange 
rates.  
$OWKRXJK06GLVSOD\HGEHWWHUEXIIHULQJUHGXFHGǻRHie) compared to the spruce 
for the later ventilation schedule, they both showed similar RHie levels remaining 
within the limits during the early schedule for all exchange rates, but exceeding the 
ORZHUOLPLWDW$&+¶V!GXULQJWKHODWHUVFKHGXOH%RWKWKH06DQG06
cases remained within the ASHRAE limits during the early schedule, but dropped 
below the lower limit during the later ventilation schedule for air exchange rates 
greater than 2.0 (i.e. windows and doors fully open). The MS materials, particularly 
06  DQG 06  GLVSOD\HG D PDUNHG UHGXFWLRQ LQ ǻRHie and thus humidity 
buffering across all ACH levels and both morning and evening ventilation schedules 
when compared to the traditional envelope materials. 
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Figure 107 - Graph showing variation of RHie under increasing air exchange rates. 
6.8 Representative Climate Modelling 
A series of comparative hygrothermal and energetic simulations were run using 
WUFI Plus to establish the resultant RHie levels and performance of the materials 
under representative (as opposed to parametrically-varied) exterior and interior 
conditions, using an exterior climate generated from the CIBSE TRY file for 
Nottingham (UK) as outlined in Section 3.5.2.6. As stated, the results presented in 
the following sections are for the second year only which allowed for one full year of 
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pre-simulation. 
6.8.1 Material Depth Analysis 
The initial analysis (Stage 1) using the representative climate to investigate the 
influence of coating depth on RHie levels was undertaken as outlined in Section 
3.5.2.6. In practice it might not be practical to envisage a material coating depth less 
than 15mm for the non-MS cases (Gypsum and spruce) however, these were also 
simulated for comparative reasons. Figure 108 shows the predicted numerical results 
obtained from the simulations. For reasons of clarity, only the range and scale of 
RHie are displayed as interpretation of the complete plots for each material at each 
depth would be difficult. 'RHie was calculated from the minimum and maximum 
levels of RHie over the 2nd year of simulation only.  
 
Figure 108 - *UDSKVKRZLQJYDULDWLRQRIǻRHie and ASHRAE comfort zone for the 
six test cases at four material depths with no HCHD control. 
As expected, OHYHOVRIǻRHie decreased across all cases as material depth increased 
with the exception of the solid wall where the air exchange rate was set at ACH = 
CHAPTER 6: Results of Energetic 3D Hygrothermal Modelling 
S Casey  189 
 
0.5. This allowed the exterior climate (Toe and RHoe) to exert a greater influence on 
RHie levels than the buffering potential of the gypsum. For the retrofitted case 
(gypsum) the minimum levels of RHie never fell below the maximum advisable 
ASHRAE limit (70%) resulting in an uncomfortable humid environment for 
occupants. MS 4.7 and spruce again displayed VLPLODUǻRHie initially at d = 2 mm, 
however the faster DVS response rate of MS 4.7 was evident as the depth increased, 
with a mean RHie level of 65% compared with 70% for the spruce at d = 12 mm. MS 
3.3 and MS 8.3 showed excellent buffering capability at depths > 4 mm, remaining 
within the ASHRAE limits across the full two year period.  
6.8.2 Full HCHD Control 
As discussed in Section 3.5.2.6, the representative climate models were also used to 
perform analysis of predicted interior climate conditions under HCHD control within 
defined Tie and RHie limits. The first simulation (Stage 3) was run under continuous 
HCHD control with control limits set points at 45%  RHie  65% and 21 qC  Tie  
25 qC. Figure 109 shows the 2nd year RHie plots for each test case. The level of 
humidification and dehumidification in each case was calculated using Equations 6.4 
and 6.5 where the occurrence of the predicted RHie at the lower limit, tlower/tyr and 
upper limit, tupper/tyr is given as a dwell time count of the complete time (tyr = 8762 h) 
and presented as a ratio of the total: 
 
 ?௟௢௪௘௥Ȁ ?௬௥ ൌ 	 ? ? ?௜௘ǡ  ? ൌ  ? ? ? ? ? Eq 6.4  
 
 ?௨௣௣௘௥Ȁ ?௬௥ ൌ 	 ? ? ?௜௘ ǡ  ? ൌ  ? ? ? ? ? Eq 6.5  
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Figure 109 - Graph showing 2nd year RHie profiles for the six test cases with constant 
HCHD control at 45%  RHie  65% and 21 qC  Tie  25 qC. 
As expected, the results show no RHie levels outside of the limits due to the 
continuous HCHD control (see: Figures 109 and 110). Due to the higher air 
exchange rate set for the solid wall (ACH = 0.5), it was the only case that required 
any humidification (see: Figure 109) throughout the entire year (tlower/tyr = 0.37), 
mostly during the early and late seasons however, little dehumidification (tupper/tyr = 
0.05) was required during the peak summer period. In contrast, the retrofitted wall 
required 31% dehumidification (tupper/tyr = 0.31) and as can be seen in Figure 109, 
reached the 65%RH upper limit daily due to increased moisture loads from the 
occupants and higher air-tightness (ACH = 0.1). The spruce performed well where 
tupper/tyr = 0.19 during the summer and autumn, and MS 4.7 had similar predicted 
results (tupper/tyr = 0.19) but with reduced daily RHie fluctuations compared to the 
spruce. MS 3.3 and MS 8.3 displayed the best performances where tupper/tyr equalled 
0.09 and 0.03, respectively over the entire year. 
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Figure 110 - *UDSKVKRZLQJYDULDWLRQRIǻRHie for the six test cases with constant 
HCHD control at 45%  RHie  65% and 21 qC  Tie  25 qC. 
Figure 111 shows the distribution of dwell time (t/tyr) for the six cases in stepped 
RHie bands for the full HCHD control. For each case t/tyr was calculated using the 
example shown in Eq. 6.6 which was used to calculate t/tyr within the band 40%  
RHie  45%: 
 	 ? ? ?௜௘ǡ  ? ൒  ? ? ? ? ? െ 	 ? ? ?௜௘ǡ  ? ൐  ? ? ? ? ? Eq 6.6  
Unexpectedly the solid wall showed predominant dwell time within the 40 ± 55% 
RHie band (t/tyr = 0.38) however, as there is full HCHD control with the lower limit 
set at RHie = 45% this can be considered as dwell time at the lower limit only which 
is corroborated by the full plot (see: Figure 109). For the retrofitted, spruce and MS 
4.7 cases dwell time was spread across three bands from 50 to 65%RH with 
maximum dwell time ratios within the 60 to 65% band of t/tyr = 0.64, 0.61 and 0.54 
respectively. MS 3.3 and MS 8.3 remained within the 55 to 60% and 60 to 65% 
bands with approximately equal distributions of t/tyr = 0.5. 
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Figure 111 - Graph showing RHie dwell time for the six test cases with constant 
HCHD control at 45%  RHie  65% and 21 qC  Tie  25 qC. 
6.8.3 Partial HCHD Control 
Stage 4 of the representative analysis using WUFI Plus repeated the HCHD control 
limits set out in Section 3.5.2.6, however as HCHD systems are rarely required to 
provide 24h continual control, partial HCHD control timed to operate only during 
occupation hours (00:00 to 08:00) was simulated. When the results for the solid wall 
(gypsum) were compared to the full control results (see: Figure 112) it was evident 
that there was a marked increase in RHie fluctuations, however humidification and 
dehumidification dwell times were reduced to tlower/tyr = 0.06 and tupper/tyr = 0.14. 
This is perhaps due to increased Tie fluctuation from the higher air exchange rate set, 
particularly during the non-operational hours of the HCHD plant. When compared to 
the constant HCHD control there was increased dwell time at or above the upper RH 
limits for all material cases; retrofitted wall (tupper/tyr = 0.30), spruce (tupper/tyr = 0.26), 
MS 4.7 (tupper/tyr = 0.24), MS 3.3 (tupper/tyr = 0.18), and MS 8.3 (tupper/tyr = 0.08) due 
to the elevated RHie levels during the uncontrolled periods.  
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Figure 112 - Graph showing 2nd year RHie profiles for the six test cases with partial 
HCHD control at 45%  RHie  65% and 21 qC  Tie  25 qC. 
 
Figure 113 - Graph showing RHie dwell time for the six test cases with partial HCHD 
control at 45%  RHie  65% and 21 qC  Tie  25 qC. 
Figure 113 shows the distribution of dwell time (t/tyr) for the six material cases in 
stepped RHie bands for the partial HCHD control. When compared to the full control 
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results it can be seen that whilst there were increased fluctuations in RHie levels for 
the solid wall, as mentioned previously, the distribution appears more evenly spread 
across all RHie bands. In general the distribution of all other cases remained the same 
as for the full control simulations with the exception of MS 4.7, which appears to 
have shifted upwards, having increased dwell time in the higher bands (i.e. 55 to 
70%). 
6.8.4 Partial HCHD Control at ASHRAE Limits 
For Stage 5 of the representative modelling, the resultant levels of RHie within the 
ASHRAE comfort limits (i.e. 40%  RHie  70% and Tie = 23 qC) under partial 
HCHD control conditions were analysed. The results presented in Figure 114 
showed that the maximum predicted RHie levels for the solid, retrofitted, spruce and 
MS 4.7 cases, all increased towards the upper limit over levels presented for the 
previous model (Stage 4). However, upper limit dwell time ratio significantly 
decreased for the retrofitted wall (tupper/tyr = 0.20), and also for spruce (tupper/tyr = 
0.08) and MS 4.7 (tupper/tyr = 0.06). This was probably due to the increase in upper 
HCHD limit from 65%RH to 70%RH. In the solid wall case there were pronounced 
daily fluctuations of RHie, regularly above 70% during HCHD non-operational hours 
with a maximum RHie value of 76% and a consequent increased dehumidification 
ratio (tupper/tyr = 0.14). Both MS 3.3 and MS 8.3 remained below the limit throughout 
the 2nd year with maximum RHie values of 67% and 65%, respectively. 
The distribution of dwell time (t/tyr) for the six cases in stepped RHie bands for the 
partial ASHRAE HCHD control is shown in Figure 115. When compared to the 
distribution observed for Stage 4 there is a clear shift in dwell time, t/tyr for all cases 
towards the upper RHie bands. The solid and retrofitted walls along with spruce 
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showed up to 50% of yearly RHie distribution above 65%RH. MS 3.3 and MS 4.7 
both showed distribution above 65%RH at t/tyr = 0.33 and 0.19, respectively. MS 8.3 
remained within the range 50% < RHie < 65% throughout the full year. 
 
Figure 114 - Graph showing 2nd year RHie profiles for the six test cases with partial 
HCHD control at ASHRAE limits. 
 
Figure 115 - Graph showing RHie dwell time for the six test cases with partial HCHD 
control at ASHRAE limits. 
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6.8.5 Energy Analysis 
As outlined in Section 3.5.2.6 a comparative yearly analysis of HCHD conditioning 
energy was undertaken and the results are presented here. The potential energy 
savings shown were only calculated for the post-retrofitting cases (i.e. spruce and the 
three MS materials) and compared against the standard retrofitted case in order to 
determine the influence of the hygrothermal finishes.  
As expected from the results discussed in Section 6.8.3 for the continuous HCHD 
control at 45%  RHie  65% and 21 qC  Tie  25 qC, the solid wall showed a 
substantially higher yearly energy usage for humidification of 6.73 KWh when 
compared to dehumidification of 0.36 KWh (see: Table 49). This was due to a 
combination of the increased vapour resistance of the painted gypsum and increased 
air exchange rate (ACH). All other cases required some level of dehumidification 
energy only and, when compared against the retrofitted wall (gypsum) it was shown 
that the spruce cladding provided a 33.9% saving, MS 4.7 53.2% whilst the MS 3.3 
and MS 8.3 coatings provided substantial savings of 85.7% and 97.4%, respectively.  






MS 3.3 MS 4.7 MS 8.3 
Latent heat of   
humidification KWh 6.73 0.00 0.00 0.00 0.00 0.00 
Latent heat of 
dehumidification KWh 0.36 3.51 2.32 0.50 1.64 0.09 
Total Energy KWh 7.10 3.51 2.32 0.50 1.64 0.09 
Saving on         
humidification % ---- 0.0% 0.0% 0.0% 0.0% 0.0% 
Saving on     
dehumidification % ---- 0.0% 33.9% 85.7% 53.2% 97.4% 
Total Saving % ---- 0.0% 33.9% 85.7% 53.2% 97.4% 
Table 49 - Comparative energy usage and potential savings for the four post-
retrofitted cases under constant HCHD control at 45%  RHie  65% and 21 qC  Tie 
 25 qC. 
With only partial HCHD control for eight hours at the same psychrometric limits the 
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energy analysis (see: Table 50) showed a reduction in savings across all post 
retrofitted cases with the spruce cladding and MS 4.7 achieving the same reductions 
(24.9%), but with MS 3.3 achieving 61.7% and MS 8.3 achieving 81.4%. When 
compared to the constant HCHD control there were reductions in operational energy 
for the solid wall (1.06 KWh), retrofitted wall (1.93 KWh), spruce (1.45 KWh) and 
MS 4.7 (1.45 KWh). From Section 6.8.4 there was an increase in RHie dwell time 
(t/tyr) observed at or above 65%RH when compared with the full HCHD control 
however, based on the reduction in operational energy this must occur during non-
operational HCHD hours.   






MS 3.3 MS 4.7 MS 8.3 
Latent heat of    
humidification KWh 0.58 0.00 0.00 0.00 0.00 0.00 
Latent heat of 
dehumidification KWh 0.48 1.93 1.45 0.74 1.45 0.36 
Total Energy KWh 1.06 1.93 1.45 0.74 1.45 0.36 
Saving on          
humidification % ---- 0.0% 0.0% 0.0% 0.0% 0.0% 
Saving on      
dehumidification % ---- 0.0% 24.9% 61.7% 24.9% 81.4% 
Total Saving % ---- 0.0% 24.9% 61.7% 24.9% 81.4% 
Table 50 - Comparative energy usage and potential savings for the four post-
retrofitted cases under partial HCHD control at 45%  RHie  65% and 21qC  Tie  
25qC. 
Table 51 shows the results from the operational energy analysis from the partial 
HCHD control at the ASHRAE comfort limits (40%  RHie  70% and Tie = 23 qC). 
Due to the decreasing dwell times at or above the upper HCHD limit presented in 
Section 6.8.5, operational energy usage is consequently reduced when compared to 
the levels generated using the previous limits (see: Table 50). Based on energy 
savings calculated with respect to the retrofitted wall, the spruce cladding gives a 
saving of 77.2%, MS 4.7 (88.6%) and both MS 3.3 and MS 8.3, having no 
humidification/ dehumidification energy usage, provides reductions of 100%. 
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MS 3.3 MS 4.7 MS 8.3 
Latent heat of    
humidification KWh 0.14 0.00 0.00 0.00 0.00 0.00 
Latent heat of 
dehumidification KWh 0.51 1.86 0.80 0.00 0.40 0.00 
Total Energy KWh 0.66 1.86 0.80 0.00 0.40 0.00 
Saving on         
humidification % ---- 0.0% 0.0% 0.0% 0.0% 0.0% 
Saving on      
dehumidification % ---- 0.0% 77.2% 100.0% 88.6% 100.00% 
Total Saving % ---- 0.0% 77.2% 100.0% 88.6% 100.00% 
Table 51 - Comparative energy usage and potential savings for the four post-
retrofitted cases under partial HCHD control at the ASHRAE limits. 
6.9 Summary 
The main conclusions for this chapter are: 
1. The physical modelling results showed lower peak RHie levels when 
compared to the numerical models predicted results however, final RHie 
levels (day two) appear very similar. For the aluminium foil, gypsum, MS 3.3 
and MS 8.3 better agreement was found with excellent matching of both day 
one and two RHie levels 
2. The correlation of variance against occurrence within limits for the numerical 
model was deemed acceptable and allowed further 3D numerical models to 
be simulated within these statistical confidence limits 
3. Sensitivity analysis showed that there was a positive linear relationship 
between 'RHie and 'RHoe suggesting extensive linearity across the ǻRHie 
and ACH range within WUFI Plus 
4. MS 3.3 and MS 8.3 RHie levels always remained within the ASHRAE limits 
under both morning and evening occupancy overloading schedules 
5. 06  DQG 06  GLVSOD\HG D PDUNHG GHFUHDVH LQ ǻRHie levels when  
compared to the traditional envelope materials under both morning and 
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evening increased ventilation schedules 
6. Under representative exterior climate conditions, two year MS 3.3 and MS 
8.3 RHie levels remained within the ASHRAE limits at depths greater than 
4mm under both occupied and unoccupied scenarios 
7. For partial and constant HCHD control, MS 3.3 and MS 8.3 showed minimal 
RHie dwell time (t/tyr) outside the control limits. 
In summary, the MS materials and particularly MS 3.3 and MS 8.3, displayed 
outstanding passive buffering performance across a range of exterior climate 
conditions combined with numerous internal moisture and ventilation overloading 
scenarios. The MS materials show consistent reduction in fluctuating RHie levels 
under both partial and full HCHD control in daily and annual cycles, providing 
constant humidity buffering within ASHRAE comfort limits. When compared 
against a retro-fitted gypsum-lined indoor environment there was a potential 
reduction in humidification/ dehumidification energy demand of up to 100% when 
using an MS material coating. 
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7 CHAPTER 7: Discussion 
To counteract heat losses, reduce emissions and energy consumption there has been 
a push in recent years to internally retrofit high performance thin insulation 
technologies coupled with vapour barriers to the interior of solid wall UK buildings. 
This retro-fitting can have adverse effects on the indoor environment by giving rise 
to amplified relative humidity variations when the spaces are occupied. Energy 
penalties can be incurred due to the additional interior climate HCHD control 
required from mechanical systems.  
The literature review (see: Chapter 2) sets out how hygrothermal materials can be 
used to reduce the HCHD load by somewhat reducing relative humidity variations 
i.e. creating a passive buffering effect. The behaviour of these hygrothermal 
materials is dictated by the materials functional properties including dry-state 
thermal conductivity, specific heat capacity, bulk density, apparent porosity, water 
vapour permeability and water absorption coefficient. The aim for this research was 
to design the functional properties of inorganic, nano-structured surface coatings to 
produce desired hygrothermal behavioural responses to climatic variables in these 
closed environments.  
To establish a link between material behaviour under set psychrometric conditions 
DQGWKHPDWHULDOµVSRUHQHWZRUNJHRPHWU\H[SHULPHQWDODQDO\VLVWRFKDUDFWHUise the 
hygrothermal functional properties and the pore network of the materials using a 
range of techniques as outlined in the methodology (see: Sections 3.2 and 3.3). As 
expected from the literature (see: Section 2.4.2), the results from N2 physisorption 
analysis (see: Table 31) show that the MS materials are all variants of Type IV 
isotherms indicating a mesoporous network with MS 4.7 displaying pronounced 
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K\VWHUHVLV VXJJHVWLYH RI W\SH ĴEµ SRUHV ZLWK QDUURZ RSHQLQJV OHDGLQJ WR WKH ĴLQN
ERWWOHµHIIHFW7Ke specific surface areas (SSA) of the MS 4.7, MS 8.3 and MMS 4.8 
materials were significantly higher than the conventional desiccants, whilst MS 3.3 
and silica gel appear to be similar. There was a positive relationship between 
mesopore diameter and pore volume in the MS/MMS samples, but not to SSA which 
may suggest that the mesopores have varying degrees of corrugation contributing to 
an increased SSA for the MMS 4.8 and MS 4.7 samples. From the sorption isotherm 
tests (see: Figure 80), the MS materials displayed both higher EMC and faster 
response rates when compared to the conventional desiccants with vapour transfer 
to/from the material dominated by the macropore geometry. 
Initially there does not appear to be any correlation between the hygrothermal 
behaviour and pore network characteristics of the MS materials with MS 3.3 and MS 
8.3 displaying very similar moisture storage functions, ȟXwhen compared to MS 4.7 
and MMS 4.8 (see: Table 36). As discussed in Section 2.6.1.2 however, it is rarely 
the moisture capacity of a material that governs its hygric performance but its 
PRLVWXUH NLQHWLFV VSHFLILFDOO\ ZLWKLQ WKH $6+5$( FRPIRUW UDQJH   RH 
70%). From figure 87 it can be seen that the DVS response time, temc has s positive 
logarithmic relationship with both the mesopore diameter and mesopore volume. 
This implies that the pore network and specifically mesopore geometry can be tuned 
in order to give the desired dynamic vapour sorption/ desorption response rate and 
possibly storage capacity to suit a given set of interior psychrometric conditions. 
The next stage of research, as outlined in Sections 3.4.1 and 3.5.1 utilised 1D 
physical and validated numerical models to parametrically analyse material 
behaviour based on the hygrothermal properties obtained during Section 4.3, to 
determine the applicability of using the 1D WUFI numerical model as a material 
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VHOHFWLRQ WRRO E\ µWXQLQJ¶ PDWHULDO SURSHUWLHV DQG OLQNLQJ ZLWK WKH SRUH QHWZRUN
characteristics and simulate envelope moisture levels under representative 
psychrometric conditions. 
The 1D model validation results (see: Figure 90) show that there was a slight decline 
in maximum water content, wcoat, max in the numerically predicted results on the 
second cycle for all cases, with no evidence of similar decline in the physical model 
as was suggested in Section 5.2. As there is currently no provision to couple 
dynamic temc timings to EMC levels within the numerical model, WUFI can predict 
final EMC values accurately, however there may be some level of variance between 
measured and predicted levels of w for RH fluctuations with shorter time periods (i.e. 
t < temc). In the representative climate modelling (see: Figures 94, 95), the MS 
PDWHULDOVGLVSOD\HGLQFUHDVHGPRLVWXUHXSWDNHǻwcoat (up to 353 kg/m3) compared to 
gypsum (4.72 kg/m3). This coupled with the close tracking of RHie by wcoat suggests 
the MS materials are well suited to provide rapid response interior humidity 
buffering (more than two orders of magnitude greater than that of traditional interior 
building materials). 
In Section 5.6, each hygrothermal property was altered to ascertain its contributing 
factor to the materials overall behaviour and it was shown that the sorption isotherm, 
and in particular adjustment of the w50 ± w80 gradient of the adsorption branch 
isotherm is by far the most sensitive parameter when using WUFI as a design tool 
for material functional properties (see: Figure 93). This coupled with the relationship 
between MS mesopore diameter and temc suggests it is possible to tune an MS 
material to suit a particular set of psychrometric conditions using WUFI as a design 
tool. 
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Chapter 6 presented the results of the 3D physical and validated numerical modelling 
designed to parametrically analyse the effect of changes to internal climate 
conditions, ventilation, occupancy and HCHD control on occupant comfort resulting 
from the presence of the hygrothermal materials under representative moisture 
generation schedules and external climates. There was some divergence between the 
numerically-predicted and physical modelling results for all the materials in the 
validation tests (see: Figure 98), which again could be due to the coupling of 
dynamic response data (temc) to EMC levels and variance between measured and 
predicted levels of wcoat for RH fluctuations with time periods shorter than those 
needed to reach EMC (i.e. t < temc) in WUFI. In general however the variance 
between the numerically-predicted and physical modelling results was acceptable 
(see: Figure 99). 
Under both occupied and unoccupied conditions, the reduction in ¨RHie levels, 
%¨RHie,red for different area/ volume ratios of hygrothermal materials compared to 
an aluminium lined volume was less effective as the air exchange rate increased, 
with unoccupied ¨RHie levels approaching exterior ¨RHoe levels. At the highest air 
exchange rate (ACH = 1.0) the MS materials still achieved a %¨RHie,red of > 85% at 
a relatively low 40% area/ volume ratio (see: Figure 101). 
The MS materials and particularly MS 3.3 and MS 8.3, consistently displayed 
outstanding passive buffering performance across numerous internal moisture and 
ventilation overloading scenarios providing exceptional occupant comfort. For 
moisture overloading (i.e. increased occupancy) RHie levels for the MS materials 
remained within the ASHRAE limits under both morning and evening overloading 
VFKHGXOHVDQGDFURVVWKHIXOOUDQJHRIDLUH[FKDQJH06KDGDPD[LPXPǻRHie 
of 7.5% fluctuating about a mean RHie of 53% (for ACH = 1.0). These simulations 
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demonstrate the ability of the MS materials to continually buffer RHie fluctuations 
even when subjected to repeated moisture overloading scenarios. In the increased 
ventilation simulations, both the MS 3.3 and MS 8.3 cases remained within the 
ASHRAE limits during the early schedule, but dropped below the lower limit during 
the later ventilation schedule for air exchange rates greater than 2.0 (i.e. windows 
and doors fully open) due to the increasing influence of the lower exterior RHoe. In 
contrast, the traditional building envelope materials (spruce and gypsum) RHie levels 
exceeded the upper and lower ASHRAE comfort limits for both scenarios and across 
all air exchange rates. 
The MS materials show consistent reduction in fluctuating RHie levels under both 
partial and full HCHD control in daily and annual cycles, providing constant 
humidity buffering within ASHRAE comfort limits. When compared against a retro-
fitted gypsum-lined indoor environment there was a potential reduction in 
humidification/ dehumidification energy demand of up to 100% when using an MS 
material coating, however when taken as an absolute measure (KWh) this may not be 
as significant. In terms of occupant comfort however, the MS materials provide 
exceptional passive buffering performance providing a comfortable environment 
(within ASHRAE comfort limits) in enclosed, retrofitted spaces. 
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8 CHAPTER 8: Conclusions & Further Research 
8.1 Concluding Remarks 
The conclusions stated here address the overall aim and the specific objectives of 
this research as outlined in Chapter 1. A range of experimental techniques were 
utilised to characterise the functional properties and pore networks of all the 
candidate materials to meet Objective 2. The MS materials displayed Type IV 
moisture vapour isotherms with significantly higher equilibrium moisture contents 
(EMC) and faster response rates, temc in the multi-molecular region when compared 
to other conventional desiccants. Both MBV and cyclic testing showed the increased 
moisture capacity of the MS materials with MBVpractical levels for MS 8.3 and MS 
8.3 of § 8.9 g/m2%RH representing an increase over gypsum boards of § 800%. MS 
mesopore volume increases as pore diameter increases whilst total volume and 
macropore volume both decrease. This suggests that pore wall thickness reduces as 
mesopore diameter increases during synthesis. The inverse relationship between 
vapour permeability and mesopore diameter suggests that vapour transfer to and 
from the MS materials is dominated by the macropore geometry (Ø > 50 nm) via 
Fickian diffusion. The DVS response time, temc has significant and positive 
logarithmic relationships with both the mesopore diameter and the mesopore volume 
implying that LW LV SRVVLEOH WR DOWHURU µWXQH¶ WKH06PDWHULDOV mesopore geometry 
during synthesis in order to give the desired DVS response rate and storage capacity 
to suit a given set of interior psychrometric conditions. However, as the macropore 
geometry dominates bulk vapour transfer, this could also affect bulk DVS response 
rates (temc) at material depths greater than those tested (d = 2 mm). 
A series of 1D physical and validated numerical models using the building 
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performance simulation software WUFI Pro v5.1 were designed and conducted to 
meet Objective 3. During the representative climate modelling on retrofitted building 
cases, the MS material coatings displayed increased moisture levels, wcoat over the 
traditional building materials (gypsum and spruce). Yearly moisture uptake range, 
ǻwcoat for MS 3.3 and 8.3 were 194 kg/m3 and 394 kg/m3 respectively compared to 
gypsum (5 kg/m3) and spruce (45 kg/m3). This increased performance, coupled with 
the tracking of RHie by wcoat suggests that the MS materials are able to provide rapid 
response humidity buffering more than two orders of magnitude greater than that of 
traditional interior building materials.  
By determining the contributing factor of each hygrothermal property to material 
behaviour (within the numerical model), the possibility of using WUFI Pro as a 
design tool for tuning material functional properties was investigated. The 
hygrothermal properties of one MS material were sequentially altered to match those 
of another MS material. The sorption isotherm, and in particular adjustment of the 
w50 ± w80 gradient of the absorption branch of the isotherm, is by far the most 
sensitive parameter in the tuning process. As there is a positive logarithmic 
relationship between MS mesopore diameter and temc, it is therefore shown that it is 
possible to tune an MS material to have a designed mesopore geometry and 
hygrothermal behaviour to suit a particular set of psychrometric conditions using 
WUFI Pro as a design tool. 
A series of 3D physical and validated numerical simulations using the whole-
building energetic hygrothermal simulation software WUFI Plus v2.1.1.73 were 
modelled to meet Objectives 4 and 5. Under moisture loading the MS materials and 
particularly MS 3.3 and MS 8.3 provided a reduction in ǻRHie of > 90% at a total 
internal surface ratio of 10% when compared to an aluminium lined test room. When 
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subjected to moisture and ventilation overloading scenarios, the MS materials 
displayed outstanding passive buffering performance with marked reductions in 
ǻRHie and remaining within the ASHRAE comfort limits (40%  RHie  70%) when 
compared to the traditional envelope materials.  
Under representative external climate simulations, the MS materials show consistent 
reduction in fluctuating RHie levels under full HCHD control with limits of 45%  
RHie  65% and 21qC  Tie  25qC. MS 3.3 and MS 8.3 displayed the best 
performances requiring only 9% and 3% dehumidification, respectively over the 
entire year compared to a traditional solid wall structure that has been retrofitted that 
required 31% dehumidification. Under partial HCHD control at the same limits 
where the HCHD plant was timed to operate only during occupation hours (00:00 to 
08:00) there was increased dwell dehumidification required for all material cases 
with MS 3.3 requiring 18%, and MS 8.3 8% due to the elevated RHie levels during 
the uncontrolled periods. When the control limits were set to the ASHRAE comfort 
limits (i.e. 40%  RHie  70% and Tie = 23qC) both MS 3.3 and MS 8.3 remained 
below the upper limit throughout the year with maximum RHie values of 67% and 
65%, respectively, requiring no dehumidification and passively providing a 
comfortable environment for occupants.  
8.2 Recommendations for future research 
With reference to the results obtained from this research, suggestions for future work 
are presented here: 
x In both the 1D and energetic 3D modelling carried out for this research there 
was some level of variance observed between the physical and numerically 
predicted results. This variance may be reduced by coupling temc and EMC 
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data within the numerical model.  
x Whilst a number of the 3D numerical models were simulated under different 
levels of air exchange, this was not validated through physical modelling. In 
this respect, the 3D physical models presented could be expanded by utilising 
the ventilation assembly to experimentally assess the resultant RHie levels 
under various air exchange levels.  
x There is potential to couple the MS materials used in this research with 
materials that display passive temperature buffering potential. Some research 
ZDV FRQGXFWHG LQWR SKDVH FKDQJH PDWHULDOV 3&0¶V LQ WKLV UHVSHFW
Combining the latent heat capacity of a PCM with increased heat transfer due 
to convection in the vapour and latent transport when the vapour condenses 
within the MS could provide a substantial increase in thermal buffering 
potential. 
x Further research is required with respect to the synthesis of the MS materials. 
All MS materials used for this research were novel and prepared in minimal 
quantities under strict laboratory conditions by the team at the University of 
Oxford. The development of methods to reduce the synthesis time and 
increase production capacity would be advantageous for future research. 
x Whilst the MS materials simulated during the numerical modelling in this 
research were considered as interior wall coatings, no research was 
undertaken in respect of the mechanical and structural properties of the 
materials, such as stiffness, compressive strength etc. As any mounting 
technique would include some bonding (i.e. gluing, sintering), further 
research investigating bonding effects on MS behaviour should be 
considered.  
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APPENDICES 
A1 - Photographs of experimental apparatus 
 
Figure A1.1 - The climate chamber with circulation fan detail. 
 
 
Figure A1.2 - The DSC Q10 apparatus for measuring specific heat capacity. 
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Figure A1.6 ± Modified transient plane source apparatus. 
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Figure A1.8 ± Vapour permeability cell. 
 
 
Figure A1.10 ± Isolated box for humidity buffering model (Closed). 
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Figure A1.11 ± Isolated box for humidity buffering model (Interior - lids removed). 
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A2 - WUFI Material Datasheets  
 
Figure A2.1 ± WUFI material data for MS 3.3. 
 
Figure A2.2 ± WUFI material data for MS 4.7. 
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Figure A2.3 ± WUFI material data for MS 8.3. 
 
Figure A2.4 ± WUFI material data for Molecular Sieve 10Å. 
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Figure A2.5 ± WUFI material data for Silica Gel. 
 
Figure A2.6 ± WUFI material data for Clinoptilolite. 
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Figure A2.7 ± WUFI material data for Bentonite. 
 
Figure A2.8 ± WUFI material data for Solid Brick. 
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Figure A2.9 ± WUFI material data for Gypsum Plaster. 
 
Figure A2.6 ± WUFI material data for Spruce. 
